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S u m m a r y
Extensive research has been carried out over the years to reduce the acoustic noise resulting 
from vibration of electromagnetic cores mainly caused by magnetostriction. This project 
presents the results of a basic experimental study of magnetostriction in strips of magnetic 
materials commonly used in electromagnetic cores which gives an important new 
understanding of the phenomenon. The presence of mechanical resonance in the laminations 
is highlighted here for the first time.
A standard magnetising system was built and a new method of measuring magnetostriction 
was used. A single point laser vibrometer was used to measure magnetostrictive vibration of 
the samples. The magnetostriction of grain-oriented materials cut at various angles to the 
rolling direction, non-oriented samples with different silicon content and nickel iron strips 
was measured over a wide range of magnetising frequencies and at peak flux densities up to
1.0 Tesla.
Magnetostriction measurement results were used to identify magnetisation induced 
mechanical resonance of the samples. The magnetising frequency at resonance was derived 
from the relationship of velocity, frequency and wavelength of an electromagnetically excited 
strip. Theoretical value of the fundamental resonant frequency and its harmonics were 
calculated and compared with measured values. The variation of the acoustic noise in a three- 
phase transformer core under no-load condition with various switching frequencies and 
different modulation indices was measured under pulse-width modulation and sinusoidal 
voltage excitation. All measurements were repeated at least five times to assess experimental 
accuracy and uncertainties.
Results suggest that under resonance, transformer cores can produce excessive noise and 
potentially long term deterioration of lamination coating and possible core failure. 
Extrapolation of the results to larger cores infer that the phenomenon can possibly occur in 
cores with different length laminations leading to variability of noise output according to how 
close the magnetising frequency or predominant harmonics are to the resonant frequency. 
These findings demonstrate the importance of the interaction between basic magnetostriction 
and geometrical factors that are contributing towards the total noise output and care that must 
be taken when characterising the basic magnetostriction of samples of different sizes 
magnetised at different frequencies.
v
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Magnetic materials such as grain-oriented electrical steels are widely used for the 
magnetic cores of transformers and motors. Extensive research has been carried out 
for at least two decades to reduce the transformer acoustic noise resulting from core 
vibration partly caused by the magnetostriction of the core material, which is the 
prime cause of large acoustic noise that radiates uncontrollably from the surfaces of 
electrical machines. Because of the interrelationship between magnetostriction and 
transformer noise, it is important to be able to accurately measure the properties of 
single laminations and to predict their effect on the noise when built into a core. This 
harmful effect of noise is also not well understood and is a source of energy waste as 
well as environmental noise concerns and not many researchers highlight the 
importance of mechanical resonance in the materials. The noise problem is becoming 
of increasing industrial importance particularly in equipment subjected to high 
frequency and harmonic magnetisation.
All materials or bodies possessing mass and elasticity are capable of vibration or 
vibration takes place in the presence of external excitation [1.1]. Thus, most 
engineering machines and structures experience vibration to some degree, and 
therefore, design of any engineering machines and structures generally requires 
consideration of their oscillatory behavior especially at resonant frequency.
Recently, the two most important characteristics of transformer cores, i.e. power loss 
and noise, have been reduced considerably with improved material and core design. 
However, the base value of noise that results from magnetostriction is still a major 
environmental noise concern of the now highly industrialised world since noise is 
unwanted sound, a mellow sound to some, can be completely unacceptable to others. 
For example, magnetostriction of 4 micro strain measured at 100 Hz on a 15 MVA 
transformer core limb produced a noise level of 72 dBA [1.2]. In a specification of a 
transformer design, the maximum allowable noise level is given to be 60 -  70 dBA
[1.3]. The noise level of 60 dB is equivalent to a passenger car travelling at 60 km/h
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measured at a 7 metre distance. It is clear that magnetostrictive effects partly lead to 
generation of acoustic noise in a transformer and the higher harmonics produced, 
affects the sensitivity of human ear immensely.
It has come to prominence, mainly because transformers are placed closer to the 
populace such as in high rise office buildings, apartments, shopping malls and in 
gardens. It is even more necessary to design transformer cores appropriately since 
resonance may cause excessive noise as well as potential effect to the efficiency of 
large transformer cores.
Therefore, it is important to understand the vibration modes of transformers to ensure 
that the next generation of transformers can be built better. This project presents 
investigation of magnetostriction in strips of magnetic materials commonly used in 
electromagnetic cores which gives an important new understanding of the 
phenomenon.
The main aims of the investigation can be summarised as follow:
1) Identify resonance modes.
2) Predict effects in noise and vibration output.
Methods employed to achieve the above aims are summarised as follow:
1. Selection of samples
a. Non oriented silicon iron strips to assess the effect of mechanical resonance 
on different silicon content and thickness of samples.
b. Grain oriented silicon iron strips to assess the effect of mechanical resonance 
on samples cut at different angles to rolling directions, sample length and 
stack of laminations.
c. Nickel iron to assess the effect of mechanical resonance.
2. Identify and derive resonance equation(s)
a. To cater for the sample sizes and shapes in (1).
b. Calculate resonance modes for clamped end situations.
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c. List principal resonance harmonics of all the samples.
3. Measure vibration characteristics of all the samples for;
a. Active (magnetised) and mechanical lengths for electrical steel in particular 
to gather a wide range of resonance data.
b. Fully assess experimental accuracy and uncertainties.
c. Repeat each measurement at least 5 times.
4. Full assessment of physical and magnetic characteristics of samples of different
materials and shapes, etc.
a. Quantify and explain agreement between theory and measurement on the 
range of materials in 1.
5. Based on results
(a) Understand assembly method(s) to be able to relate test conditions and 
analysis of 3 and 4.
(b) Select suitable single phase stacked core geometry(ies) which can be 
magnetised in the laboratory over the expected resonance mode range.
(c) Assess wider implications of predictions for cores made from different 
materials.
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2.1. Introduction
In 1820, Oersted discovered that a current carrying wire deflected a compass needle in 
its vicinity and then Faraday repeated and extended Oersted’s experiments, 
discovering the Laws of Induction in 1831 [2.1]. In 1862, Maxwell created the 
common theoretical basis for electromagnetism with the laws which were named after 
him. Throughout the history of magnetism, it is evident that the availability of 
different types of devices operating on a magnetic basis has increased the 
development of special magnetic material while discovering new physical and 
magnetic effects.
Table 2.1. shows a number of terms and units which are commonly used in the subject 
of magnetism. In this thesis, magnetic terms and units will be given using the SI 
system.
Table 2.1
Magnetic terms and units [2.2],
Terms SI Units CGS Units Conversion
Magnetic field strength H
A/m
(Ampere/metre)
Oe (Oersted) 1 Oe = 79.58 A/m
Magnetisation M A/m Oe (Oersted)
Magnetic induction or flux 
density
B T (Tesla) G (Gauss) 1 G = 10’4 T
Magnetic flux <t> Wb (Weber) Mx (Maxwell) 1 Mx = 10'8 Wb
Magnetic polarization J T G (Gauss)
Permeability (absolute) V T.m/A G/Oe
Permeability of vacuum 
(magnetic constant)
Vo 4k x  10'7 T.m/A 1
In general, the relationship between B, M, and H can be expressed by equation 2.1.
T h a n t  P h y u  P h y u  P h w a y 2-1
C h a p t e r  2 M a g n e t is m  a n d  M a g n e t ic  M a t e r ia l s
B = p 0(H + M )  (2.1)
Under linear conditions of a magnetic material i.e. at constant temperature and 
relatively low H, magnetic susceptibility % is constant. Therefore,
M = Z H  (2.2)
Consequently, equation 2.1 can be written as:
B = fl0(l + x ) H  (2.3)
Magnetic susceptibility % is zero in vacuum and hence, in the case of free space the 
relationship between B and H  is can be calculated as:
B = (2.4)
However, relative permeability flr is JL  and //  = / /0(\ + x )  [2.2]. Therefore, for any
Mo
other medium the correlation between B and H can be written as:
B = juH (2.5)
2.2. Magnetic Field, H
Magnetic field, H  is produced whenever there is an electrical charge in motion and the 
strength of H  is measured in amperes per metre (A/m). Magnetic field can be 
produced due to an electrical current flowing in a conductor or by a permanent 
magnet. Magnetic field sources are essentially dipolar in nature, having a north and 
south magnetic pole. Direction of magnetic field is such that it circulates the 
conductor using the right-hand-rule. Figure 2.1 shows various sources of magnetic 
field including the natural magnetic field of the earth. Earth's magnetic field (and the 
surface magnetic field) is approximately a magnetic dipole, with one pole near the
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north pole and the other near the geographic south pole. The cause of the natural 
earth's magnetic field is explained by dynamo theory which is described in [2.1].
Bar MagnetC urrent 
in wire
Solenoid
Figure 2.1. Magnetic field sources
Magnetic field, H, that is generated by an electrical current produced in a thin long 
solenoid can be calculated by the following equation (2.6). Note that H defined here is 
the magnetic field along the axis inside the coil.
NiH = —  (A/m) (2.6)
L
where N is the number of turns on the solenoid, i is the generating current and L is the 
length of the solenoid. Therefore, H is determined by the size and distribution of 
currents producing it and is independent of the material medium. L in equation 2.1 is 
replaced by other parameters depending on the configuration of the solenoid or 
electromagnet.
2.3. Flux Density, B
Magnetic induction or flux density, B is the response to a magnetic field, H generated 
in a medium by a current.
Whenever there is H present in free space, there will be magnetic flux (j) (Wb) 
generating an electromotive force (emf) in a closed circuit of conductor through 
which the (f) passes. Faraday’s law states that the voltage induced in an electrical
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circuit is proportional to the rate of change of (f) linking the circuit. And Lenz’s law 
states that the induced voltage is in a direction which opposes the flux change
producing it. Therefore, the rate of change of flux, —  linking an electric circuit is
dt
equal to the induced emf in volts (equation 2.7).
V',„„ = ~ N ^  <2-7>at
where N  is number of turns in a coil which 0 passes. Since B — — , equation 2.7, can
A
be written as follows.
V^ = ~ NA^ 7  <2 ii»dt
where voltage induced in a coil with N  turns of cross sectional area A.
2.4. Magnetic Materials
Magnetic properties of materials arise from the motion of electrons in the form of 
electron spin and electron orbital motion generating magnetic moment associated with 
the electron. Magnetic materials can be classified into three main categories; 
diamagnets, paramagnets and ferromagnets. Diamagnets have a net magnetic moment 
in the atoms however not permanent. When H is applied, orbits of electrons change 
and they set up orbital magnetic moment which opposes the field. Paramagnets have a 
net magnetic moment per atom and with external H, moments are aligned in the field 
direction having the magnetisation parallel to the field. Paramagnetic materials such 
as aluminium or platinum become magnetised in a magnetic field but when the field is 
removed, the net magnetic alignment is lost as the dipoles relax back to their normal 
random motion.
The most important and interesting magnetic materials are the ferromagnets. 
Ferromagnetism is explained in more details in section 2.6. Ferromagnets can retain
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their magnetic properties when the magnetic field is removed. Ferromagnets have 
aligned magnetic moments and these become disordered when the material reaches 
the Curie temperature. Ferromagnets such as iron, cobalt, nickel have high relative 
permeability. Table 2.2 describes some of the types of magnetic materials and their 
arrangement of magnetic moments on neighbouring atoms.
Table 2.2
Types of magnetic materials
Types of magnetic 
materials
Arangemenl o f magnetic moments on neighbouring atoms
Paramagnet \ /  i \  <— > \ Random
Ferromagnet t t t t t t t t t t t t t t t t t t t t t t t Parallel
Antiferromagnet u t m u u t m t m u u Antiparallel
Ferrimagnet Two Sublattices
Ferromagnetic materials can be divided into two major groups; soft magnetic 
materials (for Epstein strips1 with coercive2 field of 0 to 1 kA/m) and hard magnetic 
materials (for Epstein strips with coercive field of 10 kA/m and above). Soft magnetic 
materials are used in electromagnets and inductor cores and the primary objective of 
application is to generate as much magnetic induction, B as possible under action of 
magnetic field, H. Hard magnetic materials are used in permanent magnet 
applications and used to generate a magnetic induction, B without a conventional 
electrical power supply.
Other ferromagnetic materials include magnetic particles and magnetic thin films 
which are used in magnetic recording of information in the form of analogue signals 
or digital data. These magnetic recording materials are also known as the semi-hard 
magnetic materials (for Epstein strips with coercive field of 1 to 10 kA/m). Arising
1 British Standards EN 60404-2:1998 states that for ac measurements of electrical steel strips by means 
of Epstein frame, sample sizes should be cut at width 30 mm ± 0.2 mm and length, / should be 280 mm 
< / < 320 mm.
2 See section 2.6 for definition
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interest in such materials for magnetic data storage, both for long term memory such 
as disk drives and on-line random access memory, RAM.
2.4.1. Hard Magnetic Materials
Hard magnetic materials are also referred to as permanent magnets. The desirable 
properties of hard magnetic materials are high coercive field (see section 2.6) and 
high residual magnetisation 12.3]. The quality of permanent magnets are characterized 
by the so-called energy product (B.H)max. It is believed that permanent magnets have 
been used for compasses by the Chinese since approximately 2500 B.C. In his review, 
Kirchmayr [2.4] said the development of permanent magnets during this century has 
shown a continuous increase of quality, strength and the ability to store energy.
Hard magnets were permanent magnets due to the pinning of domain walls [2.3] by 
dislocations and inclusions. The movement of dislocations within a material is often 
hindered by the same factors that affect the motion of domain walls and as a 
consequence these steels are mechanically very hard and are the origin of the term 
‘hard’ magnetic.
Alnico, hard ferrites, samarium cobalt and neodymium-boron-iron (NdFeB) are 
among the permanent magnets widely used in various modem applications such as in 
the automobile industry. Other industries where permanent magnets have widespread 
use is telecommunications namely, loudspeakers, microphones, data processing 
industry making disc drives and actuators, electronic and instrumentation products 
such as contactless switches, sensors and many more.
2.4.2. Soft Magnetic Materials
The term ‘soft’ relates to the class of metals or alloys which can be easily magnetised 
and demagnetised as opposed to hard magnetic materials. Soft magnetic materials find 
extensive applications since because of their desirable properties of having high 
permeability, low coercivity and their ability to enhance the flux produced by an 
electrical current. Therefore, applications of soft magnetic materials are mostly
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associated with electrical circuits in which the magnetic material is used to amplify 
the flux generated.
The types of applications for soft magnetic materials fall into two main categories: ac 
and dc. In dc applications the material is magnetised in order to perform an operation 
and then demagnetised at the end of the operation e.g. in the case of an electromagnet 
on a crane at a scrap yard which will be switched on to attract the scrap steel and then 
switched off to drop the steel. The main consideration for material selection for dc 
application is most likely to be the permeability e.g. in the case of shielding 
applications where flux must be channelled through the material and saturation 
magnetisation where the material is used to generate a magnetic field or create a 
force. Soft magnetic materials used for dc applications include iron and low-carbon 
steels, nickel-iron alloys, and cobalt-iron alloys [2.2].
In ac applications the material will be magnetised from one direction to the other in a 
continuous cycle, throughout the period of operation. An example of soft magnetic 
materials used in ac applications relate to electric circuits and primarily in 
transformers converting one ac voltage into another. Similarly, the most desirable 
property of soft magnetic material for ac application is the high permeability. Silicon- 
iron alloys used for transformer cores, also known as electrical steels, will be 
discussed further in the next section 2.4.2.1. Other soft magnetic materials used for ac 
applications are aluminium-iron alloys, nickel-iron alloy, amorphous ribbons and 
fibres and nanocrystalline materials etc.
2.4.2.1.Electrical Steels
Electrical steels, also known as silicon steels, are soft magnetic materials normally 
used in lamination form to carry magnetic flux in the cores of a variety of electrical 
machines such as motors, generators and transformers. There are three principal types 
of electrical steel; grain oriented steels, non oriented fully processed steels and non 
oriented semi-processed steels.
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In the power industry, the electrical voltage is usually low-frequency ac at 50 Hz or 
60 Hz. Use of these frequencies, consequently leads to the generation of eddy currents 
which reduce the efficiency of transformers because some of the energy is lost 
through eddy current dissipation. In the 19th century, electrical machines used solid 
iron cores 12.6]. However the benefits of using laminations to reduce the effects of 
eddy currents soon become apparent. Barrett et al carried out work around 1900 into 
the benefits of alloying silicon with the steel [2.7]. They discovered that about 3% 
added silicon, reduced eddy currents and enhance the permeability of the alloy. The 
conductivity is also reduced and magnetostriction (explained in detail in chapter 3) is 
reduced when silicon is added. Silicon is also a very cheap material which makes an 
important consideration when so much transformer iron is needed. However, the 
addition of too much silicon makes the material extremely brittle and difficult to 
produce, giving a practical limitation of 4% to the amount of silicon that can be added 
[2.5]. When the silicon content exceeds 4.5% the material become quite brittle and 
hard to cut, making it very difficult to produce in laminations. However, in 1993 
NKK Corporation managed to produce a state-of-the-art flat-rolled non oriented steel 
of 0.1 - 0.3 mm thickness with 6.5% silicon composition and subsequently succeeded 
in producing 0.05 mm thick silicon steel in 1996 [2.9]. At around 6.5% silicon the 
magnetic permeability of the alloy increases, iron loss decreases and magnetostriction 
drops to near zero. Typically most electrical steels will contain between 0.2 -  6.5% 
silicon with varying thickness of between 0.1 -  0.65 mm [2.8].
Grain oriented silicon iron steels are widely used as transformer core materials and 
such steel has superior properties in the rolling direction. The production of grain 
oriented steel was based on the discovery by Goss, where certain combinations of 
chemistry, rolling and heat treatment would give rise to material with highly 
directional properties [2.5]. The Goss material utilises the fact that the iron crystal has 
easy directions of magnetisation along its cube edges. This means that it is possible, 
as long as the material is magnetised along its rolling, easy, direction, to achieve high 
levels of magnetisation at relatively low power loss and low magnetic field intensity.
Silicon iron is made up of crystals constructed in a body-centred cubic lattice form 
and the easiest direction of magnetisation is along any one of the cube edge directions
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which in terms of Miller indices are the 1100] directions. In the finished silicon iron 
material, the crystals tend to be oriented with their [110] planes parallel to the surface 
of the sheet and their (001) directions parallel to the rolling direction [2.7] (figure 
2.2a). Another grain orientation with the (001) planes parallel to the rolling direction 
is shown in figure 2.2b.
(Oil)Plane (001) Plane
[100] Direction [100] Direction
Rolling Direction (b) Rolling Direction(a)
Figure 2.2. Schematic diagram of a (a) Goss-oriented grain or cube edge and (b) cube or Cubex
oriented grain in a silicon iron sheet
To fabricate grain oriented electrical steel, basic steel needs to be vacuum degassed 
before adding carbon, silicon and manganese. The alloy is then cast into ingots which 
are in turn reduced to 220 mm thick slabs. These are then hot rolled (figure 2.3a), and 
further reduced to a thickness of 1.9 mm. As the strip cools manganese sulphide 
particles are formed. These particles act as a growth inhibitor for grains not of Goss 
texture. The next stage is to trim, descale, pickle and oil the steel ready for cold 
rolling (figure 2.3b) on the reversing mill. The steel is cold rolled several times and is 
reduced to a thickness of approximately 0.6 mm. The steel is then annealed at 900 °C 
to re-crystallise the material. This process is repeated and finally cold rolled twice to 
achieve the final thickness. By this time the grains are beginning to develop a Goss 
texture [2.10].
The steel is then decarburised to 0.03% carbon by annealing at 830 °C in a moist 
hydrogen atmosphere which prevents magnetic ageing. The strip is then cooled and 
covered in magnesia to prevent the steel sticking together when coiled. It is then 
coiled and stacked in furnaces to undergo annealing at 1200 °C, again in a hydrogen 
atmosphere. It is at this stage that the secondary re-cry tall isation occurs. This causes 
the grains with Goss texture grow through the thickness of the sheet, and the 
magnesium sulphide stops the growth of the other grains. The magnesia which is used
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to prevent the steel sticking together reacts with the steel to form a magnesium silicate 
layer known as ‘glass film’. The strip is then washed and pickled and any excess 
magnesium oxide is removed. A magnesium phosphate coating is then added to the 
sheet and cured at 820 °C. This process is done while the sheet is under tension in 
order to flatten the sheet. Finally the sheet is punched and trimmed and annealed at 
800 °C to relieve and residual stress [2.10].
B last
F u rn ac e
Charge 
p rep a ra tio n E lec tric
Fu rn ace
Ingo ts
Hot P ickling
Mill
la)
£ 1? S h e e ts
C old  
Roll ing
P ro c e s s in g
(b)
Figure 2.3. Basic operation of electrical steel production showing (a) hot rolling process (b) cold
rolling process [2.10].
Grain oriented electrical steel can be further sub-categorised into conventional grain 
oriented (CGO) and high permeability grain oriented steels. CGO steel is processed 
under carefully controlled conditions to develop optimum magnetic characteristics in 
the rolling direction. CGO steel develops low core losses at high inductions when 
used as core material in designs with the flux path parallel to the rolling direction. In 
contrast to the conventional grain oriented process, high permeability steels are 
produced using a single stage rolling process. The grain size of high permeability 
materials is coarse in comparison to that of CGO material. The coarse grain size 
results in increased domain spacing with a consequential adverse effect upon eddy 
current losses.
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Non oriented steel is very nearly isotropic (not isotropic but with small anisotropy), 
that is, both magnetic and mechanical properties are approximately the same in all 
directions in the plane of the sheet. It is thus suitable for rotating electrical machinery, 
but is also used for small transformers and reactors. The random grain texture is 
produced in the starting hot rolling stage and it is in the cold rolling process that 
controls the final losses and permeability.
2.5. Ferromagnetism
A most important and interesting magnetic state of materials are ferromagnetic. 
Ferromagnetic materials exhibit strong magnetic effects and ferromagnets are 
characterised by the fact that they can exhibit a net magnetisation without the 
presence of an applied magnetic field. Ferromagnetism occurs in the elements of iron, 
cobalt, nickel and their alloys [2.11 ].
Ultimately, ferromagnetism is caused by spinning electrons in the atoms of the 
material. Electrons produce a small magnetic field as they spin and orbit the nucleus 
of an atom. For many atoms, the combinations of electrons in their orbits cancel each 
other out. In ferromagnetic materials, however, the electron fields in the atoms do not 
cancel out, so they exhibit a long-range ordering phenomenon at the atomic level, 
which causes unpaired electron spins to line up parallel with each other in a region 
called a magnetic domain1. The domains are separated by domain walls, which are 
caused by local impurities, crystal dislocations, surface defects, etc. The domains tend 
to distribute themselves in order to minimise the energy so that the material does not 
produce any external field. In an un-magnetised material, it is expected that the 
magnetic moments of ferromagnetic domains are randomly aligned (figure 2.4a) so 
there is no overall magnetic effect. Magnetic effect starts to develop as a weak 
magnetic field is applied (figure 2.4b) and as the magnetic field increased, the 
domains align to point in the same direction (figure 2.4c), producing a strong overall 
magnetic effect. The presence of domains and the behaviour of domain walls when 
subjected to applied fields are of fundamental importance in understanding the 
magnetic properties of ferromagnetic materials [2.12].
1 A magnetic domain is region in which the magnetic fields of atoms are grouped together and aligned.
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Figure 2.4 Orientation of ferromagnetic domains (a) at an un-magnetised state, (b) domains with 
weak magnetic field (b) aligned domain with strong magnetic field.
Ferromagnets will tend to stay magnetized to some extent after being subjected to an 
external magnetic field. This tendency to remember their magnetic history is called 
hysteresis. Hysteresis is explained later in section 2.6. However, ferromagnetic state 
of a material only applies below the Curie temperature. The Curie temperature marks 
a transition between order and disorder of the alignment of the atomic magnetic 
moments. All ferromagnets when heated to the Curie temperature, the material 
transforms to paramagnetic behaviour [2.2]. At this temperature, the permeability of 
the material drops suddenly and both coercivity and remanence becomes zero (see 
section 2.6). All ferromagnetic materials can be made paramagnetic at sufficiently 
high temperature. Curie temperatures of various magnetic materials are shown in table 
2.3.
Table 2.3.
Curie temperatures of various materials [2.2].
Material Curie Temperature (°C)
Iron 770
Nickel 358
Cobalt 1130
Gadolinium 20
Terfenol 3 8 0 -4 3 0
Nd2Fe14B 312
Alnico 850
Hard ferrites 400 - 700
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Another effect of ferromagnetic materials is magnetostriction. Ferromagnets will 
respond mechanically to an applied magnetic field by changing length slightly. This 
effect is called magnetostriction which is a major contributor to familiar transformer 
hums. Magnetostriction is explained in detail in Chapter 3.
2.6. Hysteresis in Magnetic Materials
Ferromagnets can retain a memory of an applied field once it is removed and this 
behavior is called hysteresis. A great deal of information can be learned about the 
magnetic properties of a material by studying its hysteresis loop. A hysteresis loop 
shows the relationship between the induced magnetic flux density, B and the magnetic 
field strength, H. Figure 2.5 shows a typical hysteresis loop of a ferromagnetic 
material which is often referred to as the B-H loop. Initial stage of the hysteresis loop 
is point 1, where the ferromagnet is not magnetised having magnetic moments 
randomly aligned. Once magnetic field H is applied, B increases to the field direction. 
As H is increased to point 2, the curve flattens and B reaches saturation at which an 
additional increase in the H  will produce very little increase in B. At this point, all 
magnetic moments within the material are aligned in the direction of the magnetic 
field. As H  is reduced to zero, B does not drop to zero, but a level of residual flux 
density or remanence, occurs at point 3. At this point, some of the magnetic moments 
remain aligned but some have lost their alignment. As H  is reversed, the curve moves 
to point 4, where the B has been reduced to zero. This point is called coercivity. The 
reversed H  has flipped enough of the magnetic moments so that the net B within the 
material is zero. As H is increased further in the negative direction, material will again 
become magnetically saturated but in the opposite direction at point 5. Reducing the 
applied field H  to zero again leaves a residual magnetisation with negative remanence 
at point 6. Increasing H back in the positive direction will return B to zero at point 7, 
positive coercivity. From this point, B takes a different path back to the saturation 
point and completes the loop.
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Figure 2.5 Typical hysteresis loop of a ferromagnetic material showing path 1 -  7 of B as H is
varied.
The properties of a B-H loop are used to characterise the ferromagnets. If the loop is 
narrow then such ferromagnets are called "soft magnetic materials" such as electrical 
steels and if the loop is wide then such ferromagnets are named as "hard magnetic 
materials" such as permanent magnetic as shown in figure 2.6.
Nickel-ironElectrical 
Steel . Carbon Steel
Permanent Magnet
Figure 2.6 Typical hysteresis loops of range of ferromagnets [2.5].
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2.7. Power Loss
The relationship of B and H in free space is linear and in the case of any other 
medium, the relationship between B and H becomes non-linear. Therefore, this non- 
linearity being observed in a material as a continuous series of hysteresis loops 
instead of having a straight line B-H loops. The shapes of B-H loops vary for different 
magnetic materials and magnetising conditions. The amount of energy lost when 
magnetising a magnetic material is related to the B-H loop area. If the material is 
taken through a complete cycle the total energy, W needed is described by equation
The unit of the power loss of a material is Watt per kilogram (W/kg) so therefore, the 
power loss is determined by multiplying the total energy, W by magnetising frequency 
fmaS over density d.
Equation 2.10 is known as the power loss for magnetic materials excited with 
alternating current. Other factors contributing to total power loss are eddy current 
losses and anomalous losses. From equation 2.10, it can be seen that power loss will 
increase with increasing magnetising frequencies.
2.9.
(2.9)
Power loss (2. 10)
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3.1. Introduction
A magnetic material is composed of domains whose magnetic moments are aligned in 
a random direction in a demagnetised state (see Chapter 2). When a magnetic field is 
applied, the magnetic moments tend to line up in the same direction as the applied 
field. This is accompanied by a change in dimensions of the magnetic material by few 
parts per million referred to as magnetostriction. In other words, a magnetostrictive 
material will change in dimension when it is subjected to a magnetic field. The first 
observation of the magnetostriction effects was in 1837 [3.1]. James Prescott Joule 
made the first quantitative measurements in 1842 in iron [3.2].
Magnetostriction can be divided into two types: spontaneous magnetostriction and 
field-induced magnetostriction [3.4]. Spontaneous magnetostriction can be described 
as ordering of magnetic moments into domains at the Curie temperature, whereas, 
field induced magnetostriction arises under applied magnetic field. Magnetostriction 
occurs in most ferromagnetic materials and there are various categories of 
magnetostrictive effects, which include Joule effect or also known as linear 
magnetostriction, volume magnetostriction and the AE effect.
The Joule effect or linear magnetostriction involves changes in linear dimensions in 
the direction of the applied magnetic field and is the most commonly encountered 
magnetostrictive effect [3.5]. Volume magnetostriction occurs when volume of a 
sample changes when subjected to a magnetic field. Volume magnetostriction is 
sometimes referred to as the magneto volume or Barret effect [3.6]. Typical values of 
volume and Joule magnetostriction in iron are 3 micro strain at 15.91 kA/m [3.2] and
0.1 micro strain at 15.91 kA/m [3.6] respectively. In this investigation only Joule 
magnetostriction is considered.
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When a material is magnetised under applied stress, the change in length is altered 
from what would be expected normally simply under elastic strain because rotation of 
magnetic moments leads to additional strain which has the effect of altering the elastic 
modulus or Young’s modulus. This phenomenon is referred to as the AE effect 
because the effective Young’s modulus is changed by the magnetic effects [3.7]. 
Young’s modulus is the ratio of stress to applied strain and the AE effect can be 
defined as AE = (Es-Eo)/Eo where Eq is Young’s modulus at high field and Es is the 
value of the modulus at saturation.
Magnetostriction can be either positive or negative depending on material properties 
and magnetization level. If a material such as grain-oriented silicon iron, has positive 
magnetostriction then its length in the field direction increases with increasing field 
strength. A material such as nickel iron is said to have negative magnetostriction since 
its length decreases with increasing magnetic field. However, in either case, for a 
positive magnetostriction material, the sample will increase in length as the flux 
increases to a maximum, the sample will then decrease in length as the flux returns to 
zero and then increase in length as the flux becomes negative and so on. It is therefore 
evident that the fundamental frequency of magnetostriction is twice that of the 
exciting waveform. Magnetostriction of a material is normally presented as the 
butterfly loop (figure 3.1a), which is extrapolated from a graph of magnetic flux 
density against magnetostriction.
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Magnetostriction Magnetostriction
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(b)Magnetic Flux(a)
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Time
(c)
Figure 3.1. (a) Butterfly loop of a positive magnetostriction material extrapolated from the time 
variation of (b) magnetostriction and (c) magnetic flux density
3.2. Mechanism of Magnetostriction
df_
i Saturation
Rotation of ferromagnetic 
domains resulting in elongation 
of material under magnetisation
H
Figure. 3.2. Magnetostriction change in a ferromagnetic material due to magnetisation.
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The strain due to magnetostriction changes with increase of magnetic field, H (figure 
3.2) and can be simply described as>i, the fractional change in length.
Magnetostriction originates in the interaction between the atomic magnetic moments
[3.9]. This atomic moment interaction produce forces between atoms which tend to 
strain the lattice anisotropically.
If an isotropic sample with cubic crystals is heated to above Curie temperature and 
then cooled, the sample will spontaneously strain along the direction of domain 
magnetisation. The direction of spontaneous strain, e varies with and angle 6  from the 
direction of spontaneous magnetisation, Ms (Figure. 3.3).
Figure 3.3. Elongation of a ferromagnetic sphere in a direction which makes an angle #with the axis
AB of spontaneous strain, e
Therefore, elongation of the diameter of the ferromagnetic sphere along Ms is
— = ecos20  (3.2)
/
However, the direction of spontaneous magnetisation varies from domain to domain 
throughout a ferromagnetic material having randomly oriented domains. Assuming 
that the spontaneous magnetostriction, Ao is equal along any specific direction in the
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sample, the average deformation throughout the sample can be obtained by 
integration.
%
A0 = J^cos2 6s\n6dd  (3.3)
■  ! 04>
Silicon steel has a body centred cubic structure and as such a cubic anisotropy with 
easy axes along any of the cube edges termed [100] directions. The [110] directions 
are the diagonals across the cube face are harder to magnetise whilst the [111] 
directions are those that pass through the centre of the cube, are the hardest 
magnetisation direction. Consider a single Goss1 oriented grain as shown in figure 
3.4. (Xi, CX.2 and are the direction cosines of magnetisation, M  and /?;, ($2  and are 
the direction cosines of the strain measurement, R direction with respect to the cube 
edges.
M
[001]
RD
[010]
oo
Figure 3.4. Direction cosines of a single Goss oriented grain; where RD is the rolling direction and M  is
direction of magnetisation
1 The Goss material utilises the fact that the iron crystal has easy directions of magnetisation along its 
cube edges. See section 2.4.2.1.
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The Becker-Doring equation [3.10] of magnetostriction for a cubic lattice structure 
can be written as:
y  = |^ o o (« i2 A 2 + a ]P l  + a ]P ;  )+3A,M(a lff2/9,J0, + a za j 2f}, + a ,a , A A ) (3.5)
where and Am  are the saturation magnetostriction constants in the [100] and 
[111] directions respectively.
Magnetostriction, although dimensionless, sometimes expressed in units of mm/mm. 
Since magnetostriction is a measure of very small strain, it is often expressed as ppm 
(parts per million), 10‘6e or simply |Lt£, microstrain. In this investigation, 
magnetostriction will be expressed in terms of )i£.
3.3. Magnetostriction and Mechanical Resonance
Most machines and structures experience vibration to some degree, and resonance 
occurs as the tendency of a system to absorb more energy when the frequency of its 
oscillations matches the system’s natural frequency of vibration [3.11]. Therefore, 
design of any engineering machines and structures generally requires consideration of 
their oscillatory behavior especially at resonant frequency.
In the case of this project, magnetically induced mechanical resonance in magnetic 
distribution or power transformer core materials are of primary interest since such 
transformers are a major cause of noise. Magnetostrictive vibration excites the 
magnetic core, and hence the winding, and the structure on which a distribution 
transformer is mounted. Grain-oriented steels are widely used for magnetic cores of 
transformers and such material produces magnetostrictive vibration under the action 
of a magnetic field. This magnetostrictive vibration causes acoustic noise in 
transformer cores, which is a known source of environmental noise. Extensive 
research has been carried out over many years to reduce the acoustic noise resulting 
from vibration of magnetic cores mainly caused by magnetostriction. However, not 
much research has been done to study the importance of mechanical resonance in the 
materials themselves.
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When magnetostriction occurs due to magnetisation of a fixed end Epstein strip, a 
displacement is caused as a result. The displacement is the result of strain in the 
material itself. Hence, a displacement or vibration of a fixed end Epstein strip caused 
by magnetostriction, can be regarded as a forced oscillator system. Magnetostriction 
of the sample at any other magnetising frequency should produce similar strain 
whenever the sample properties are not affected by other factors such as temperature, 
stress etc. However, at resonant frequency of the sample, the amplitude of strain 
reaches a maximum. At this frequency, if damping is relatively small, or equal to 
zero (fig 3.5, 8 = 0), the resonant frequency is approximately equal to natural 
frequency of the sample. Therefore, in the case of transformer laminations, this effect 
can be harmful because it produces excessive acoustic noise.
In this thesis, strain induced by magnetic field is described as magnetostriction. At 
the point of resonance, this strain is forced by magnetostriction to vibrate at higher 
amplitudes. For simplicity, all magnetostriction results presented in the thesis are 
labelled as ‘peak-peak magnetostriction’ for any magnetising frequency. However at 
the resonant point a rise in amplitude of magnetostriction is simply the vibration 
amplitude at a specific mechanical resonance frequency.
s « o
•ft »  0.1m
o = 0 15...
3 -
00 0.5 10 15 2.0 2.5 3.0
Figure 3.5 Increase of amplitude as damping, 5 decreases and frequency, to approaches resonance
frequency, co0 [3.12]
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3.3.1. Theoretical Approach to Mechanical Resonance in Epstein Strips
A wave can be described as a disturbance that travels through a medium from one 
particle to another creating a wave pattern. In a longitudinal wave the particle 
displacement is parallel to the direction of wave propagation i.e. the particles simply 
vibrate back and forth about their individual equilibrium positions. The frequency,/at 
which each individual particle vibrates is equal to the frequency at which the source 
vibrates. Similarly, the period of vibration is equal to the period of the source 
excitation. Distance of the maximum amplitude of the displacement travels is equal to
one complete wavelength, A*,. It is known that speed, v' is equal to ^lS a^n~e and
time
wavelengththerefore it follows that the speed of a wave, vw is a ls o ----------- -— . As the period is
period
the reciprocal of the frequency, and so the equation for vH can be written as
V. = 4 /  (3.6)
In a longitudinal wave in a solid sample, the v,v takes the following form
, = j |
where E is Young’s modulus and d  is the density.
Standing waves arise two waves of identical frequency interfere with one another 
while travelling in opposite directions along the same medium. In the case where one 
end of the sample is clamped, there is a node at the clamped end and an antinode at 
the free end of the sample where the amplitude of the longitudinal standing wave is 
maximum. Hence for a sample that is clamped at one end, the resonant condition 
occurs when the length of the sample, / is one quarter of the wavelength, A>JA in the 
sample. Standing waves occur when the length of the sample is an integer multiple of 
a quarter wavelength. However with even multiples there is no vibration of the end, so 
harmonic vibrations occur for an odd integer number of quarter wavelengths X /^4. 
Hence combining equation 3.6 and 3.7, and expressing in terms of resonant 
frequency,/, as a function of sample length, / gives
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where n is the nA order harmonic and first harmonic resonance mode is when n = 1, 
third harmonic resonance mode is when n = 3 etc.. As explained earlier in section 3.1, 
the magnetising waveform is half of the magnetostriction frequency. Therefore, the 
magnetising frequency at resonance, f m, can be described as:
0 9 1
The main objective of this research was to study magnetically induced strains and the 
associated vibrational modes of different electrical steel samples. These were in the 
form of Epstein frame strips that were magnetised at a single frequency but over a 
wide frequency range. The resonant freqency f m was then obtained as the frequency at 
which a sharp rise in amplitude of peak-to-peak magnetically induced 
magnetostriction occurred, since at the point of resonance, displacement is at its 
maximum. The measured f m values were then compared with the calculated values of 
f m which were obtained using a simple model of the specimen which assumed 
uniform, homogeneous material of a given length, density and elastic modulus using
(3.9).
4.5 -i
U  2.5 -
0.5 -
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Length of Core (m)
Figure 3.6. /„, as a function of core length, / for a lamination in a single-phase transformer core 
assembled from 3 % Si-Fe grain-oriented cut at 0° to its rolling direction.
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Figure 3.6. shows calculated f m in the fundamental mode of vibration with 
corresponding core length using (3.9) for 3 % Si-Fe grain-oriented steel cut at 0° to 
the rolling direction. This suggests that a lamination in a transformer core having 
length of approximately 0.3 m would resonate under 1.5 kHz magnetisation. In a 
transformer core of 0.3 m length that is not magnetised at 1.5 kHz, harmonics of 
induced flux can coincide with the resonance frequency. Such resonance may produce 
excessive core vibration and noise as well as possible failure in transformer cores. 
Hence, it is important to identify resonance and its harmonics of laminations in order 
to avoid this situation particularly in high frequency cores. The noise problem is 
becoming of increasing industrial importance particularly in equipment subjected to 
high frequency and harmonic magnetisation.
3.4. Previous Research on Magnetostriction and Resonance
Magnetostriction is a known major source of acoustic noise in transformer cores. The 
acoustic noise becomes a major concern for transformers such as distribution 
transformer as they are placed closer to the populace. Although grain-oriented silicon 
iron is used as transformer core material because of its magnetic properties such as 
high permeability and low power loss, magnetostriction of the material produces noise 
in the core. Extensive work have been carried out over the past 50 years to reduce this 
unwanted noise but only a few have referred to resonance of such transformer core 
materials. However, mechanical resonance have been reported as ‘unusual high- 
frequency behaviour’ [3.13] for various magnetostrictive materials in relation to 
energy loss and mostly magnetomechanical coupling.
In 1973, Moses and Pegler [3.14] demonstrated the possibility of producing improved 
transformers by bonding stacks of silicon iron laminations together with flexible 
adhesive thereby reducing magnetostrictive vibrations of the laminations. They 
showed that the pattern of vibration of certain harmonics of the core were reduced by 
a factor of between five and ten, which was accompanied by a reduction in the noise 
output at the same frequencies. The overall reduction in total noise output was only 
about 3 dBA below that of a bolted core (see section 5.8.1. for A-weighted noise). It 
was assumed that other factors such as resonance of external parts of yoke clamps, tie 
rods etc were contributing to noise in transformer cores.
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Thottuveiil et al investigated the behaviour of two types of amorphous metallic-alloy 
tape-wound magnetic cores excited under sine wave voltage conditions in the 1 kHz 
to 100 kHz frequency range [3.13]. Unusual behaviour of both energy loss (figure 3.7) 
and core characteristic loops of flux density was observed (figure 3.8). The 
unexpected results were due to mechanical resonances of the toroidal core structures. 
A model was used to calculate resonant frequencies of the cores which led to good 
agreement with experimental results for fundamental mode of resonance using the 
following equation [3.13]:
where the radius r, of the mean circumference of the ring is obtained from the mean 
magnetic path length /„, as r = IJ27L It is said in [3.13] that this mechanical vibration 
under ac excitation at twice the frequency of the exciting voltage is in contrast to the 
magnetostrictively induced mechanical vibrations of cores under dc biased small 
signal excitation.
1000
Core M te r U l : Alloy 7605SC
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—  Cor* l U t  B. B
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Figure 3.7. Energy loss per unit volume of Metglas1 2605SC at various frequencies under sine wave
voltage excitation of Bntax = 1.4 T [3.13].
1 Metglas is a producer of amorphous metal ribbons. Metglas ® Inc. is a wholly-owned subsidary of 
Hitachi Metals America Ltd.
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Figure 3.8. Characteristic loops of Metglas 2605SC at various frequencies under sine wave voltage
excitation of Bmax = 1.4 T [3.13].
In 1989, H C Kim and C G Kim [3.15] calculated the change in elastic strain due to 
the nucleation and annihilation of 180° domain wall using magneto-elastic coupling 
of ferromagnetic materials, and investigated the dependence of the magneto-acoustic 
emission on the magnetising frequency, /  and the micro tensile stress, <7. 
Measurements were performed on a (110)[001] oriented 3% silicon iron single crystal 
of dimensions 29.5 mm x 125 mm x 0.8 mm. the sample was clamped at both ends 
and magneto-acoustic emission was measured using a resonant acoustic emission 
transducer. The output signal of the transducer is said to be affected by the resonance 
mode of the plate at length 2L (3.9) [3.15].
_ 2 . 9 m 2 
id..2 \
(3.9)
Where k is the order of the mode, h is the plate thickness, p  is the material density, E 
is Young’s modulus and v is the Poisson’s ratio.
Kelley [3.16] stated that if a mechanical resonant frequency corresponds to a power 
system harmonic, the acoustic noise emission of a transformer core at that frequency
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may be amplified. Transformer flux is not always sinusoidal and can contain 
harmonic fluxes in addition to the fundamental frequency flux. However, the effect is 
said to be minimised in practice. A theoretical equation to calculate the mechanical 
resonant frequency was not given but values of resonant frequency in the fundamental 
extensional mode of vibration was tabulated according to core sizes A, B, C and D (D 
being the largest dimension) used in the investigation (table 3.1). The resonant 
frequency of core size D was 24.7 kHz and is was found to be near enough to the 20 
kHz excitation frequency. Thus, the core size D was found to be more efficient 
emitter of 20 kHz noise than any of the smaller size cores.
Table 3.1.
Mechanical resonant frequency of the four core sizes as in [3.16]
Core sizes
Resonant frequency in the 
fundamental mode of 
vibration (kHz)
A 98.6
B 65.6
C 49.2
D 24.7
Wakiwaka et al [3.17] have measured the mechanical vibrations of samples indirectly 
through the determination of impedance characteristics. They have described the 
behaviour of an acoustic vibration element in which the measurements were made 
using a laser Doppler vibrometer but their analysis was based on an analogy with the 
vibration of a mass on a spring (figure 3.9) which is not appropriate for this situation. 
Analysis in terms of magnetostrictively induced sound waves, in the material is the 
correct procedure to use where the whole specimen is vibrating and the mass is 
distributed. The mechanical resonance frequency in [3.17] was expressed as:
(3.11)
l k  V m
Where k is the spring stiffness matrix and m is the mass.
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Figure 3.9. Structure and vibration system used in [3.17]
Takada [3.18] investigated mechanical resonance in both strip and toroidal non­
oriented electrical iron samples using semiconductor strain gauges. Variation of 
magnetostriction with magnetising frequency was observed with resonance points 
occurring at several frequencies (Figure 3.10).
T A p-p=l u
(b)
B=0.6T
f [kHz]
| a p - p = I 0 < i  AA B=0.3T
o i.o f[lcHz]
Figure 3.10. Dependence of peak to peak magnetostriction of non-oriented strip sample on 
magnetising frequency at (a) B= 1.0 T and 0.6 T fb) B = 0.3 T [3.18]
2.0 3.0 4.0
In 1996, Mogi et al [3.19] developed a system to measure ac magnetostriction of high 
permeability grain-oriented steel from 20 Hz to 100 kHz. Here, resonance frequency 
was detected at 5, 10 and 15 kHz. Although no comparisons with theoretical 
predictions were made, it was suggested that emerging new materials should avoid 
such resonance hence lower transformer noise. Ozturk et al [3.20] also suggested that 
electromagnetic forces can cause large displacements and loud noise when the forcing 
frequencies are equal or close to the natural frequency of the stator core laminations.
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Mechanical resonance of various dimensions of steel laminations were obtained and 
Ozturk et al suggested that effects of electromagnetic forces on the resonance of a 
stator core can be avoided with improvements in electronics, changes in lamination 
structure and changes in the geometry of core thickness and length.
Chicharro [3.21] has demonstrated that the elastic modulus, E can be calculated from 
the resonance frequency,/  where E - 4 p i2 f 2 ■ Karimi et al [3.22] have looked at the 
magnetomechanical behaviour of ternary Fe-Cr-Al and Fe-CrMo alloy films between
f -  0.2 and 2 kHz. Bayon et al [3.23] have investigated the field dependence of elastic
1 2 •modulus by measuring the AE and AG in cylindrical nickel bars from the torsional 
and transverse natural frequencies. The torsional natural frequency of vibration is 
given as a function of shear modulus, G [3.23]:
The transverse natural frequency imposing free end conditions for cylindrical bar of 
diameter D is given by [3.23]:
Where n is a whole number given to each mode, L is the length of the sample, G is the 
shear modulus, E is the Young’s modulus of the sample and p  is the density. 
Recently, Chicharro, Bayon and Salazar [3.24] measured damping in nickel rods and 
wires by using optical heterodyne interferometry as a detector of longitudinal 
vibration of the samples. The attenuation constant is determined by examining free 
vibration of the sample and damping is indirectly measured from the sharpness of its 
resonance curve using the following equation [3.24] for resonance frequency of 
damped longitudinal vibrations.
1 The variation of Young’s modulus E o f a material
2 The variation shear modulus G of a material
(3.12)
(3.13)
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/„ = 4 /2
r
16 7C:
(3.14)
where n is the number for each mode, Eh is the Young’s modulus for magnetic field 
H, I is the length of sample, p  is the density and yis the attenuation constant.
This section of some previous research on magnetostriction and mechanical resonance 
shows that not much research has been carried out on magnetisation induced 
mechanical resonance of grain oriented silicon iron strips for transformer core 
applications.
3.5. Measurement of Magnetostriction
A transducer is a device which transforms one type of energy into another. A specific 
class of transducers are devices which translate an input of mechanical energy into 
equivalent electrical signals for measuring and/or controlling the input phenomena. 
Transducers are designed to operate based on many different principles - resistive, 
inductive, capacitive, piezoelectric, etc. Certain forms of transducers have their own 
family names which usually derive from the physical phenomena they measure such 
as accelerometers, extensometers and vibrometers [3.25].
Displacement caused by magnetostriction can be measured using a transducer that 
produces a signal proportional to the displacement, Al of the vibrating end of a 
magnetised strip, or by determining the velocity of vibration, v or acceleration, a of 
the strip and then performing a single or double integration on the measured signal 
(3.15 and 3.16).
V = ...A /= fvd t (3.15)
dt J
a = —  : .A l= [ \a d t  (3.16)
dt
In this project, displacement due to magnetostriction is measured under ac 
magnetisation. Methods of measuring displacement such as resistance strain gauges, 
semiconductor strain gauges, accelerometers and various optical techniques discussed
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in the following sections could be applied. Advantages and disadvantages of the 
techniques are compared.
The desired transducer should also be unaffected by a magnetic field, since the 
measurement ends of the sample are in close proximity to the magnetisation windings 
and yoke. Minimum specifications of the required displacement measuring device for 
this investigation are:
1. Resolution
Magnetostriction varies with samples composition. In this investigation it was 
anticipated that it might vary between 0.05 |i£ and 100 pe. Therefore, a transducer 
of at least 0.01 pe resolution is desired.
2. Frequency range
Magnetising frequency is an important factor to consider when choosing a 
transducer to measure magnetostriction. The calculated 3rd harmonic of resonance 
frequency of an Epstein sized [3.26] grain-oriented 3% silicon iron sample cut at 
0° to rolling direction is 8 kHz (4 kHz magnetising frequency). Therefore, by 
requiring at least 10 kHz magnetisation frequency, the desired transducer must be 
able to measure displacements at 20 kHz.
3. Satnple Rate
When plotting and reading a voltage waveform, it is preferable to have as many 
number of data points per magnetising cycle as possible so the waveform, 
including harmonics can be accurately analysed. It is desired to have at least 100 
points for a 20 kHz cycle. Hence, a sampling rate of 2 mega samples per second is 
required in a transducer to measure magnetostriction for this project.
4. Temperature range
Heating of a sample can be a significant factor when making measurements at 
high frequencies. The maximum temperature of a sample was measured to be 
about 70 °C at 4 kHz magnetisation. Therefore, the chosen transducer should be 
able to withstand temperatures up to 100 °C.
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The samples to be tested will be fixed at one end and displacement at the free end will 
be measured. A suitable measurement system was to be chosen for this project. To 
comply with the minimum specifications mentioned above.
3.5.1. Resistance and Semiconductor Strain Gauges
Strain gauge based transducers have been an important engineering tool since shortly 
after the invention of the first strain gauge in late 1930s [3.25]. Resistance strain 
gauges are simple yet highly effective devices for converting material surface strain 
into a measurable electrical output. The gauges themselves are sometimes metal foil 
resistors fitted to an insulation backing (Figure 3.11a), which is bonded to the surface 
of the material under test. Resistance strain gauges have gauge factor1 of 2 to 6 and 
they have been widely used to measure magnetostriction [3.27]. Resistance strain 
gauges have fatigue life cycle2 (100-106 cycles of strain) and most strain gauge 
materials are also sensitive to temperature variations and differences in expansion 
coefficients between the gauge and base materials may cause dimensional changes in 
the gauge element. For high frequency displacement measurement using resistance 
strain gauges, fatigue life cycle and operating temperature could be a disadvantage.
(a) (b)
Figure 3.11. Different types of (a) resistance strain gauges [3.27] and 
(b) semiconductor strain gauges [3.28]
1 The gauge factor is the measure of strain sensitivity or output produced by the strain sensor. Gauge 
factor is a dimensionless quantity and is determined through calibration of the specific gauge type and 
is the ratio between AR/R0 and strain, where Ro is the initial resistance of the gauge.
2 Number of repeated cycles that gauge can endure; when strain is repeatedly applied to the gauge, it
causes increased resistance under zero strain, peeling-off of the gauge or disconnection, resulting in
failure
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A spin-off from semiconductor technology, semiconductor strain gauges are produced 
in the form of gauge patterns deposited on to suitable insulating substrates, and as 
small bars or ribbons of doped silicon (Figure 3.11b), equipped with fine lead wires 
and bonding them to the strained surface requires great care. In the case of 
semiconductor strain gauges, the resistivity also changes with strain, along with the 
physical dimensions as in resistance gauges. Although, the semiconductor materials 
have gauge factors more than 50 times, sensitivity more than a 100 times, and better 
fatigue life cycle that of the resistance strain gauges, such gauges exhibit substantial 
nonlinearity and greater sensitivity to temperature change [3.27]. The gauge factor is 
not always constant as the strain takes place (the gauge factor may be -150 with no 
strain, but drop nonlinearly to -50 at 5000 mm/m) [3.29]. Once again, due to 
operating temperature limitation, semiconductor strain gauges have a disadvantage for 
high frequency displacement measurements as desired for this investigation.
Although both resistance and semiconductor gauges are relatively low in cost, small 
size and very low mass, for the disadvantages mentioned above, both gauges are not 
favourable for high frequency magnetostriction measurement related to this 
investigation.
3.5.2. Accelerometers
An accelerometer (Figure 3.12) is one form of transducer that is derived from the 
physical phenomena it measures i.e. acceleration. Piezoelectric accelerometers are 
universally used for vibration or motion measurements. Such an accelerometer 
contains a piezoelectric material which exhibits the piezoelectric effect. When it is 
mechanically stressed, in tension, compression or shear, an electrical charge, 
proportional to the applied force is generated across its pole faces [3.30].
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Figure 3.12. Typical piezoelectric accelerometer
When selecting an accelerometer, it is important to determine if it is designed for 
measuring motion or vibration. In vibration measurement, the vibratory responses of 
the object under test are of concern. While in the motion measurement, speed or the 
displacement of the test sample is of interest. When using an accelerometer to 
measure displacement accurately, the measured acceleration data must not contain 
any zero offset error. A small zero offset in the acceleration output can lead to gross 
displacement errors after numerical integration.
Accelerometers are self generating and require no power supply. Accelerometers can 
tolerate operating temperatures up to 250 °C and for temperatures up to 400 °C, 
accelerometers with a special piezoelectric ceramic can be used. Accelerometers also 
have a robust structure with no moving parts.
The resonance frequency of the accelerometer should be sufficiently high that it stays 
above the high frequency displacement signals of the sample itself [3.30]. Also, high 
resonance accelerometer designs usually are associated with very low output 
sensitivity which is a given constraint in any given spring-mass transducer design. 
The mass of the accelerometer is also an important factor to consider when measuring 
on light and thin grain-oriented samples. The additional mass of the accelerometer can 
significantly alter the vibration levels and frequencies at the measuring point.
Although accelerometers have advantages to measure displacement due to 
magnetostriction, there are factors to consider such as the additional mass and low 
output sensitivity before high frequency magnetostriction measurements can be taken
amplifier
motion
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on a thin grain-oriented steel strip. Therefore, on balance it is concluded that 
accelerometers are not suitable for this investigation.
3.5.3. Laser Interferometer Techniques
Interferometry is a most important element or basis of optical measurement 
techniques. Albert Abraham Michelson first invented the setup for optical 
interferometry technique [3.31]. Interferometry is simply combining two or more 
waves, which are said to interfere with each other. Therefore, an interferometer works 
on the principle that two waves that coincide with the same phase (0° phase) will 
amplify each other while two waves that have opposite phases (180° phase) will 
cancel each other out.
Figure 3.13 shows the Michelson interferometer setup where there are two paths from 
the laser source to the detector. One reflects off the beam splitter, goes to mirror 1 and 
then reflects back, goes through the beam splitter, to the detector. The other first goes 
through the beam splitter, to mirror 2, reflects back to the beam splitter, then reflects 
from the beam splitter into the detector. The detector takes the difference between the 
two paths and interprets into measured data such as displacement.
Mirror 1
Laser
Beam
Detector
Figure 3.13. Example of a Michelson interferometer
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Optical methods such as laser interferometers are non-contact vibration or 
displacement measurement techniques which permit measurement of hot, soft, rough, 
wet surfaces etc. avoiding the loading effects of contact or attached transducers. 
Therefore, surface texture and temperature of the measured object is not a concern. It 
is also an added advantage by being not susceptible to magnetic fields. Most lasers 
used in optical methods are eye-safe class 2 laser instruments that use a low power 
Helium-Neon1 laser can operate over distances of hundreds of meters [3.31]. Laser 
methods measures displacement on the nano meter scale, which is needed in the case 
of materials with low magnetostriction compared to strain gauges and accelerometers 
that only measures displacement down to micro meter scale.
3.5.3.1.Laser Vibrometer
Laser Doppler vibrometers are industrially engineered modernised version of an 
interferometer (Figure 3.13). The basic principle behind the laser Doppler vibrometer 
is the Doppler effect. A coherent laser beam is projected on to the surface of a sample. 
Light scattered back from the surface is shifted in frequency by an amount 
proportional to the velocity of the surface, which is can be defined as the Doppler 
effect.
Laser Doppler vibrometry (LDV) is a non-contact vibration measurement technique 
that allows direct measurement of velocity or displacement as the velocity and 
displacement decoders are separately integrated into the system. Velocity and 
displacement measurements could be carried out at the same time and displacement 
obtained from integrated velocity could be compared with displacement that is 
measured directly. The non-contact nature of the laser vibrometer is also not 
susceptible to magnetic fields or extreme temperature since it can be placed some 
distance away from the sample. The single point laser vibrometer (Figure 3.14) 
produced by Polytec GmbH [3.32] is able to measure displacement as small as 2 nm 
at frequencies from near dc to 250 kHz, having a stand-off distance of >230 mm.
1 Helium-Neon laser is a type of small laser with a mixture of helium and neon gasses approximately in 
the ratio of 5:1. The laser operation wavelength is usually 632.8 nm having optical output power 
ranging from 1 mW to 100 mW.
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Laser beam spot diameter is 25 pm and therefore, minimum thickness of the 
measured object could be as low as 25 pm.
Other laser techniques include laser displacement meter, laser velocimeter, scanning 
vibrometer etc. All these laser techniques including the laser vibrometer are now 
commercially available as a single compact unit which requires little operator skill. 
The displacement and velocity measurement is fundamentally non- destructive, easily 
aligned and minimizes the need for time-consuming accelerometer mounting, strain 
gauge wiring, and signal conditioning. Whereas traditionally, all laser techniques have 
complex optics and requires high operating skill for time consuming process of 
developing the measurement setup as well as conducting the experiment itself. 
However, laser vibrometers are sensitive to external vibrations and can be high in cost 
(tens of thousands of pounds). Sensitivity to external vibrations can be resolved by 
having the laser head and measured sample placed on vibration isolated table or in an 
acoustic room. Cost of the system becomes a major disadvantage where potential cost 
of the system becomes even higher if the laser source has to be replaced, in which 
case will be followed by re-calibration of the entire laser system.
©  M»tet OFV 303 SENSOR HEAD
Figure 3.14. Single point laser vibrometer (Polytec GmbH) for measuring displacement caused by
magnetostriction
Magnetostriction measurement method using strain gauges is used from the point of 
cost effectiveness while, compact laser methods open the possibility of measuring 
magnetostriction in instances where it is not practical to attach strain gauges or simple
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because of its sensitivity, accuracy, mobility and ease of use. Although optical 
techniques have greater advantages compared to traditional strain gauges or 
accelerometers and becoming more favourable in measuring magnetostriction, one 
must consider the cost and specifications that will suit individual applications.
In conclusion, for the high frequency displacement measurement on the micro meter 
scale and funds available for this project, the single point laser vibrometer, SPLV 
from Polytec GmbH (Figure 3.14) appeared most favourable as a displacement 
measurement system for this project.
3.5.4. Previous Research on Measurement o f  M agnetostriction -  Concentrating on 
Optical M ethods
Various techniques have been used to measure magnetostrictive displacement. 
Methods such as resistance strain gauges, semiconductor strain gauges, 
accelerometers, laser velocimeters and laser vibrometers have been used to measure
displacement at specific magnetizing frequencies. 
Previous researchers have investigated magnetostriction 
at magnetizing frequencies of 0.05 kHz -  2 kHz. 
However at the higher magnetizing frequencies within 
this range, typically at 1 kHz and above, optical 
methods such as the laser displacement meter and the 
laser vibrometer have become more widely used.
One of the older methods of measuring 
magnetostriction was referenced by Bozorth [3.33]. 
Figure 3.15 shows the method of measuring 
magnetostriction that is dependent on the use of 
mechanical and optical levers. The change in length of 
the specimen moves the lever arm which is attached to a 
wire that turns a carefully constructed roller on which 
the mirror is mounted. This turn of the mirror is 
ooservea witn a telescope or light and expansion or contraction of the specimen can 
be obtained from a scale.
BRASS —
SOLENOID —
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Figure 3.15. One of the older
methods of magnetostriction 
measurement system [3.33].
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The strain gauge method was first introduced by Goldman in 1947 [3.34]. With this 
method, an experimental and theoretical study of the relationship between saturation 
magnetostriction and the order-disorder transformation in an iron-cobalt alloy has 
been carried out in 1949. Goldman et al claimed a strain sensitivity, Al/l per mm 
equals to 2.15 10‘8 can be achieved with good accuracy and reproducibility with the 
magnetostriction measurement system shown in figure 3.16 [3.34].
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Figure 3.16. Circuit diagram of magnetostriction measurement system used in [3.33]
Since 1947, measurement of magnetostriction using strain gauges significantly 
improved. Greenough et al [3.35] investigated the temperature dependence of gauge 
factor and magnetoresistance for two types of foil strain gauges.
Little [3.36] and Alexander [3.37] used the free end surface of a standard Epstein test 
specimen and a fixed capacitor plate to produce a change of capacitance in the tuned 
circuit of an oscillator. The change of frequency with reference to a fixed frequency 
oscillator produced a voltage signal proportional to the change in length of the 
sample. An essentially similar method has been used by Whitaker in 1960 [3.38] and 
George et al [3.39] in 1962. In the latter experiment, the magnetising field is produced 
by a large coil and the current is supplied from either an accumulator or a power 
oscillator. Flux density along the grain-oriented silicon iron strip was not uniform due 
to the open path of their magnetising circuit. However, this was reported to have a 
negligible effect on the magnetostrictive measurements. The authors managed to 
achieve a sensitivity of Al/l = 4 x  10-6 for 1 cm movement on the oscillograph using 
this measurement system.
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Other methods such as piezoelectric transducers were used to measure 
magnetostriction by Mapps et al [3.40] in 1982. Magnetostriction of a half Epstein 
sample of grain oriented silicon iron was measured by a refined ‘double transducer’ 
technique where two piezoelectric stereo transducers were place on the surface of the 
sample (figure 3.17). Although the sensitivity of the system was not specified, it is 
said that the transducer output was carefully designed to detect low magnitude 
magnetostriction harmonics (~ 1 x KT6 m/m).
piezo-e lec tric
tra n sd u c e rs
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Figure 3.17. Schematic diagram of the experimental arrangements for measurement of 
magnetostriction harmonics [3.40]
Squire and Gibbs [3.41] described a method employing a fibre-optic dilatometer 
(Figure 3.18) for measuring magnetostriction in 1986. The changes in sample length 
vary the optical power transmitted across a narrow gap in the optical fibre. It is 
claimed that the method is suitable for making routine measurements on samples in 
the form of thin ribbons, as only minimal mechanical load is imposed on the sample 
and it is not necessary to attach any ancillary load components to the sample. Results 
(Figure 3.19) indicate sensitivity of the fibre-optic dilatometer in the order of 10'7 for 
magnetostriction measurements as a function of applied field and 10’8 for 
measurements of saturation magnetostriction.
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Figure 3.18. (a) Block diagram of the system used in [3.41], sample holder (b) elevation view and
(c) plan view [3.41]
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Figure 3.19. Measured magnetostriction results of (a) nickel sample, and (b) Metglas 2605SC [3.41]
Optical methods using laser as the object illumination source are relatively new for 
use in strain and vibration analysis. Recently, this application has yielded a notable 
volume of work in measuring displacement due to magnetostriction. However, most 
researchers used complex optical systems which require high operating skills. Andrew 
and Schroeder [3.42] constructed an optical setup as shown in figure 3.20 to measure 
the magnetostriction of a thin magnetic film deposited on a substrate. Although the 
system has significant advancements over traditional methods in terms of sensitivity 
and long term stability, further development is needed to eliminate external vibration 
and noise. The source of such vibration and noise are table vibrations, air turbulence,
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laser pointing stability, light intensity fluctuations, amplifier noise, detector shot 
noise, etc which are mainly due to the complexity of the optical setup itself.
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Figure 3.20. Optical setup to measure magnetostriction in thin films [3.42]
Development of laser optical methods continued with Bellesis et al [3.43] in 1993, 
introducing a laser Doppler interferometer to measure magnetostriction. Although this 
system is said to have avoided many of the lower frequency noise sources in [3.42] 
and measures sample deflection instead of bending angle, it is not a direct 
measurement of sample displacement. Magnetostriction as small as 1 x 10'9 could be 
measured on films of 1 |lm thick on 100 pm substrates with the system used in [3.43].
In 1994, Nakata et al [3.44] introduced the method of measuring magnetostriction 
with a laser Doppler velocimeter. The authors expressed the advantages of using the 
laser Doppler velocimeter and measured magnetostriction in arbitrary directions in 
anisotropic material at flux density 1.0 T with 50 Hz magnetizing frequency and were 
able to achieve resolution of displacements of 4 x 10"8 m. In 1999, Mogi et al [3.45] 
published a paper on ac magnetostriction hysteresis and magnetisation direction in 
grain-oriented silicon steel. They also used a laser Doppler velocimeter to measure ac 
magnetostriction of a grain-oriented silicon iron in directions deviating from the 
rolling direction of the sample at 50 Hz. This system then had the advantage of being 
used to precisely measure ac magnetostriction waveforms up to 4 kHz including 
harmonic components.
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Nakase et al [3.46] developed a system for 
measuring magnetostriction of silicon steel in a 
single sheet tester using an optical method. 
Their aim was to establish a standard test 
method for IEC (International Electrotechnical 
Commission) and JIS (Japanese Industrial 
Standards). Two optical instruments, i.e. a laser 
Doppler vibrometer and a heterodyne 
displacement meter were used and the results 
were compared. Magnetostriction under 50 Hz 
ac excitation in rolling, transverse and thickness 
direction of a silicon steel sheet was investigated [3.46]. The results obtained from the
two instruments (figure 3.21) were within ±5%  and an error of 1% obtained for
n
minimum magnetostriction measured at 4 x 10' . Environmental noise problems were 
said to be removed considerably by implementing a vibration eliminator and by
0 0.5 1.0 1.5 2.0
j?«m
Figure 3.21. Comparison of laser 
Doppler vibrometer, LDVM and 
heterodyne displacement meter, HDM 
used in [3.46].
averaging the measurements.
Over the past ten years, compact laser systems have become available commercially 
by companies such as Polytec GmbH, Neoark Corporation, Keyence Corporation, and 
Ultra-Optec Inc. In 2003, Hirano et al. studied [3.47] comparison of measurement of 
magnetostriction silicon steel sheets using commercial compact laser displacement 
meter and optical methods of laser Doppler vibrometer [3.47]. The silicon steel sheet 
was 500 mm x 100 mm and 50 Hz magnetisation was excited 90° to the rolling 
direction of the sheet. The laser displacement meter was able to measure 
displacements as low as 5 x 108 meter and Hirano et al. found that characteristics of 
peak-peak magnetostriction measured by laser displacement meter agreed well with 
that of the laser vibrometer (figure 3 .22).
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Figure 3.22. Comparison of laser displacement meter and laser Doppler vibrometer used to measure 
magnetostriction of silicon steel sheets magnetised at 50 Hz [3.47]
Laser techniques open the possibility of measuring magnetostriction in instances 
where it is not practical to attach strain gauges and allow measurement of 
magnetostriction in any direction of anisotropic material. Although laser techniques 
have advantages over the traditional methods of measuring magnetostriction, one 
must consider the cost and specifications that will suit individual applications.
3.6. Application of Magnetostriction
According to Dapino [3.5], magnetostrictive materials are a class of smart materials 
which can convert energy between the magnetic and elastic states. Magnetostriction is 
used in transducers to generate and receive sound waves i.e. ultrasonic generation and 
detection. Low frequency underwater communications such as echo depth recorders 
(Figure 3.23a) [3.48], fish finders and sonar utilize magnetostriction transducers. 
Magnetostrictive vibrators are also used to provide ultrasonic energy for devices such 
as the ultrasonic dental scaler. In such applications, variation of magnetic field is 
employed to produce varying strains in the magnetostrictive material to produce a 
mechanical output.
One advantage of magnetostrictive transducers over other types of transducers is that 
they can be driven with conventional low impedance amplifiers, particularly at 
frequencies well below resonance [3.5]. The low impedance of a magnetostrictive 
transducer means that driving voltages can be low. This is useful in medical 
applications and in general can greatly simplify amplifier design. In processes such as
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ultrasonic cleaning, welding, machining and drilling, considerable energy is usually 
needed and magnetostriction transducers (figure 3.23b) are particularly suitable 
because of their robustness and power handling capabilities [3.48].
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Figure 3.23 (a) A general arrangement of an echo depth recorder shown in [3.48] (b) A 
magnetostriction transducer as in [3.48]
Magnetostrictive materials have applications in devices such as sensors and actuators. 
The reversible effect of magnetostriction i.e. changes in a material’s applied stress 
generated magnetic energy; can be used as a sensor. As for actuators, the magnitude 
of the strain and the available force are the most important properties. Some of the 
earliest uses of magnetostrictive materials during the first half of this century include 
telephone receivers, hydrophones, magnetostrictive oscillators, torque-meters and 
scanning sonars. In 1980, Terfenol-D with composition of terbium, dysprosium and 
iron was found to have the highest magnetostriction of all known materials of 1600 x
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10'6 at room temperature [3.5]. Since then, Terfenol-D has created an increasing 
interest as a magnetostrictive actuator material because of its high energy density, 
high force and broad frequency bandwidth [3.5]. Dentsply Research and Development 
Corporation claimed a patent [3.49] for an ultrasonic dental scaler rod using Terfenol- 
D (Tbo.3oDyo.7oFe 1.92) to maximise the performance of the device.
Other applications for magnetostrictive devices include robotics, high force linear 
motors, positioners for adaptive optics, active vibration or noise control systems, 
medical and industrial ultrasonics. In addition, magnetostrictive linear motors, 
reaction mass actuators, and tuned vibration absorbers have been designed, while less 
obvious applications include high cycle accelerated fatigue test stands, mine 
detection, hearing aids, razor blade sharpeners, and seismic sources.
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4.1. Introduction
Noise is defined as unwanted sound. Transformer “humming” has been known to 
soothe a person, which makes it a sound, but generally it is thought to be a nuisance, 
which makes it a noise. The causes and reduction of transformer noise has been the 
subject of many articles even before discovering that magnetostriction was the main 
source of noise in transformer cores in mid 1900s [4.1]. Reduction of transformer 
noise has come to prominence, mainly because transformers are placed closer to the 
populace i.e. in high-rise office buildings, apartments, shopping malls and in their 
gardens. Therefore, when designing a transformer, it is necessary to consider each 
case on its merits and to be familiar with causes of transformer noise. Many users 
build special rooms to house their transformers in order to damp the noise. A high 
number of transformers operate below ground for the same reason.
The transformer acoustic noise resulting from core vibration is mainly caused by 
magnetostriction of the core material [4.2]. Other sources of noise are the periodic 
mechanical deformation of the transformer core and the coil windings, under the 
influence of fluctuating electromagnetic flux associated with these parts. Noise from 
the cooling fans and the pumps are negligible contributors to the far-field noise. 
Figure 4.1 shows a schematic diagram of the noise generation and transmission from a 
transformer [4.2]. In this chapter, only transformer core noise contributed by 
magnetostriction is discussed.
A transformer core is magnetically excited by an alternating voltageso that it becomes 
extended and contracted twice during a full cycle of magnetisation. Magnetostriction 
is not uniform and consequently, it varies all over a magnetic steel lamination (this is 
discussed in chapter 8 -  figure 8.8). Therefore, each lamination in a stacked 
transformer core behaves erratically with respect to its neighbour. Although
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magnetostriction cannot be seen by the naked eye, it is sufficient to cause a vibration 
and noise as a result.
Core vibration
Maenetostrictive forces Mauneto-motivc forces
(Tonal) noise 
radiation
Vibration 
of winding
coils
Tank vibration
Alternating Electro-magnetic flux
Transverse 
relative motion of 
core laminations
Vibration o f core due 
to magnetostriction
Vibration of 
transformer mounting
Acoustic waves in fluid 
contained in transformer tank
Figure 4.1. Schematic diagram of noise generation and transmission in a power transformer [4.2],
Transformer voltages are fixed by system requirements such as the ratio of the 
voltages to the number of turns in the winding (see section 4.2. equation 4.1) and the 
amount of magnetisation. The decision on what this turns ratio should be is mainly 
made for economic reasons. Trying to reduce noise level at the source by means of 
changing turns ratio or amount of magnetisation, is costly with hardly any 
improvement in the noise level since increasing (or decreasing) magnetisation does
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not increase or decrease the magnetostriction by the same amount i.e. the relationship 
is not linear.
4.2. Construction of Transformer Cores
A transformer is an electrical device used to convert ac power at a certain voltage 
level to ac power at a different voltage, but at the same frequency. The development 
of the transformer is closely linked with the development of soft magnetic materials. 
In 1886, the first transformer core was constructed and until 1907, cores were 
assembled from non-silicon steel [4.3]. Immediately after the introduction of silicon 
into the iron (see section 2.4.2.1), the magnetic properties of transformer cores were 
found to improve and a significant reduction in magnetostriction occurred. Nowadays, 
the acoustic noise produced by a 15 MVA grain-oriented steel core is around 72 dBA 
having a 4 ]l£ magnetostriction measured on a core limb [4.4]. The British Standards 
BS EN 60551: 1993 [4.5] states that when designing a transformer, the maximum 
allowable acoustic noise level emitted by the transformer should be around 60 - 70 
dBA, equivalent to a car travelling at 60 km/h at 7 m distance.
A transformer core is often made up of stack of electrical steel laminations. Figure 
4.2a shows a single phase transformer core and figure 4.2b shows its typical 
schematic circuit. The basic construction of a transformer includes a ferromagnetic 
core with primary and secondary coils, or windings of copper or aluminium wire are 
wrapped around the core. The input line connects to the primary coil, while the output 
line connects to the secondary coil. The alternating current in the primary coil induces 
an alternating magnetic flux that flows around the ferromagnetic core, changing 
direction during each electrical cycle. The alternating flux in the core in turn induces 
an alternating voltage in the secondary coil. The voltage at each of the secondary 
coils, Vs is directly related to the primary voltage, Vp by the turns ratio, r the ratio of 
the number of turns in the primary coil, Np to that in the secondary coil, Ns.
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Figure 4.2. (a) Single phase transformer core made up of stack of steel laminations (b) Schematic 
diagram of a single phase transformer circuit.
A transformer may have multiple secondary coils to feed a number of electrical loads; 
however, power must be conserved, so the sum of the output power must equal the 
sum of the input power less the internal losses. The most efficient transformer core is 
one that offers the best path for theflux with the least loss.
4.3. Types of Transformers
Transformers are constructed so that their characteristics match the application for 
which they are intended. The differences in construction may involve the size of 
the windings or the relationship between the primary and secondary windings. 
Transformer types are also designated for the function the transformer serves in a
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circuit, such as an isolation transformer. Other applications are distribution, power, 
control, auto, instrument potential and instrument current transformers.
Isolation transformers are normally low power transformers used to isolate noise 
from or to ground electronic circuits. Since a transformer cannot pass dc voltage 
from primary to secondary, any dc voltage (such as noise) cannot be passed, and the 
transformer acts to isolate this noise.
Distribution and power transformers are generally used in electrical power 
distribution and transmission systems. These classes of transformer have the highest 
power, or volt-ampere ratings, and the highest continuous voltage rating Both 
distribution and power transformers satisfy their functional performance objective 
however, the operation of such transformers is the major source of the disturbing and 
annoying acoustic noise. The auto transformer is generally used in low power 
applications where a variable voltage is required. The auto transformer is a special 
type of power transformer. It consists of only one winding. By tapping or connecting 
at certain points along the winding, different voltages can be obtained.
Electronic transformers are sometimes considered to be those with power ratings of 
300 volt-amperes and below [4.4]. These transformers normally provide power to the 
power supply of an electronic device, such as in power amplifiers in audio receivers. 
Control transformers are generally used in electronic circuits that require 
constant voltage or current with a low power or volt-amp rating. Various 
filtering devices, such as capacitors, are used to minimize the variations in the 
output to obtain the constant voltage or current.
The instrument potential transformer steps down voltage of a circuit to a low value 
that can be effectively and safely used for operation of ammeters, voltmeters, watt 
meters, and relays used for protective purposes. The instrument current transformer 
steps down the current of a circuit to a lower value and is used in the same types of 
equipment as a potential transformer. This is done by constructing the secondary coil 
consisting of many turns of wire, around the primary coil, which contains only a few 
turns of wire.
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The requirement for more electrical power associated with the growing density of 
population, especially in urban areas, has resulted in enhancing the supply capacity of 
local electrical substations by adding more transformers, or building new substations 
of high power ratings closer to the neighborhoods. This result in residents in the 
vicinity being exposed to increased, and often disturbing, noise levels. A growing 
awareness and concern about public health problems due to noise pollution has 
brought transformer substations under the concerns of strict regulations on excessive 
noise emission which requires the design of efficient passive/active control systems 
for onsite noise control measures. For this purpose, a proper understanding of the 
noise generation in a transformer and an accurate estimation of its radiation 
characteristics are necessary.
4.4. Previous Research on Noise in Transformer Cores
As opposed to the huge improvements in the magnetic materials sector, the 
transformer, as a magnetic circuit, has not changed much over the last century. The 
difference between a late 1880’s transformer core and a modem one is that the later 
was made from thin sheets of magnetic material, whereas the former would probably 
be made out of solid iron. Many investigations have been carried out especially in the 
second half of the 20th century in order to take full advantage of grain-oriented silicon 
iron. Since then improvements in the magnetic properties of transformer cores have 
been a combination of improved design and build, the development of superior 
magnetic materials used for the construction of the cores as well as an improvement in 
the design of windings. However, even with such improvements, it is still necessary to 
reduce transformer acoustic noise.
In the review written by Alexander in 1966, it was established that transformer core 
noise was almost entirely due to magnetostriction, with a small contribution due to 
joint noise [4.6]. Alexander and Swaffield developed a method of measuring the 
magnetostrictive effect in the core of a model transformer. It was shown that a 
reduction of flux density from 1.3 T to 1.0 T halved the noise. Unless the transformer 
runs at a very low flux density, Alexander suggested that the only way to reduce the 
undesirable effect is to use 6% Si-Fe. However, at that time, it was not practicable to 
use such alloys since the brittle material was difficult to produce and cut.
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Majed and Thompson said that during the construction of large power transformers, 
the magnetostriction of the material is increased, so that the noise output of the core is 
higher than that predicted from laboratory measurements [4.7]. They investigated a 
way of producing improved transformers by analysing the magnetostriction/stress 
behaviour of groups of similar samples held together by taping and bonding under 
tensile and compressive stresses. Stress sensitivity of magnetostriction of silicon iron 
in the form of individual Epstein strips was measured followed by the behaviour of 
groups of strips held together in various ways, such as used in a transformer core. 
Further experiments on the vibration pattern or modes of vibration of the 100 (figure
4.3), 200 and 300 Hz harmonics for each assembly of strips held vertically between 
two fixed end points in such a way as to simulate a transformer limb was also 
investigated and it was found that the amplitude of vibration at all frequencies of eight 
taped silicon iron strips, with negative, near zero and positive magnetostriction in the 
unstressed state, was comparatively larger than that in corresponding bonded stacks.
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Figure 4.3. 100 Hz component of the vibration pattern of group of strips in (a) bonded and (b) taped 
conditions at different phase angle between flux (reference) signal and vibration signal [4.7].
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Moses highlighted that the control of transformer noise is a costly problem which 
increases as core size become greater [4.8]. It was mentioned that the origin of noise 
is the core vibration brought about by the mechanical effects of the alternating flux 
i.e. magnetic attraction producing flapping laminations and magnetostriction causing 
changes in core dimensions. Although there was no mention about mechanical 
resonance in the core laminations, it was said that noise produced by the harmonics of 
magnetostriction has a much greater effect to the human ear. It is shown in this paper 
that the stress sensitivity of grain-oriented 3.2% silicon iron bonded laminations is far 
less than that of taped laminations; although the magnetostriction in the stress free 
state was higher. Corresponding effects were found to occur with the harmonics of 
magnetostriction.
Moses and Pegler [4.9] demonstrated the possibility of producing improved 
transformers by bonding stacks of silicon iron laminations together with flexible 
adhesive instead of bolted core since bonding with flexible adhesive reduced 
magnetostrictive vibrations of the laminations. They showed that the pattern of 
vibration at certain lower frequencies and the total noise output of a 100 kVA 
transformer core was reduced only by 3 dB (A-weighted noise) below that of a bolted 
core at the same magnetising frequencies. It was assumed that other factors such as 
resonance of yoke clamps, tie rods etc contributed to the noise although the core 
vibration itself fell up to tenfold.
White and McNally presented a complete design procedure for assessing and 
subsequently controlling the noise emitted by large power transformers and their 
associated equipment [4.10]. They proposed four types of enclosure for satisfying a 
range of noise control requirements. The proposed enclosures that suit a particular 
calculated relative noise level were categorised as follows:
Type A -  Unroofed enclosures
(i) 3 walls approximately 2 metres above tank with acoustic liner.
(ii) 4 walls approximately 2 metres above tank with acoustic liner.
Type B -  Roofed enclosure.
Type C - Unroofed enclosure with resonating cavity lining.
Type D -  Roofed enclosure with resonating cavity lining.
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For any application, one of the above enclosures can be selected to be able to achieve 
acceptability sound level using White and McNally’s enclosure selection chart (figure
4.4). Although placing an enclosure to reduce transformer noise emission contains the 
noise, it does not reduce the noise from the source and it is expensive.
y/  conditions
Figure 4.4. Enclosure selection chart as recommended by White and McNally [4.10].
The principle advantage of an ac power system is the use of transformers for changes 
in voltage [4.11]. However, power transformers normally operate at 0.4 kHz to 20 
kHz and this may lead to generation of unwanted acoustic noise. In 1990s, 
transformer noise studies at power system frequencies other than 60 Hz were nearly 
rare although sources of transformer noise were found to originate from both 
windings and core vibration. It is said that windings vibration can be reduced during 
manufacture by ensuring winding integrity. In addition, Kelly suggested that 
magnetostrictive vibration excites the mechanical system consisting of the core, 
winding and the structure on which transformer is mounted. Subsequently, the 
resonant frequencies of the mechanical system are excited by magnetostrictive 
vibration of the core. If a mechanical resonant frequency corresponds to a power 
system harmonic, the acoustic noise emission at that frequency will be amplified.
Kelley chose three comparisons for acoustic noise considerations namely power 
system frequencies, magnetic materials and core types [4.11]. Power frequencies for 
the study were 0.4 to 20 kHz. Four types of single-phase tape wound cores of
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different sizes were constructed from 3% Si-Fe and 79% Ni 17% Fe 4% Mo. Figure 
4.5 shows the overall sound pressure level of the four core sizes (A = 0.6” to D = 
1.2”) of square shaped toroidal cores. A trend was observed where larger cores and 
higher excitation frequencies produce higher noise. It was also observed that cores 
made from Si-Fe produced higher noise than the Ni-Fe-Mo cores, the difference being 
more apparent for larger cores. Figure 4.6 shows the qualitative guidelines from 
Kelley’s transformer design study when acoustic noise is considered [4.11]. It was 
observed that the Ni-Fe-Mo material was favoured acoustically due to low 
magnetostriction, tape wound toroidal cores are favoured acoustically over tape 
wound rectangular cores and square shaped toroidal cores are acoustically favoured 
over the rectangular toroidal cores.
100 -pwallSPl. PBVti.M 20 Fmfluoney IH*J
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Figure 4.5. Summary of overall A-weighted sound pressure level measured for boxed tape wound 
toroidal cores for sizes A-D (D being the largest) for various excitation frequencies of Si-Fe and Ni-
Fe-Mo [4.11]
Moses et al [4.12] reported a reduction of magnetostriction with frequency under 
longitudinal stress in non-oriented electrical steels (figure 4.7). It is also shown that 
magnetostriction was dependent on texture (figure 7.8). AC magnetostriction of single 
Epstein strips of non-oriented electrical steels cut parallel (RD) and perpendicular 
(TD) to the rolling direction was measured using surface mounted accelerometers. It 
was suggested that further experimental studies and more rigorous theoretical 
calculations were necessary to verify the size trends with frequency. The reduction in
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magnetostriction at high frequency would have important applications in analysis and 
prediction of electrical machine noise.
Basis for Comparison
Favored
Acoustically
Favored in VA Rating
Other Comparisons
Power system frequency low frequency high frequency must avoid resonance of 
mechanical structures at 
excitation frequency
Magnetic material Ni-Fe-M o Si-Fe below 
2400 Hz. N i-F e-M o  
above 2400 Hz
VA rating depends heavily on 
transformer cooling constraint
Core type: toroidal cores 
versus rectangular cores
toroidal cores toroidal cores may 
be slightly higher
gapped rectangular cores much 
easier to  assemble into 
completed transformer
Core type: bare versus boxed 
toroidal cores
boxed tape-wound 
toroids
bare tape-wound 
toroids
slight additional window area 
used by box
Core type: gapped versus , 
ungapped rectangular cores
ungapped no difference gapped recntagular cores much 
easier to assemble into 
completed transformer
Core type: gap pressure for 
gapped rectangular cores
high pressure no difference maintaining consistent gap 
pressure may be difficult in 
manufacturing environment
Figure 4.6. Qualitative recommendations for transformer design when acoustic noise is a
consideration [4.11]
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Figure 4.7. Peak-peak magnetostriction against stress applied along rolling and transverse direction 
of V700-50A non-oriented strips sinusoidally magnetised at various frequencies and flux densities
[4.12].
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Figure 4.8. Peak-peak magnetostriction of different grades of non-oriented steel strips sinusoidally 
magnetised at different frequencies and flux densities [4.12]
In 2004, Masti et al [4.2] investigated the influence of core laminations on 
transformer core noise. They mentioned that when a core’s natural frequency 
coincides with an excitation frequency, the core can resonate with large deformations 
if not properly designed. Although the core has to meet a transformer’s electrical 
system requirements, it is important that its structure does not resonate at any of its 
excitation frequencies that are related to the power system frequency and its 
harmonics. Masti et al used a finite element model analysis to understand the dynamic 
of a Si-Fe laminated core structure. A rectangular core block was modeled for three 
degree of lamination refinements under free boundary conditions; 1) single solid 
block with no lamination 2) an assembly of several blocks and 3) a fully laminated 
core. The sizes of the modeled cores was not given, However, lamination thickness 
was 0.28 mm and the properties of the core material were; Young’s Modulus: 210 
GPa, density: 7650 kg/m3 and Poisson’s Ratio: 0.3. Results indicate a significant 
lowering of resonance frequencies of the assembly of 9 blocks and the fully laminated 
core compared to the single solid block. Masti et al also compared the first resonance 
frequencies obtained from finite element analysis to experimentally obtained results 
of the fully laminated core. However, a theoretical approach to obtaining the
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resonance frequencies was not included. Although differences were observed in the 
finite element analysis and experimental approach, it was claimed that the results 
were of the same order of the magnitude. This study indicates that some structural 
borne vibrations exist which, would eventually lead to the exterior radiation of noise 
from the tank surface.
Although from previous research, transformer noise due to magnetostriction was 
reduced significantly by improved transformer design, core material and enclosures, 
at present, increased environmental consciousness demands that unwanted 
transformer acoustic noise be reduced further. Therefore, it is important to understand 
the transformer noise phenomena and continue research in reducing the audible noise.
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5.1. Introduction
The purpose of the magnetostriction measurement is to identify the magnetising 
frequency at resonance for single strip and stack of magnetic materials used in 
transformer cores since magnetostriction is a contributing factor to transformer core 
noise. At resonance, displacement due to magnetostriction of the sample is expected 
to be at maximum and this will contribute towards the acoustic noise emission of 
transformer cores. Magnetostriction of grain-oriented 3% Si-Fe samples cut at 0°, 55°, 
90° to rolling direction, non-oriented 6.5% Si-Fe samples cut at 0° and 90°, Fe based 
amorphous sample and Ni-Fe samples of dimensions 300 mm length x 30 mm wide 
were measured over a magnetising frequency, f nag range of 0.5 kHz -  8 kHz at 
sinusoidal flux densities from 0.5 T to 1.0 T.
5.2. The Measurement System
The measurement system has been assembled from instruments, which were 
individually calibrated, where applicable. The system comprises two parts; the SPLV 
(see Chapter 3) and magnetising system. The SPLV was purchased from Polytec 
GmbH and the magnetising system was assembled in the Wolfson Centre. All 
measurements took place in an acoustically insulated room to help reduce external 
noise. The laser head and measured object was placed in the acoustic chamber (figure 
5.1) and the rest of the system was placed outside the acoustic chamber (figure 5.2) to 
ensure that noise and vibration from the equipments did not affect the measurement.
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Sample
Solenoid
Laser head
Figure 5.1. Laser head, sample and magnetising setup located in the acoustic chamber
Muiltimeter
Arbitrary waveform generator 
Power analyser 
Pre-amplifier
Laser controller
Personal computer
Figure 5.2. Measurement system and laser controller located outside the acoustic chamber
Stereo power amplifier
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The magnetising system was connected as shown in figure 5.3. The system is 
comprised of discrete instruments, which makes the system very flexible, giving a 
wide magnetising frequency range and access to arbitrary excitation waveforms [5.1].
Clamp
Signal Generator
M m
Pie - Amplifier
Power Amplilie
Primary Coil
W W W
Sample
A / V V W N
Secondary Coil
• •
r - ' • |—
Data analysed using LabVIEW
B B 8
Laser Controller
■C <S Polytec
Laser Head
Voltmeter
Figure 5.3 Block diagram of magnetising system
The Thurlby Thandar Arbitrary Waveform Generator is used for ac signal generation 
with amplitude 2 volts peak-peak. The arbitrary waveform generator, model TTi TGA 
1241, can generate a wide variety of waveforms between 0.1 mHz and 40 MHz within 
± 1% error [5.2]. The ac signal is then passed through a pre-amplifier. The custom 
made pre-amplifier is used to control the secondary voltage amplitude. The pre­
amplifier is powered by a Famell bipolar power supply, model TOPS1 [5.1]. This 
circuit is mounted on the reverse of an aluminium front panel, which also houses the 
potentiometers and switches. The potentiometers are used for the coarse and fine
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adjustments of the power amplifier which is connected in parallel with the pre­
amplifier.
The power amplifier (NAD: stereo power amplifier 218 THX) has two modes i.e. 
stereo and mono (bridged) mode with a voltage gain of 29 dB. In the bridged mode 
the output power of the amplifier can be drive up to 1.2 kW for a 2 ohms load, which 
is double the power in stereo mode, allowing wide range of magnetising frequency
[5.3]. Magnetising frequencies up to 0.5 kHz were amplified under mono mode and 
magnetising frequencies above 0.5 kHz were amplified under the stereo mode. A 
Magnetic field is then produced in the primary coil, magnetising the sample from 0.5 
kHz to 8 kHz.
A Keithley 2001 muiltimeter was use for monitoring the average voltage appearing at 
the secondary search coil wound around the sample where the magnetic flux density, 
B is obtained. Under sinusoidal ac conditions, source voltage is adjusted using the 
pre-amplifier to give an average value of the secondary rectified voltage Vavg, which 
can be related to the amplitude of the maximum value of the intrinsic magnetic flux 
density, Bmaxby the equation:
V„! = 4 N 2Af„„gBm,x (5.1)
where N2 is the number of turns in the search coil, f nag is the magnetising frequency 
and A is the cross sectional area of the test sample. Even if the ac flux density does 
not vary sinusoidally with time, Bmax can be calculated from equation 5.1.
The primary core turns were varied from 39 to 1415 turns to maintain a low 
impedance value when the magnetising frequency was increased. Impedance, Z can 
be described as:
Z = J r 2 +G)2L2 (5.2)
where R is the resistance of the solenoid, (O = 2nfm, f m is the magnetising frequency, 
and L is the inductance. L is directly proportional to Z and L is a function of N 2. From 
equation 5.2, it can be seen that Z increases with increasing f n and Nj, Therefore, the
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appropriate numbers of turns, Ni were used according to the magnetising frequency, 
/„,. The characteristics of the solenoid are given in Table 5.1.
Table 5.1.
Characteristics of solenoid
N j Number of turns for solenoid 1415 for magnetising 
frequencies 0 - 0.5 kHz 
39 for magnetising 
frequencies 0.5 -8 kHz
Is Length of solenoid 0.17 m
Ip Path length 0.21 m
d Diameter of Solenoid (mean diameter) 0.1 m
R Resistance of Solenoid 
(at room temperature)
4.6 for 1415 turns 
0.3 for 39 turns
a
As Area of solenoid n x r2 = 0.007853 m
L Inductance
V o M r A sN i (for A; = 39) 
Is
mH
The sample was clamped at one end and the laser beam pointed on the other end. The 
laser beam was focused on an adhesive reflective thin film which was attached to the 
sample to optimise reflection back to the laser head.
A digital oscilloscope (Yokogawa: model DL708E) was used to display and record 
data of displacement output from the SPLV, the voltage signal in the search coil, Vin(j 
and voltage induced in the primary coil. The voltage induced in the primary coil was 
taken as a reference signal for triggering. Averaging of the signals was carried out 
using the digital oscilloscope which is accomplished by using the following equation:
* = —£ * ,•  (5.3)n1rx
where x is the average of each point of the waveform over 10 cycles, n is the number 
of cycles, x is the value of the measured data point and i is number of iterations.
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The digital oscilloscope has plug-in high voltage isolation modules that displays and 
saves waveforms in 12-bit resolution with 10 MS/s. All displayed waveforms are 
saved on a floppy disk and data was processed using algorithms embedded in 
LabVIEW software.
5.3. Single Point Laser Doppler Vibrometer -  Operating Principle
The Polytec GmbH SPLV measures the velocity and absolute displacement of the 
point at the end of the sample in a completely non-contact manner. The SPLV system 
comprises an optical interferometric laser head OFV-303 (figure 5.1) and an 
electronics controller unit OFV-3001 (figure 5.2). The controller demodulates the 
signal from the laser head and provides an analogue voltage proportional to the 
velocity or displacement of the sample.
The laser head works on the principle of laser interferometry. Figure 5.4 shows the 
basic optical arrangement found incorporated in the laser head. The light source is a 
visible and safe, low power HeNe laser source which provides a linear polarized 
beam. The polarizing beam splitter, BS1 splits the beam into the object beam and the 
reference beam. The object beam that passes through the polarizing beam splitter BS2 
is then focused by the lens on the object and scattered back from there. The polarizing 
beam splitter BS2 then functions as an optical directional coupler and deflects the 
object beam to the beam splitter BS3.
The light scattered from the point at the end of the sample experiences a Doppler 
frequency shift which is proportional to the instantaneous velocity of the sample in 
the direction of the laser beam. The frequency difference between the object beam and 
the reference beam shows up as a light intensity modulation, which is an electrical 
signal in the photo detector and subsequently decoded in the controller. The detector 
is utilized to minimise noise and drift. In order to distinguish between motion towards 
and away from the optical head, the Bragg cell1 in the reference arm of the
1 A Bragg cell is known to be the most reliable, stable and accurate means for frequency shifting of a 
laser beam.
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interferometer is used to introduce a static 40 MHz frequency shift onto the reference 
beam.
HeNe-Laser BS1
Prism
"X
Reference Beam
Object
Beam
Bragg Cell
Detector V
BS3
BS2
Optical
Lens Measure-
( A m ent\  Object
Figure 5.4 Optical configuration of the interferometer in the sensor head OFV-303
Since the optical interference results from coinciding two coherent light beams, the 
resulting intensity, I vary with phase difference A(p between the two beams according 
to the following equation:
l{A(p) = - ^ . ( 1  + cos(A^)) (5.4)
A(p is a function of path length difference AL between the two beams according to:
o ALA(p — 271—— 
A
(5.5)
where A is the laser wavelength. If one of the two beams is scattered back from the 
object beam, the path difference becomes a function of time AL = AL(t). The 
interference fringe pattern moves on the detector and the displacement of the object 
can be determined by directionally counting the passing fringe pattern [5.5].
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The main function of the controller is to demodulate the radio frequency signal 
provided by the interferometer in the laser head. The frequency of the signal is the 
carrier of the velocity information and the optical phase difference is the carrier of the 
displacement information. The resulting signal is decoded using the velocity and 
displacement decoder respectively.
Voltage signals generated are respectively proportional to instantaneous position or 
displacement of the sample. Both, velocity and displacement signals are available at 
the front of the controller as an analogue voltage which can be processed further 
externally (e.g. using oscilloscope). The settings of the vibrometer are selected via the 
display of the controller (figure 5.2).
The displacement or vibration measured is affected by vibration from the 
surroundings. These background vibrations such as building vibrations from fire 
doors opening and closing, other equipments using cooling fan placed on the same 
bench as the laser head and other activities in the lab can produces various 
displacement amplitudes and frequencies that could be detected by the vibrometer. 
Therefore, the measurements were carried out in the acoustic room so the background 
noise can be minimised. Also, to prevent over-ranging, the displacement measurement 
range was selected taking the background vibrations into consideration.
After setting a given displacement measurement range, a dc offset voltage is present 
at the output which depends on the distance from the measured point of the sample to 
the sensor head and on the thermal drift of the interferometer. This dc offset could be 
removed using the CLEAR input (figure 5.5) of the displacement decoder which 
allows synchronized resetting of the displacement decoder.
Figure 5.5. Front display panel of the laser controller
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5.4. Samples
The main aim of the project is to identify resonance modes of materials used in 
transformer cores in the interest of acoustic noise and vibration produced by core 
laminations under magnetisation. Therefore, materials widely used as transformer 
core are chosen as test samples of Epstein dimensions (300 mm x 30mm). Electrical 
steel samples of different silicon content were cut at different angles to rolling 
direction. Iron based amorphous ribbon Metglas 2605SC and 48% nickel iron samples 
were also cut to Epstein dimensions since the measurement setup only catered for 
single Epstein strip. Table 5.2 shows properties of samples tested where all properties 
are as given by manufacturer. Other property of the samples such as the Young’s 
modulus of the samples, E are later measured by stressing each sample and obtaining 
the slope of a stress-strain curve as explained later in section 5.7.
Table 5.2.
Properties of samples used in the experimental work of the project.
Sample Cut Direction to rolling direction
Silicon 
Content (%)
Density, d  
(kg/m3)
Width
(mm)
Length, / 
(mm)
Thickness
(mm)
GO or 3.0 7650 30.0 305 0.27
GO 55° 3.0 7650 30.0 305 0.27
GO 90° 3.0 7650 30.0 305 0.27
NO - 3.0 7850 30.0 305 0.50
NO 0° 6.5 7430 30.0 280 0.10
NO 90° 6.5 7430 30.0 280 0.10
Ni-Fe -
45% Ni 
content
8071 30.0 305 0.36
Where GO is grain-oriented and NO is non-oriented silicon steel.
5.5. Experimental Procedure
The mass of each samples to be tested (table 5.2) were measured to calculate cross 
sectional area, A. A is calculated from the mass, length and density of the sample 
tested (equation 5.6).
mass ,
(5.6)
length x density
T h a n t  P h y u  P h y u  P h w a y 5-9
C h a p t e r  5 E x p e r im e n t a l  S e t u p
Each sample was then wound with 10 secondary windings at the centre of the path 
length, lp. Vavg was calculated using equation 5.1 for corresponding Bmax at 0.5 T, 0.7 
T, 0.9 T and 1.0 T. Measurements were taken only at Bniax 0.5 T to 1.0 T because no 
feedback control was used to obtain a sinusoidal waveform of flux density above 1.0 
T. A feedback control can be used to control a waveform to maintain a sinusoidal 
shape within 1% error. For the current magnetising system, only analogue feedback 
can be used if desired since using a digital feedback will be an extra added cost as 
well as time consuming process for high frequency measurements. Also, analogue 
feedback can only be used up to Bmax = 1.5 T for high frequency measurements. 
Therefore, no feedback control was utilised and below Bmax — 1.0 T, B waveform is 
fairly sinusoidal within 1% error of the form factor, FF. Also Bmax above 1.0 T is not 
possible to achieve for high magnetising frequencies since voltage amplitude is 
limited by the power amplifier for the solenoid configuration that is used. Therefore, 
only magnetostriction at Bmax 0.5 T to 1.0 T is measured so that results could be 
compared for all magnetising frequencies. In a practical situation, well designed 
transformers saturate only during abnormal operation, if at all. Hence, it is more 
practical to focus on flux densities below saturation so that sinusoidal flux is 
maintained.
A sample was placed in the solenoid and clamped as shown in figure 5.6. The 
reflective film was placed at the centre of the free end of the sample on which the 
laser spot was focused. The He-Ne laser in the sensor head required a certain period 
of time to reach optimum stability. Both, the SPLV and the power amplifier were 
switched on 20 minutes before the first measurements are made to ensure that it is in 
thermal equilibrium with the surroundings. The sample was then magnetised from 
0.05 kHz to 0.45 kHz using Nj = 1415 turns and 0.5 kHz to 8 kHz using N] = 39 
turns.
Bmax from 0.5 T to 1.0 T was adjusted using potentiometers in pre-amplifier at each 
magnetising frequency and saved onto a floppy disk using the digital oscilloscope 
together with measured displacement at each Bmax. The saved data was then processed 
in Lab VIEW (see section 5.6).
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Figure 5.6. Schematic diagram of closed magnetic circuit
5.6. Data Analysis using Lab VIEW
LabVIEW 7.0™ is a National Instruments’ graphic programming language that can be 
installed on a personal computer (PC) with most operating systems [5.6]. The 
LabVIEW package is user friendly and allow creating and editing written programs 
easily since no compilation is required [5.6]. The graphics programming language of 
LabVIEW requires less programming skill from the operator and the program is easily 
understandable by any other user. Figure 5.7 shows an example of the LabVIEW 
program, known as a ‘vi’ (virtual instrument), used to calculate magnetostriction from 
displacement and display magnetostriction plot against number of points.
T h a n t  P h y u  P h y u  P h w a y 5-11
C h a pt e r  5 E x p e r im e n t a l  S e t u p
File |dft Qperale look Browse Wrxtow tWp 
[»]^1 llj [ 13p* Appfccatron Foot ^ aEHgj
Length (meter) « ?1 05------ 1
Displacement Range (micro meter per volt) 3 ^ + 0  |
Magnet ostfictior. 
(micro strain)
| File Edit Operate loots growse Window Help
| 13pt Application Font ■» | |  11 |
bisplacement Range (micro meter per volt)T
Xsplacementl ---------------.
;volts) r~~  j
>et o l d ^ i l
Kaqrletostriction Waveform!
□ @ a!2 vi F m n l  P ane t
Magnetostriction
(rrw.ro s tr  a n )
* i " , . {
0.0071
0 01V
0 029
0 043
0 036
u 019
0.0071
piot o tan
Pants
(a)
q s b
0.0024
[H  Example vi Block Diagram
Figure 5.7. Example of LabVIEW Vi (a) front panel view corresponding from program in (b) the 
block diagram view where program is graphically written
LabVIEW is used to calculate data recorded from the digital oscilloscope. Files saved 
in Augmented Syntax Diagram (.asd) format from the digital oscilloscope are opened 
and columns containing displacement and V ind are extracted individually. 
Displacement is obtained in pm as follow:
_  A/ _  displacement x displacement.range
£ ~ ~ ~  K
where lp is the path length presented in table 5.1 and the displacement range is the 
displacement range set at the laser controller for each magnetising frequency.
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The average flux density is detected by the means of the search coil. The changing 
flux density induces a voltage in the coil (Vind) around the sample and this voltage is 
proportional to the rate of change of flux density as in equation 5.8
Therefore, the flux density waveform can be calculated by integrating the V,w in the 
coil as in equation 5.8a:
where N  is the number of turns in the search coil, A is the cross sectional area of the 
dBsample, —  is the rate of change of flux density with respect to time and Vind is the 
dt
induced voltage.
Integration of Vind could have been carried out in the digital oscilloscope. However, 
using the oscilloscope for integration would give the problem of drift. If the 
oscilloscope is not set up well, it will continue to integrate a small out-of-balance 
voltage with time, giving the impression of linearly varying magnetic induction. 
Therefore, LabVIEW is used to give a better accuracy of integrated values where any 
drift or out-of-balance voltages were removed. Figure 5.8 shows the flow chart of 
LabVIEW program used to calculate output data from oscilloscope where table 5.3 
shows a typical data file recorded from the oscilloscope and table 5.4 is the calculated 
LabVIEW data output obtained from saved spreadsheet file. Once all data have been 
processed in LabVIEW, results are then analysed and plotted using Microsoft Excel.
dB[ 
dt
(5.8)
N -A
\vMdt (5.8a)
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Figure 5.8 Flow chart for calculation carried out in LabVIEW
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Table 5.3.
Typical data recorded from oscilloscope which is processed in LabVIEW.
Model DL700
BlockNumber 1
TraceName TRIGGER CURRENT DISPLACEMENT Vind
BlockSize 1002 1002 1002 1002
Vertical Unit Volts Volts Volts Volts
SampleRate 5.00E+05 5.00E+05 5.00E+05 5.00E+05
Horizontal Unit s s s s
DisplayBlockSize 1002 1002 1002 1002
PhaseShift 0 0 0 0
Date 06/05/2005
Time 15:54:52
-5.53E-01 -1.53E-02 -7.00E-04 1.83E-01
-5.88E-01 8.00E-03 -7.55E-04 2.42E-01
-6.21E-01 3.15E-02 -8.46E-04 3.02E-01
Table 5.4.
Typical data output from LabVIEW which is saved into a spreadsheet file.
B (T) 
Waveform
2(p e)
Waveform
Harmonics //(A /m ) Bmax( T) A(\l£) 
Peak to peak 
average
Form 
Factor of B (T)
For B ^ = 0.5T For all Binax measured at each f mag
-0.401 0.003 0.031 -7.567 0.5 0.032 1.112
-0.395 0.003 0.001 1.448 0.7 0.079 1.101
-0.389 0.002 0 10.54 0.9 0.137 1.101
-0.381 0.001 0 19.594 1.0 0.192 1.172
-0.371 0 0 28.725 0 0 0
-0.36 0 0 37.817 0 0 0
-0.348 0.001 0 46.329 0 0 0
-0.334 0.002 0.001 55.228 0 0 0
-0.319 0.002 0.001 63.353 0 0 0
5.7. Young’s Modulus Tests
Young’s modulus, E of each sample in table 5.2 was measured using the experimental 
setup shown in figure 5.9. A Shimadzu Autograph AG-IS universal testing system 
(figure 5.9 b) was used to apply tensile stress on the sample. The test system is 
connected to the PC for controlling the amount of load applied when stressing the 
samples using a software called Trapezium and all measurement parameters such as
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cross-sectional area of the sample and maximum limit of load to be applied was set to 
1 kN.
(a) (b)
Figure 5.9 Diagram of experimental setup for Young’s Modulus test (a) data acquisition system 
where strain gauges are connected to (b) test system where the samples were stressed.
A 120 O strain gauge with gauge factor 2.1 was attached at the centre of the sample 
(figure 5.10) and the strain gauge leads were connected to Solartron Schlumberger 
3135D Data Acquisition System. The data acquisition system is also connected to the 
test system so that both strain and applied load values can be monitored at the same 
time. The data acquisition system calculates the strain values by dividing the 
displacement of the sample when stress is applied with the distance between the 
clamping jaws instead of the sample length. The distance between the clamps is about 
5 mm longer than the sample length because of the rubber padding around the clamps. 
This error in length of the sample used when calculating strain is adds to the error 
between calculated resonance frequencies and measured values shown later in section 
5.11.
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Figure 5.10. Test sample clamped at both ends having strain gauges attached at the centre of the
sample.
Each sample was clamped at both end and tensile load was applied continuously 
while the data acquisition system prints the load and corresponding strain values at 
every 2 seconds. The test system is then stopped manually before reaching the 
maximum limit of 1 kN. The load values were then divided by cross-sectional area of 
the sample to obtain stress in N/m2 and plotted against corresponding strain using 
Microsoft Excel. The stress-strain test was carried out 5 times for each sample and 
Young’s Modulus of each sample was obtained from the slope of the average stress- 
strain curve.
5.8. 3-Phase Transformer Core
A 3-phase, 3-limb laminated transformer core was constructed and acoustic noise and 
displacement of the 3-phase transformer were analysed under pulse-width modulation, 
PWM and sinusoidal excitations, subjected to PWM voltage excitation are becoming 
more common in industrial applications and renewable energy supply systems and 
very limited research work has been reported on acoustic noise for transformer core 
under PWM voltage excitation. Also, a PWM voltage signal would contain higher 
harmonic components which could coincide with the resonance frequency of the core. 
Displacement and acoustic noise experiment on 3-phase transformer core were carried 
out to assess wider implications of mechanical resonance predictions for transformer 
cores.
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The 3-phase transformer core was excited under PWM conditions with switching 
frequency in the range 1 kHz - 3 kHz and different modulation indices at f mag = 0.05 
kHz to 0.1 kHz; Bmax 1.3 T - 1.5 T and the corresponding variation of displacement 
and acoustic noise was measured. Under sinusoidal excitation, the 3-phase 
transformer core was magnetised at 50 Hz; Btnax = 1.3 T and 1.5 T.
5.8.1. Theoretical Basis
A PWM voltage waveform was obtained by comparing a reference voltage waveform 
(modulating signal, usually sinusoidal) with a carrier voltage waveform (usually 
triangular). That is, the PWM waveform is a synthesis of a reference voltage 
waveform (amplitude Aref , frequency / )  and carrier voltage waveform (amplitude Ac ,
frequency f c) at different frequencies. The modulation index, w, and frequency ratio 
mf are given by (5.9) and (5.10) respectively.
(5.9) 
(5.10)
The PWM output voltage waveform synthesis is illustrated in figure 5.11.
Aref m. = — —
A
f
mocUating
signal
A A A
earner
signal
pulse widtn 
moctildEcI 
signal
Figure 5.11. Generation of PWM voltage waveform
The three significant parameters which determine the performance of PWM inverters 
are modulation index m„ carrier index (frequency ratio) w/ and the frequency of the
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carrier voltage waveform or switching frequency fs. 
The acoustic Sound Pressure Level (SPL) is given by:
SPL(dB) = 20 log,
nref (5.11)
where nmea is the measured pressure level, nref  is the reference pressure level. The 
scale in equation 5.11 uses the hearing threshold of 20 |iPa as the reference level of 0 
dB.
5.8.2. Experimental Setup fo r 3-Phase Transformer Core
A 3-phase, 3-limb laminated transformer core was assembled from 200 layers of 0.27 
mm thick grain-oriented 3% Si steel (UNISIL M089-27N). The density and resistivity 
of the core material were 7650 kg/m and 46 |l£2cm respectively. The core mass was 
96.1 kg in weight. The overall dimensions as well as position of primary and 
secondary coil windings are shown in figure 5.12.
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Figure 5.12. Layout of experimental 3-phase transformer core showing positions of measuring points
Figure 5.13. shows the magnetizing circuit of the core assembly for (a) PWM 
excitation and (b) sinusoidal excitation. A 3-phase PWM inverter (Toshiba inverter
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TOSVERT VF-A3) was connected to three independent variacs, which supplied the 
three 50-turn primary windings of the delta-wound transformer core under no-load 
condition, and were used to keep the three winding voltages balanced. The voltage 
applied to the primary windings, the induced voltages in the 50-turn secondary 
windings, the sound pressure level was recorded using a microphone (Briiel & Kjaer 
type 4231) and vibration signal from SPLV were recorded by a digital oscilloscope 
(YOKOGAWA DL716 - 16CH Digital Scope). The digital oscilloscope has plug-in 
high voltage isolation modules, which display and save waveforms in 12-bit 
resolution at 10 MS/s. All displayed waveforms were saved in a floppy disk and data 
was analyzed using algorithms embedded in National Instrument LabVIEW software.
PVVM
Inverter
P tm tr 
Siipph ,. A
J L
^ £ L
VarW
(a)
3-Phim- 
Transformer Core
3-PImh*
Transformer Corf
(b)
(c)
Figure 5.13. Magnetizing circuit of the 3-phase transformer core (a) under PWM excitation (b) under 
sinusoidal excitation (c) magnetising system
The transformer core was placed horizontally on a table in an acoustic chamber. The 
magnetizing system was located in a separate measurement room. Acoustic noise and 
vibration were measured using the setup shown in figure 5.14 where amplifier is 
placed in the anechoic chamber and oscilloscope placed outside the anechoic 
chamber. The microphone was placed 0.5 m vertically above the core and moved 
from points 1 to 5 in turn and moved between measurements. The vibration of the 
core surface at the same points were measured with the SPLV.
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Figure 5.14. Vibration and acoustic noise measurement setup placed in an anechoic chamber
Throughout the experimental work carried out, the Output Voltage Regulation 
Function, OV (%) in the PWM converter was varied in the range 40% - 90%, which 
corresponds approximately to the range of modulation indices 0.5 -  1.2. Moreover, 
the carrier signal frequency (switching frequency, f s ) was varied in the range 1 kHz -
3 kHz while the reference signal frequency (fundamental frequency /  of 
magnetization) was set to 50 Hz and 100 Hz respectively.
Vertical displacement of the core surface at points 1, 2, 3 and 5 and horizontal 
displacement of the side of the core at point 4 (figure 5.12) were measured using the 
SPLV.
5.9. Preliminary Tests
Preliminary tests were carried out with the measurement system when the system was 
checked to be functioning correctly. These preliminary tests were also carried out to 
compare peak-peak magnetostriction of grain-oriented Si-Fe to those typical values 
suggested in [5.7 -  5.8]. Single Epstein strip of GO90° was chosen for this test 
because magnetostriction in GO90° is 10 times higher than magnetostriction in GOO0. 
The GO90° was clamped at one end and vibration of the free end was measured from 
fmag = 0.05 kHz to 0.5 kHz at Bmax = 0.7 T to 1.0 T. Figures 5.15 -  5.17 show 
magnetostriction against flux density of GO90° sample magnetised at 0.05 kHz, 0.1
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kHz and 0.5 kHz respectively. Average peak-peak magnetostriction about 4 |i£ is 
observed f o r = 0.05 kHz at Btnax = 1.0 T (figure 5.15). Moses 15.7] suggest that 
magnetostriction for Epstein sized GO90° at f mag = 0.1 kHz at B,nax = 1.1 T is about 8 
jne and peak-peak magnetostriction shown in figure 5.16 is 8.6 |i£ under the same 
conditions. In figures 5.15 -  5.17, it can be observed that magnetostriction increases 
with increasing Bmax as well as increasing/^.
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— Bmax = 0.9 T
— Bmax = 1.0T
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Figure 5.15 Magnetostriction, X against flux density, B for GO90° atf„ag = 0.05 kHz Bmny = 0.7 T,
0.9 T and 1.0T
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Figure 5.16 Magnetostriction, X against flux density, B for GO90° at f mag = 0.1 kHz B,„ax = 0.7 T, 0.9
Tand 1.0T
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Figure 5.17 Magnetostriction, A against flux density, B for GO90° at f mag = 0.5 kHz Bniai = 0.7 T, 0.9
Tand 1.0 T
5.10. Measurement Repeatability
In order to ensure repeatability a total of 5 tests were conducted for all samples. Each 
repeatability measurement was tested on different days and the sample was 
demagnetised after every measurement. Results presented in chapter 6 are shown as 
the average of 5 repeated measurements. Figures 5.18 -  5.21 show peak-peak 
magnetostriction of GO90° against magnetising frequency, f mag of 5 repeated tests at 
B,nax = 0.5 T, 0.7T, 0.9 T and 1.0 T respectively.
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Figure 5.18 Repeatability of peak-peak magnetostriction, A^ against magnetising frequency,/,^ for
GO90° at B„mx = 0.5 T.
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Figure 5.19 Repeatability of peak-peak magnetostriction, App against magnetising frequency, f mg for
GO90° at B)nnx = 0.7 T.
For f mag = 2 kHz (figure 5.18), peak-peak magnetostriction is observed to vary from 
18.8 (Lie to 19.3 pe. From equation 3.9 (Chapter 3: section 3.3.1), the sharp peak at 
fmag = 2 kHz correspond as the fundamental resonance frequency and/mag = 6.5 kHz as 
the 3rd harmonic of the resonance frequency of GO90°: which will be discussed 
further in chapter 6. It is known that at resonance point, an un-damped structure or a 
sample in this case will be vibrating at its maximum displacement. However, in this 
case, results imply that the sample appears to be damped (see figure 3.5). A variation 
of ± 3 p£ in peak-peak magnetostriction at f mag = 2 kHz and 6.5 kHz was observed for 
tests 1-5 at Btnax 05 T -  1.0 T.
Excluding the resonance frequency, peak-peak magnetostriction from/wag = 0.5 kHz - 
7 kHz varies about ± 0.5 p£ between each test for Btnax = 0.5 T - 1.0 T. However, 
above f mag = 7 kHz up to f mag = 8 kHz, peak-peak magnetostriction varies about ± 2.5 
p£ between each test for Bmax = 0.5 T - 1.0 T.
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Figure 5.20 Repeatability of peak-peak magnetostriction, App against magnetising frequency,/,,^ for
GO90° at = 0.9 T.
.a  4 5
♦ Bmax =  1.0T Test 1 
■ Bmax = 1.0T Test 2 
■*- Bmax = 1.0T Test 3 
Bmax = 1,0T Test 4  
Bmax =  1.0T Test 5
0 1 2 3 4 5 6 7 8 9
fm ag  (kHz)
Figure 5.21 Repeatability of peak-peak magnetostriction, App against magnetising frequency, f mag for
GO90 at Bmax = 1.0 T.
5.11. Uncertainty of Calculated Resonance Frequency /,„
Uncertainty is needed to be calculated for measured resonance frequency f m of each 
sample and calculated values using equation 3.9 separately. All measurements were 
repeated 5 times on seven samples, GO90°, GOO°, G0550, 3% Si NO, 6.5% Si NOO°,
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6.5% NO90° and 45% Ni-Fe. The samples were magnetised from f mag of 0.5 kHz to 8 
kHz in steps of 0.5 kHz at Bmax 0.5 T to 1.0 T.
According to British Measurement and Testing Association [5.9], uncertainties can be 
considered separately concerning their random and systematic contribution, but both 
of them should be combined and treated as if they were equivalent.
The estimated standard deviation (in percentage), S, of the measured and calculated 
resonance frequency f,„ were calculated from equation 5.12.
where, S is the estimated standard deviation (in percentage), jc, is the measured value, 
x is the mean of the measured value, nu is the number of measurements made. From 
S, the estimated standard uncertainty, u, of the mean was calculated from equation 
5.13.
u = -^ L  (5.13)
A
The S where measurements are repeated, were assumed to be a normal distribution
with a certain level of confidence. Because the measurements were repeated only five
times the total uncertainty can be underestimated. For that reason the t-student factor 
is used. If the confidence level is 95%, equivalent k = 2. The t-student factor 
corresponding to five measurements is given as 1.44 for coverage factor k = 2 [5.9] 
(See Appendix II). Therefore, the extended uncertainty, Ut can be calculated from:
UT = t x k x u  (5.14)
Then the total uncertainty of the system is calculated by all the uncertainties of 
individual components using equation 5.15.
UTOT = Vl/,2 + t /2 +... (5.15)
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Table 5.5 shows the calculation of total uncertainty using equation 5.15 for the 
calculated resonance frequency. Percentage uncertainties of calibration of ruler, 
length, strain measurement system and stress system are as given in manufacturer’s 
handbook. Total uncertainty of the calculated resonance frequency was found to be ± 
8.91 %. This means that the actual theoretically calculated resonance frequencies 
using equation 3.9 for the Epstein sized samples could lie between ± 8.91 % of the 
calculated value with the confidence level of 95 %. Therefore, 5 % of the calculated 
value can deviate by more than ± 8.91 %.
Table 5.5.
Calculation of total uncertainty for calculated resonance frequency f„  showing factors contributing to 
the total uncertainty
Source o f Uncertainty Uncertainty x t x k
% 2.88
Sample Length Measurement
Calibration of ruler 0.20 0.20
Repeatability of length measurement 0.10 0.29
Young's Modulus Measurement
Length 0.20 0.20
Repeatability of length measurement 0.10 0.29
Strain system 1.50 1.50
Stress system 1.50 1.50
Repeatability of Young's Mod measurement 3.00 8.64
Total
uncertainty 8.91
Measurements were made at discrete values of magnetising frequencies/^  and these 
factors are major contributors to uncertainty for measured resonance frequency f m. 
Magnetostriction of Epstein strip samples were measured at intervals o f f mag = 0.5 kHz 
and 0.25 kHz. Hence, the uncertainty of measured resonance frequency will be 
individually discussed in chapter 7 according to the measurement intervals used for 
the particular sample.
The calibration of the arbitrary waveform generator that is given in the manufacturer’s 
handbook also adds a minor contribution (0.01 %) to the uncertainty of the measured 
value. However, the uncertainty from f mag intervals were much larger compared to the
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calibration factor of the arbitrary waveform generator. Hence, the 0.01 % contribution 
can be negligible.
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6.1. Introduction
The magnetisation induced mechanical resonance measurements were mainly carried 
out on Epstein strips of grain-oriented and non-oriented electrical steels. The sample 
of grain-oriented electrical steel comprised of two types of 0.27 mm thick materials 
with 3% Si. The samples of non-oriented electrical steel comprised two types of 0.1 
mm thick material with 6.5% Si and one 0.5 mm thick material with 3% Si. In 
addition, samples of 0.36 mm thick 45% Ni-Fe and Fe based 0.018 mm thick 
amorphous Metglas 2605SC were tested. These samples were excited with sinusoidal 
voltage waveforms from a range of f niag = 0.5 kHz to 8 kHz at Bpeak = 0.3 T to 1.0 T. 
Measurements were focused only on flux densities below saturation in order to 
maintain sinusoidal flux waveform since in practice, well designed transformers 
saturate only during abnormal operation, if at all. Results presented in this chapter 
will be followed by discussion and analysis in chapter 7.
6.2. Magnetisation induced mechanical resonance of GO90°
GO90° refers to strips of grain-oriented electrical steel cut at 90° to the rolling 
direction. A single Epstein strip of GO90° was used to measure magnetostriction at 
fm a g  = 0.5 kHz to 8 kHz at Bpeak = 0.5 T to 1.0 T to obtain the magnetisation induced 
mechanical resonance (figure 6.1). In order to confirm the predicted mechanical 
resonance, the magnetostriction of same sample was measured at f mag = 0.5 kHz to 8 
kHz at H = 200, 240 and 320 A/m as described in section 6.2.1. The temperature rise 
of the sample during magnetisation was also measured at f mag = 0.5 kHz to 4 kHz for a 
period of 300 seconds magnetizing time as described in section 6.2.2. A stack of 5 
strips GO90° from the same batch as the single strip of GO90° were used to measure 
magnetostriction at f mag -  0.5 kHz to 8 kHz at Bpeak -  0.5 T and 0.7 T and at f mag = 0.5 
kHz to 6.5 kHz at Bpeak = 0.9 T and 1.0 T, results of which will be shown later in 
section 6.2.3.
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Figure 6.1 shows variation in magnitude of peak-to-peak magnetostriction with 
magnetising frequency for G 0900 at various values of Bpeak. Resonance peaks were 
found in the material at 2 kHz resonant point 6.5 kHz.
Bmax = 1.0 T 
Bmax = 0.9 T 
Bmax = 0.7 T 
Bmax = 0.5 T20
0 1 2 3 4 6 7 8 95
fmag (kHz)
Figure 6.1. Peak-peak magnetostriction, ApP against magnetising frequency,/,,,^ for GO90° at Bmax
= 0.5 T. 0.7 T. 0.9 T and 1.0 T.
6.2.1. Magnetostriction versus Magnetising Frequency at Various Magnetic Fields
Figure 6.2 shows schematic diagram of magnetising setup to measure 
magnetostriction of single strip of GO90° against f mag at various magnetic field, H 
(A/m). A LakeShore Gaussmeter (Model: 450) was used to measure H. The axial hall 
probe (Model: H07858) was placed at the centre of the primary coil and attached on 
the sample with an adhesive tape. Sinusoidal H was increased to rms of 200, 240 and 
320 A/m for each f mag and magnetostriction was measured.
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Figure 6.2. Schematic diagram of closed magnetising circuit with Hall probe placed in the centre of
primary coil to measure magnetic field.
Figure 6.3 shows peak-peak magnetostriction a g a in st/^  at various H. Mechanical 
resonance effects were also observed at f mag = 2 kHz having peak-peak 
magnetostriction of 12 JH£ and at f„wg = 6.5 kHz, peak-peak magnetostriction was 
about 2 JLI£ at H = 320 A/m.
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Figure 6.3. Peak-peak magnetostriction, against magnetising frequency,/,^ for GO90° at 
magnetic field, H = 200, 240 and 320 A/m.
Figure 6.4 shows peak-peak flux density, B against f^g  at various H. It was observed 
that B increases with increasing H and B decreases with increasing/,,^ at the same H.
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Figure 6.4. Peak-peak flux density, B against magnetising frequency, f mag for GO90° at magnetic
field, h" = 200, 240 and 320 A/m.
6.2.2. Temperature effects
Figure 6.5 shows the magnetising setup for measuring temperature rise of the sample 
under different magnetising frequencies. Both temperature and magnetostriction 
measurements were taken for GO90° sample at f mag = 0.5 kHz to 4 kHz with Bmax =
1.0 T. A thermocouple (Hanna Instruments HI 93531) having a resolution of 0.1 °C 
with an accuracy of ± 0.2% was used to measure temperature of the sample [6.1]. The 
temperature sensor (K-type thermocouple) was attached on sample at 150 mm away 
from the free end with an adhesive tape. Each measurement was taken at 
approximately 26 °C sample temperature and as the sample was being magnetised, 
temperature reading was recorded for every 30 seconds up to 300 seconds of 
magnetising time.
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Figure 6.5. Magnetising setup for measuring magnetostriction of Epstein strips with thermocouple
attached on the sample.
Figure 6.6 shows the temperature rise during magnetisation of the GO90° sample at 
fmag — 0.5 kHz to 4 kHz at Bniax = 1.0 T. Initial temperature of the sample was about ± 
5.0 of 26.0 °C for each measurement since the temperature of the sample at the start 
of each measurement can not be the same as it is dependant on room temperature. The 
temperature of the sample increases sharply during the first 60 seconds of magnetising 
time and it stabilised. The highest sample temperature atfmag = 4 kHz was 71.3 °C.
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Figure 6.6. Temperature of GO90° at various magnetising frequencies against magnetising time up 
to 300 seconds with initial temperature at approximately ± 5.0 °C of 26.0 °C at Bpeak = 1.0 T
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This temperature rise during magnetisation has little affect on the peak-peak 
magnetostriction as seen from figure 6.7. Peak-peak magnetostriction has been 
obtained for different time intervals during 300 seconds magnetisation for f inag = 1 , 2  
and 3 kHz. Peak-peak magnetostriction varies from 38.8 |i£ at 60 seconds 
magnetising time to 40.8 Ji£ at 300 seconds magnetising time at resonant point f mag = 
2 kHz having temperature of the sample increasing from 35.7 °C at 60 seconds up to
42.3 °C at 300 seconds.
40.6 °C 42.0 °C 42.3 °C
35.7 °C 39.2 °C
fmag = 2 kHz 
fmag = 1 kHz 
fmag = 3 kHz
30.8 °C 31.5 °C 32.0 °C 32.2 °C29.5 °C
55.0 °C 55.6 °C43.9 °C 50.1 °C
240 300 360 4200 120 18060
M agnetising Time (seconds)
Figure 6.7. Variation of peak-peak magnetostriction with magnetising time showing temperature
effect of GO90° at Bmax = 1.0 T.
6.2.3. H alf Epstein Length GO90°
An Epstein sized GO90° sample was cut at 150 mm length x 30 mm width i.e. half the 
length of an Epstein sample. The half cut GO90° sample was magnetised from 0.5 
kHz to 3 kHz at Bmax 0.5 T to 1.0 T to measure peak-peak magnetostriction and 
observe predicted resonance of the sample. Using equation 3.9, the resonance of the 
half Epstein length GO90° sample should be at 4.2 kHz i.e. double the resonance of 
full Epstein length GO90° sample. Figure 6.8 shows the magnetising setup for 
measuring magnetostriction of half-cut GO90° sample. The half-cut sample was
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placed in the centre of the primary coil on a temperature resistant nylon carrier. The 
sample then clamped down on the carrier with nylon bolts.
Primary Coil
Secondary Coil
Sample
Clamp Laser Spot 
N ylon Carrier
Y oke
Figure 6.8. Magnetising setup for half-cut GO90° sample
Figure 6.9 shows peak-peak magnetostriction against various magnetising frequencies 
at Bmox 0.5 T to 1.0 T. No obvious peak is observed over the range 0.5 kHz to 3 kHz.
c  30
Bmax = 1.0T 
Bmax = 0.9T  
Bmax = 0.7T  
Bmax = 0.5T20
2 2.5 3 3.5 40 0.5 1 1.5
fm ag  (kHz)
Figure 6.9. Peak-peak magnetostriction, App against magnetising frequency,/,^ for half -cut 
GO90° at Bmai = 0.5 T, 0.7 T, 0.9 T and 1.0 T.
6.2.4. Stack o f GO90°
Five Epstein strips of GO90° were bonded together with an adhesive tape having the 
flux density coil wound at the centre of the length of the stack. The samples for stack 
were chosen from the same batch as the single strip sample. The laser spot was
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pointed at the centre of the free end of stack to measure average displacement of all 
five strips under magnetisation (figure 6.10).
Laser beam
A dhesive tape
G O 90° stack
Figure 6.10. Laser spot pointed at the centre of the stack to obtain average displacement.
Figure 6.11 shows peak-peak magnetostriction of GO90° stack at f mag = 0.5 kHz to 8 
kHz at Bmax = 0.5 T to 0.7 T and f mag = 0.5 kHz to 6.5 kHz at Bmax = 0.9 T to 1.0 T. 
Two peaks of magnetostriction was observed at f nag = 2 kHz and fmag = 4.5 kHz 
respectively for all Binax.
Figure 6.11.
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Peak-peak magnetostriction, App against magnetising frequency, f mag for a stack of 5 
strips of GO90° at B„mx = 0.5 T, 0.7 T, 0.9 T and 1.0 T.
Bmax = 1.0T 
Bmax = 0.9T  
Bmax = 0.7T  
Bmax = 0.5T
6.3. Magnetisation induced mechanical resonance of GO0°
Figure 6.12 shows peak-peak magnetostriction against magnetising frequency for 
single strip GO0° sample at Bmax -  0.5 T to 1.0 T. It was observed that peak-peak
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magnetostriction for GOO° is much smaller than that of G 0900 and peaks first, second 
and third mode of resonances were found at f , Mg = 1.75 kHz, 5 kHz and 7.75 kHz for 
respectively for all Bniax.
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Figure 6.12. Peak-peak magnetostriction, Xpp against magnetising frequency, f nag for GOO° at Bmax
= 0.5 T, 0.7 T, 0.9 T and 1.0 T.
6.3.1. Power Loss
A thick film, non-inductive type resistor of 0.48 Q  was connected in series with the 
primary winding (figure 6.5) and current across the resistor was taken to obtain the 
magnetic field. H in A/m. Power loss in W/kg was calculated in LabVIEW using the 
following equation:
Power Loss (W/kg) = J ^  H . ^ - jdt (6.1)
where d  is the sample density, H is the magnetic field and B is the flux density. Figure 
6.13 shows power loss curve of GO0° sample at f nag = 0.5 kHz to 8 kHz at Bmax = 0.5 
T to 1.0 T. It was observed that power loss decreased from 140 W/kg at f nag = 1 kHz 
to 96 W/kg at f mag = 1 .5  kHz and 739 W/kg at f mag = 3.75 kHz to 482 W/kg at fmag = 
4.25 kHz for Bmax = 1.0 T.
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Figure 6.13. Variation o f power loss with magnetising frequency at Bmax = 0.5 T to 1.0 T for GO0°
sample.
6.3.2. 3-Phase Transformer Core
6.3.2.1. Displacement and acoustic noise measurements at Point 1
Figure 6.14 shows the variation of both the peak-peak displacement above point 1 and 
the acoustic noise measure in sound pressure level (SPL) with different modulation 
index at Bmax of 1.3 T.
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Figure 6.14. Acoustic noise and corresponding peak-peak displacement at point 1 under 50 Hz 
PWM excitation, f s = 3 kHz, B„mx = 1.3 T, m, -  0.5
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Figure 6.15 shows a decrease in the acoustic noise and peak-peak displacement 
measured under 100 Hz PWM excitation for assigned modulation index at 1.3 T. f s = 
3 kHz.
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Figure 6.15. Average acoustic noise SPL under PWM excitation at point 1, ,„ =  0.7 -1.2, f  = 100
H z ./;  = 3 kHz, Brnai =  1.3T
Figure 6.16 and Figure 6.17 show average acoustic noise of the core above point 1 
under sinusoidal and PWM excitation, /  = 50 Hz, mi was 0.5 and 0.6, Bmax was set to
1.3 T and 1.5T, and f s was varied from 1 kHz to 3 kHz respectively.
Noise Level
SPL (dB)
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■  P W M  5 0 H / 0.6 
□ sine 5 0 H z___
Switching
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lk  Hz 2kHz 3kHz sine
Figure 6.16. Comparison of SPL under sinusoidal and PWM excitation with f s = 1 , 2  and 3 kHz,
m = 0.5,0.6, /  = 50 Hz, Binax = 1.3 T
T h a n t  P h y u  P h y u  P h w a y 6 - 1 1
C h a p t e r  6 E x p e r i m e n t a l  R e s u l t s
Noise Level
■  PWM 5I>Hz 0.5
■  PWM 50Hz 0.6 
□ sine 50Hz.
Snitching
Frequency
lk  Hz 2k Hz 3k Hz sine
Figure 6.17. Comparison of SPL under sinusoidal and PWM excitation w ith / = 1 , 2  and 3 kHz,
m =  0.5, 0.6, /  = 50 Hz, B = 1.5 T
Figure 6.18 (a-c) show displacement against flux density plot of the core under PWM 
excitation above point 1, /  = 50 Hz, m = 0.5, Bniax = 1.5 T and f s = 1, 2 and 3 kHz, 
respectively and under 50 Hz sinusoidal excitation is shown in figure 6.18 (d).
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Figure 6.18. Displacement at point 1 under 50 Hz PWM excitation at, m, = 0.5 and B„mx = 1.5 T (a) 
f  = 1 kHz (b) f s=  2 kHz (c) /=■  3 kHz and (d) 50 Hz sinusoidal excitation.
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6.3.2.2. D isplacem ent and acoustic noise m easurem ents a t point 2
Table 6.1. shows the average peak-to-peak displacement and acoustic noise under 
sinusoidal and PWM excitation at point 2, /  = 50 Hz. Table 6.2 shows the average 
peak-to-peak displacement and acoustic noise under sinusoidal and PWM excitation 
at point 2, /  = 50 Hz, w. = 0.5, 0.6, 1.3 T, f s= 1 ,2  and 3 kHz, respectively.
Table 6.1.
Average peak-to-peak displacement and acoustic noise under sinusoidal and PWM excitation at point 
2, /  = 50 Hz, ;«.= 0.5 - 1.2, f s = 3 kHz, Bniax = 1.3 T.
Fundamental Frequency
( f )
Modulation Index  
m ,K )V % ]
Displacement 
(micro meter)
Acoustic Noise 
(dB)
0.5 [40%] 3.2 49.9
0.6 [50%] 3.0 48.6
PWM 50 Hz 0.7 [60%] 2.9 47.5
0.8 [70%] 2.8 46.8
1.0 [80%] 2.7 45.5
1.2 [90% 1 2.5 45.0
Sine 50 Hz - 1.9 36.8
Table 6.2.
Average peak-to-peak displacement under sinusoidal and PWM excitation at point 2, f  = 50 Hz, /n, =
0.5, 0.6, f s = 1, 2 and 3 kHz, B„mx = 1.3 T.
Fundamental Modulation Switching Displacement Acoustic Noise
Frequency Index Frequency (micro meter) (dB)
( f ) mi [OV% ] ( U
PWM 50 Hz 0.5 [40%] 1 kHz 3.6 51.9
2 kHz 3.4 50.7
3kHz 3.2 49.9
0.6 [50%] 1 kHz 3.4 50.7
2 kHz 3.2 49.3
3 kHz 3.0 48.6
sine 50 Hz - - 1.9 36.8
Figure 6.19 (a-c) show displacement against flux density plot of the core under PWM 
excitation above point 2, /  = 50 Hz, m( = 0.6, Bmax = 1.3 T and f s= 1, 2 and 3 kHz, 
respectively and under 50 Hz sinusoidal excitation is shown in figure 6.19 (d).
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Table 6.3.
Average acoustic noise SPL under sinusoidal and PWM excitation at different point, /  = 50 Hz, m. =
0.5-1.2; /  = 100 Hz, mf = 0.7-1.2; f s = 3 kHz, Bmax = 1.3 T.
Fundamental Modulation Index Acoustic Noise (dB)
Frequency ( f ) m x[OV%] Point 1 Point 2 Point 3
50 Hz 0.5 [40%] 48.6 49.9 50.0
0.6 [50%] 47.3 48.6 49.0
0.7 [60%] 46.2 47.5 47.8
0.8 [70%] 45.5 46.8 46.3
1.0 [80%] 44.8 45.5 45.9
1.2 [90%] 44.2 45.0 45.2
Sine 50 Hz - 35.1 36.8 37.0
0.7 [60%] 52.4 53.3 53.0
100 Hz 0.8 [70%] 51.6 52.5 52.1
1.0 [80%] 50.2 51.7 51.4
1.2 [90% 1 49.5 50.2 50.8
Table 6.4.
Average acoustic noise SPL under sinusoidal and PWM excitation at different point, /  = 50 Hz, m. =
0.5, 0.6, = 1, 2 and 3 kHz, Bmax = 1.3 T and 1.5 T.
Fundamental Modulation Switching Acoustic Noise ( d B )
Frequency Index Frequency 1.3 T 1.5 T
( f ) /n, [OV%] ( f . ) Point Point Point Point Point Point
1 2 3 1 2 3
1 kHz 50.6 51.9 51.9 52.4 54.0 53.6
0.5 [40%] 2 kHz 49.4 50.7 50.8 51.1 52.5 52.4
PWM 50 Hz 3 kHz 48.6 49.9 50.0 50.5 51.7 51.5
0.6 [50%] 1 kHz 49.7 50.7 50.8 51.9 53.0 52.8
2 kHz 48.4 49.3 49.9 50.6 51.8 51.7
3 kHz 47.3 48.6 49.0 49.8 50.7 50.6
sine 50 Hz - - 35.1 36.8 37.00 38.2 39.6 39.7
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Figure 6.19. Displacement at point 2 under 50 Hz PWM excitation at, m, = 0.6 and Bmax = 1.3 T (a) 
f  j= 1 kHz (b) /  = 2 kHz (c) /  = 3 kHz and (d) 50 Hz sinusoidal excitation.
Figure 6.20 show the harmonic components of the displacement at point 2 under 
sinusoidal and PWM excitation, / =  50 Hz, mi= 0.6, Bmax = 1.3 T and 1.5 T, f s= 1, 2 
and 3 kHz, respectively.
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Figure 6.20. Haimonic components of displacement under sinusoidal and PWM excitation at point 
2, /  = 50 Hz, m = 0.6, f s = 1, 2 and 3 kHz, Binax = 1.3 T
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□  PWM50Hz, mi= 0.6 (OV% =50%), fs = 3 kHz
□  sine50Hz
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6.3.2.3. Displacement measurements a t point 4  (horizontal displacement)
Table 6.5. shows the average peak-to-peak displacement under sinusoidal and PWM 
excitation at point 4, /  = 50 Hz. Table 6.6 shows the average peak-to-peak
displacement under sinusoidal and PWM excitation at point 4, /  = 50 Hz, in, = 0.6,
Bmax- 1.3 T, / ,=  1, 2 and 3 kHz, respectively.
Table 6.5.
Average peak-to-peak displacement under sinusoidal and PWM excitation at point 4, /  = 50 Hz, m, = 
0.5 - 1.2, f s = 3 kHz, Bnmx = 1.3 T.
Fundamental Frequency ( f  ) Modulation Index 
m JO V % 1
Displacement 
(micro meter)
0.5 [40%] 0.33
0.6 [50%] 0.31
PWM 50 Hz 0.7 [60%] 0.29
0.8 [70%] 0.28
1.0 [80%] 0.26
1.2 [90%] 0.24
Sine 50 Hz - 0.21
Table 6.6.
Average peak-to-peak displacement under sinusoidal and PWM excitation at point 4, f  = 50 Hz, m, = 
0.6, / ,  = 1, 2 and 3 kHz, Bmax = 1.3 T.
Fundamental Frequency
( f )
Modulation Index 
m, [OV%]
Switching Frequency
(U )
Displacement 
(micro meter)
PWM 50 Hz 0.6 [50%] 1 kHz 0.36
2 kHz 0.33
3 kHz 0.31
sine 50 Hz - - 0.21
Figure 6.21 (a-c) show displacement against flux density plot of the core under PWM 
excitation above point 4, /  = 50 Hz, #»,- = 0.6, Bmax = 1.3 T and f s-  1, 2 and 3 kHz, 
respectively and under 50 Hz sinusoidal excitation is shown in figure 6.21 (d).
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Figure 6.21. Displacement at point 4 under 50 Hz PWM excitation at, m, = 0.6 and Bmax = 1.3 T (a) 
f  = 1 kHz (b) f s = 2 kHz (c) f  = 3 kHz and (d) 50 Hz sinusoidal excitation.
Figure 6.22 show the harmonic components of the displacement at point 4 under 
sinusoidal and PWM excitation, / =  50 Hz, mj = 0.6, BniaJc = 1.3 T, f s= 1, 2 and 3 
kHz, respectively.
T h a n t  P h y u  P h y u  P h w a y 6-17
C h a p t e r  6 E x p e r i m e n t a l  R e s u l t s
0.16  
5 0.14
s
ft n
-2& 0.10
£  0.08  
O
■g 0.06
S  0.04 
a
S 0.02
c
0.00
Frequency C om ponents o f  the D isplacem ent (kHz)
Figure 6.22. Harmonic components of displacement under sinusoidal and PWM excitation at point 
4, /  = 50 Hz, m = 0.6, f t =  1 ,2  and 3 kHz, = 1.3 T
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63.2.4. Acoustic noise measurements at point 5
Figures. 6.23 (a) and (b) show the noise level measured above point 5 (figure 5.12) 
when the core was magnetized under sinusoidal flux and under PWM excitation with 
two values o f m, at three different value o f f s . The noise measured under PWM 
excitation is around lOdB to 15 dB greater than under corresponding sinusoidal flux.
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SPL(dB) Bmax = 1.3 T
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Figure 6.23. Comparison of SPL under PWM excitation with values of f  1,2 and 3 kHz with that 
under sinusoidal conditions f mag = 50 Hz at (a) B„mx = 1.3 T and (b) B,IU]X = 1.5 T.
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6.3.2.S. Resultant acoustic noise o f  the 3-phase core
At points 1, 2, 3 and 5 shown in figure 5.12 the acoustic noise measured at least 3 
times under each condition and average acoustic noise level was obtained. The 
average acoustic noise was obtained to be the resultant acoustic noise level of the 
transformer core for each magnetising conditions. Table 6.7 and table 6.8 display the 
resultant acoustic noise level for the transformer core under sinusoidal and PWM 
excitation.
Table 6.7.
Average resultant acoustic noise level under sinusoidal and PWM excitation for transformer core, /  =
50 Hz, m.= 0.5-1.2; /  = 100 Hz, /»*,. = 0.7-1.2, f s = 3 kHz, B„mx = 1.3 T
Fundamental Frequency Modulation Index Acoustic Noise
( / ) «i,[OV%] (dB)
0.5 [40%] 49.8
0.6 [50%] 48.6
0.7 [60%] 47.4
PWM 50 Hz 0.8 [70%] 46.6
1.0 [80%] 45.8
1.2 [90%] 45.0
Sine 50 Hz - 36.7
0.7 [60%] 53.2
PWM 100 Hz 0.8 [70%] 52.4
1.0 [80%] 51.3
1.2 [90%] 50.5
Table 6.8.
Average resultant acoustic noise level under sinusoidal and PWM excitation for transformer core, f  =
50 Hz, m, = 0.5, 0.6, f s = 1 ,2  and 3 kHz, Bmax = 1.3 T and 1.5T.
Fundamental Modulation Index Switching Acoustic Noise
Frequency m ,  [OV% ] Frequency ( d B )
( / ) ( / , ) 1.3 T 1.5 T
1 kHz 51.7 53.6
0.5 [40%] 2 kHz 50.6 52.3
PWM 50 Hz
3kHz 49.8 51.5
0.6 [50%] 1 kHz 50.7 52.8
2kHz 49.4 51.6
3 kHz 48.6 50.8
Sine 50 Hz - - 36.7 39.5
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6.4. Magnetisation induced mechanical resonance of G 0550
Figure 6.24 shows peak-peak magnetostriction against various fmag and Bmax from 0.5 
T to 1.0 T for G 0550 sample. The sample was magnetised from f mag = 0.5 kHz to 8 
kHz for Bmax = 0.5 T and only magnetised up to f mag -  5 kHz for Bmax = 0.7 T, 0.9 T 
and 1.0 T.
0 1 2 3 4 5 6 7 8 9
frnog  (kHz)
Figure 6.24. Peak-peak magnetostriction, App against magnetising frequency, f mag for G055° at Btnax
= 0.5 T, 0.7 T, 0.9 T and 1.0 T.
6.5. Magnetisation induced mechanical resonance of NO
Magnetostriction of three Epstein strips of NO steel was measured to obtain the 
magnetisation induced mechanical resonance of the materials. One of the three 
samples was the 3% Si NO sample with 0.5 mm thickness, which was magnetised 
from 0.5 kHz to 8 kHz at Bmax = 0.3 T to 0.9 T. The other two samples were 6.5% Si 
NO samples with 0.1 mm thickness cut at 0° and 90° to rolling direction, which were 
magnetised from 0.5 kHz to 6 kHz and 0.5 kHz to 7 kHz respectively at Bmax = 0.5 T 
to 1.0 T.
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6.5.1. 3% Si NO
Figure 6.25 shows peak-peak magnetostriction against f nwg at B ^  0.3 T to 0.9 T for 
3% Si L800-50 NO sample. Resonance peaks were observed at f niag = 2.25 kHz and 
6.4 kHz for all Bmax.
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Figure 6.25. Peak-peak magnetostriction, ApP against magnetising frequency, f nag for 3% Si NO at
Bmox = 0.3 T, 0.5 T. 0.7 T and 0.9 T.
6.5.2. 6.5% Si NO 0°
Figure 6.26 shows peak-peak magnetostriction against various f mag at Bmax = 0.5 T to
1.0 T for the 6.5% Si NO 0° sample. Resonance peaks were observed at f mag = 2 kHz 
and 6 kHz for all B)nax.
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Figure 6.26. Peak-peak magnetostriction, ApP against magnetising frequ en cy,/^  for NOO° at Bmax
= 0.5 T, 0.7 T, 0.9 T and 1.0 T.
6.5.3. 6.5% Si NO 90°
Figure 6.27 shows peak-peak magnetostriction against various f mag at Bmax -  0.5 T to 
1.0 T for the 6.5% Si NO 90° sample. Resonance peaks were observed at / ;>ws = 2.5 
kHz and 7 kHz for all Binajc.
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Figure 6.27. Peak-peak magnetostriction, ApP against magnetising frequency,/^  for NO90° at Bmax
= 0.5 T, 0.7 T, 0.9 T and 1.0 T.
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6.6. Magnetisation induced mechanical resonance 45% Ni-Fe
Ni-Fe samples with 45 % nickel content (0.36 mm thickness) were cut into Epstein 
sized strips and annealed at 1180 °C at 250 °C increments. Peak-peak 
magnetostriction of 45% Ni-Fe against f^ g  = 0.5 kHz to 8 kHz at Bmax = 0.3 T to 0.9 
T is shown is figure 6.28. Resonance peaks were observed at f mag = 2 kHz and 5.25 
kHz for all Bmax.
Bmax
Bmax
Bmax
Bmax
= 0.9 T 
= 0.7 T 
= 0.5 T 
= 0.3 T
fmag (kHz)
Figure 6.28. Peak-peak magnetostriction, App against magnetising frequency,/,^  for 45% Ni-Fe at
Bmax = 0.3 T, 0.5 T, 0.7 T and 0.9 T.
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7.1. Introduction
Magnetostriction of various Epstein sized electrical steel strips commonly used in 
electromagnetic cores were measured over f nag range from 0.5 kHz to 8 kHz at BmaX 
0.5 T to 1.0 T, which gives an important new understanding of the phenomenon. 
Magnetisation induced mechanical resonance was observed when peak-peak 
magnetostriction was plotted against the magnetising frequency. Large increase in 
peak-peak magnetostriction was observed at certain/™^ suggesting that the sample 
under test was resonating. The measured resonance peaks were then compared with 
theoretical resonance frequency of the sample using the following equation.
7.2. Magnetisation Induced Mechanical Resonance of 3% Si-Fe Grain Oriented 
Materials
7.2.1. 3% Si-FeG O 90°
Young’s modulus E was determined by means of linear regression method and E of 
GO90° was measured to be 202 GPa as shown in figure 7.1. The coefficient of 
determination, R2 was calculated with least square method and was approximately 
equal to 1 for the curve shown in figure 7.1. When clamping the sample in the 
stressing system (see figure 5.10), since the sample is a thin long strip, it is possible 
that the sample is not clamped completely vertical to the clamps. Some amount of 
bending contributes to the strain value when the sample is initially stressed. However, 
once more stress is applied, the stress-strain curve increases linearly as expected. 
Therefore, the slope of the stress-strain curve was calculated from stress of 20 MPa or 
pass the region of possible bending strain from occurring. However, the non-linear
(7.1)
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region below 20 MPa can be avoided if an additional strain gauge was placed at the 
opposite side of the sample to compensate for any bending strain measured.
140E+6
y =  202 .68  lE + 9x  - 18.291E+6  
R2 = 999.850E -3 >120E+6
100E+6
80E+6
60E+6
40E+6
20E+6
OOOE+O
0 0.0001 0 .0002 0.0003 0 .0004  0.0005 0 .0006  0 .0007 0 .0008
Strain
Figure 7.1. Stress-strain curve of GO90° sample used to obtain Young's modulus, E of the sample.
Resonance characteristics were found in the GO90° material at 2 kHz. At resonant 
point, vibration caused by magnetostriction increased 400 % and 150 % at 6.5 kHz for 
Bmax = 1.0 T. Although the GO90° material is of no practical importance, results 
confirm the predicted effect of material parameters on resonance. Table 7.1 shows a 
comparison of calculated/„, using equation 7.1 and measured value of f m from figure
6.1 for GO90° sample. Magnetostriction measurements were taken at f mag -  0.5 kHz 
intervals and corresponding/^ when rise in amplitude of peak-peak magnetostriction 
occurs was regarded as point where resonance occurs. Measurements could have been 
taken at 0.05 kHz intervals to have more accurate value of measured resonance 
frequency. However, from table 7.1, the first resonant point and its harmonic 
correspond well with the calculated theoretical value. Calculated resonance frequency 
was 2.1 ± 0.19 kHz and the measured value was 2 kHz. Hence, the measured 
resonance lies well within the expected resonance frequency.
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Table 7.1
Comparison of calculated and measured/,„ for GO90°
Harmonic
E
(GPa)
m
■* 
1)
I
(mm)
fm (kHz)
Calculated Measured
1
202 7650 305
2.1 ±0.19 2.0 ± 0.25
3 6.3 ± 0.56 6.5 ± 0.25
Figure 7.2 shows the magnetostriction waveform at first measured resonant point at 2 
kHz for GO90° sample. It can be seen that the magnetostriction frequency is about 4 
kHz i.e. double the frequency of magnetisation.
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Figure 7.2. Magnetostriction waveform at fmag = 2 kHz for GO90°
Figure 7.3 shows the flux density waveform at the first measured resonant point for 
GO90° sample. The waveform is fairly sinusoidal and as mentioned in section 5.6, 
measured flux density waveforms are sinusoidal within 1% error of the form factor, 
FF.
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Figure 7.3. Flux density, B waveform atf ,mg = 2 kHz for GO90°
Although B waveforms were obtained to be fairly sinusoidal, it is known that 
magnetostriction waveform will have higher harmonics at higher Bmax. The 
fundamental component of magnetostriction shown in figure 7.4 was extracted using 
the LabvVIEW program described in section 5.4. The fundamental peak-peak 
magnetostriction shown in figure 7.4 at f niag = 2 kHz was about 19 |i£ and at f mag = 6.5 
kHz, peak-peak magnetostriction was 7.7 pe at Bmax 1.0 T. At the same Bmax, in figure
6.1, the measured peak-peak magnetostriction was about 27 pe at f mag = 2 kHz and 11 
pe &  fm ag  = 6.5 kHz.
Apart from harmonics at higher Bmax, phase shift between magnetostriction waveform 
and B waveform was also observed. Figure 7.5 shows the plot of magnetostriction 
against flux density, B of GO90° at f nag = 1.5, 2 and 2.5 kHz. It is observed that 
magnetostriction and shape of the butterfly loop is the same before resonance at f mag = 
1.5 kHz and after resonance at f mag = 2.5 kHz. However at measured resonant point of 
2 kHz, a phase shift between magnetostriction and flux density was observed, 
confirming the characteristics of passing through a resonant point. Similar behaviour 
is also observed in figure 7.6 at 3rd harmonic of the resonant point, f ^ g  = 6.5 kHz, a 
phase shift occurred. However, peak-peak magnetostriction at fmag = 6 kHz and 7 kHz 
have a difference of approximately 1 pe.
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Figure 7.4. Average of fundamental peak-peak magnetostriction against various f IU]g for Bnmx 0.5 T
to 1.0 T of GO90°
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Figure 7.5. Butterfly loop of GO90° sample at Bwax =1 . 0  T,fm ag = 1.5 kHz, 2 kHz and 2.5 kHz.
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Figure 7.6. Butterfly loop of GO90° sample at Bmax = 1.0 T, finag = 6 kHz, 6.5 kHz and 7 kHz.
In order to confirm the predicted mechanical resonance, the same sample was also 
used to measure magnetostriction at f mag = 0.5 kHz to 8 kHz at magnetic field, H = 
200, 240 and 320 A/m (figure 6.3). It was observed that vibration caused by 
magnetostriction increases with increasing H. Resonance peaks were also observed as 
predicted atf„ag = 2 kHz and 6.5 kHz.
Another measurement was carried out in order to confirm the resonance occurrence in 
the GO90° sample. Six aluminium blocks of 2.5 mm width x 5 mm length x 1 mm 
thickness were placed at various distances on the GO90° sample shown as point 1 to 6 
in figure 7.7. Aluminium blocks are used for its reflective surface and also not being 
susceptible to magnetic fields. It is expected that displacement due to 
magnetostriction should be relatively small near to the clamped end (point 6) 
compared to displacement at point 1 to 5. The laser head was pointed on each block as 
displacement was measured over f mag range of 0.5 kHz to 4.5 kHz at B max 1.0 T. At 
each point, measurements were repeated 3 times and average peak-peak displacement 
was plotted a g a i n s t a s  shown in figure 7.8. As observed in figure 7.8 that first 
measured resonant point does occur at f mag =  2 kHz for GO90° sample. As expected, 
peak-peak displacement at point 6 is lower than that of points 1 to 5, where average
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peak-peak displacement at point 6 was 1.09 |l£ and at points 1 to 5, increase in peak- 
peak displacement was observed especially near resonance frequency off nag = 2 kHz.
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Figure 7.7. Schematic diagram of aluminium blocks placed at various distances on the sample to 
measure magnetostriction at various f liag.
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Figure 7.8. GO90° positioning at B = 1.0 T using position aluminium blocks 2.5 mm(h) by 5 mm
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Figure 7.9 shows a variation of peak-peak magnetostriction at each block along the 
GO90° sample at f mag = 2 kHz Bmax = 1.0 T. It was observed that peak-peak 
magnetostriction or the longitudinal displacement increases further away from the 
clamped end and reduces at the free end of the sample (point 1). The peak-peak 
magnetostriction appeared to be 19.8 fi£ at point 2 where the block was placed 
directly above the point of contact of the sample and the magnetising yoke.
20
200 3000 50 100 150 250
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Figure 7.9. Peak-peak magnetostriction against distance of blocks (numbered 1 - 6 )  measured from 
clamped end for GO90° at f mag = 2 kHz Bniax = 1.0 T
Eddy current heating can be a significant factor when making measurements of the 
properties of materials such as grain-oriented steel at high frequencies. This has to be 
taken into account preferably by making the measurements before significant rise in 
temperature has occurred, or by monitoring and allowing for changes in temperature 
when comparing results. Figure 6.6 shows the increase of temperature with time from 
the start of magnetizing at Bmax = 1.0 T over the frequency range of 0.5 kHz to 4 kHz 
for GO90°. Temperature was found to rise with magnetising time and f nag but this did 
not significantly affect magnetostriction, which could be clearly observed in figure
6.7. Peak-peak magnetostriction at resonant point 2 kHz, differs about 6.6 |i£ from 60 
seconds to 300 seconds magnetising time. Although temperature of the sample 
increased up to 55.6 °C towards 300 seconds of f mag = 3 kHz peak-peak
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magnetostriction difference was only 2.7 pe from 60 seconds magnetising time to 300 
seconds.
The theoretical resonance frequency is inversely proportional to the sample length, 
which suggests that if sample length is double the Epstein length, resonance 
frequency will be halved or if the sample length is half the Epstein length, resonance 
frequency should be doubled. Therefore, magnetostriction of a 150 mm length GO90° 
sample was measured using the magnetising setup shown in figure 6.8. The half cut 
GO90° was magnetised from 0.5 kHz to 3 kHz at Bmax 0.5 T to 1.0 T. Peak-peak 
magnetostriction varied from 6.9 (i£ at f mag 0.5 kHz to 4.7 |i£ at f mag 3 kHz for Bnuix = 
1.0 T. The first resonant point for the half cut GO90° sample was calculated to be at
4.2 kHz and a large increase in peak-peak magnetostriction is expected at this point. 
Since the sample was only magnetised from 0.5 kHz to 3 kHz, no large increase in 
peak-peak magnetostriction was observed between this range as expected.
Magnetostriction of a stack of five 
GO90° were also measured from f mag 
= 0.5 kHz to 8 kHz at Bmax = 0.5 T to
0.7 T and f mag = 0.5 kHz to 6.5 kHz 
at Bmax — 0.9 T to 1.0 T. It is expected 
that the resonance point of a stack of 
GO90° of the same geometry as the 
single strip GO90° would be the 
same. However, sharp rise in peak- 
peak magnetostriction of the stack 
was observed at 2 kHz and 4.5 kHz 
(figure 6.11) rather than the expected 
first resonance at 2.1 kHz and 3rd 
harmonic of resonance at 6.3 kHz.
It is well known that the flux density 
distribution in a stack of strips is not 
uniform and rather distorted even
Figure 7.10. Waveforms of the total flux density for 
stack of 8 Epstein strips and the individual waveform 
for each sample in the stack where a -  h represent in 
order the position of the samples in the stack [7.1]
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when the overall flux density is sinusoidal as seen in figure 7.10 [7.1]. Also in [7.1], it 
is said that magnetostrictive vibration of the stack does depend on the method of 
bonding of the strips.
In the case of GO90° stack, the strips were bonded together with adhesive tape and 
magnetostriction was measured on the surface of the cross-sectional area of the stack 
as an average magnetostriction at the point (see figure 6.10). The amplitude of peak- 
peak magnetostriction of the stack is 16 Ji£ at f mag 2 kHz for Bmax 1.0 T compared to 27 
pe at the same magnetising conditions for the single strip of GO90°. Although, factors 
such as flux density distortion and bonding of the stack could be affecting the 3rd 
harmonic of resonance frequency occurring at 4 kHz, large increase in peak-peak 
magnetostriction or resonance still occurs in a stack of GO90° material. Hence, when 
predicting resonance for transformer cores, it is necessary to consider the effects of 
flux density distribution in the laminations. This experiment also found to be in 
agreement with large number of previous research reported that bonding of 
laminations tend to reduce amplitude of magnetostriction or vibration.
Findings presented in this section are relevant to all samples that will be discussed in 
the following sections. Above discussed results is to verify that resonance does occur 
in the samples tested for this project.
7.2.2. 3%Si-Fe GOO°
GOO° material is a much more practical material compared to GO90° material since 
GOO0 is widely used for magnetic cores of transformers and motors. GOO° has good 
magnetic properties such as high permeability and low losses as well as has much 
lower magnetostriction than GO90°. In section 6.3, figure 6.12, resonance peak are 
observed for GOO° sample although peak-peak magnetostriction is much smaller than 
GO90°. With the magnetising frequency range of 0.5 kHz to 8 kHz, resonance peaks 
were detected up to 5th harmonic. Young’s modulus of GOO° was measured to be 111 
GPa (figure 7.11) which is comparable to the Young’s modulus value of 110 GPa 
obtained in [7.2] of the same sample. Calculated resonance at magnetising frequencies
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were 1.6 kHz, 4.7 kHz and 7.8 kHz for 1st resonant, 3rd harmonic and 5th harmonic of 
resonance respectively (table 7.2).
For GOO°, the magnetostriction was measured at every f niag = 0.25 kHz increments. 
The calculated first harmonic of resonance was 1.6 kHz and with uncertainty of ± 
8.91 %, calculated value could be between 1.46 kHz to 1.74 kHz. The measured value 
was 1.75 kHz and with 0.25 kHz increments. Hence, the measured value could like 
between 1.5 kHz and 1.75 kHz. Taking into account of the uncertainty range, 
measured first harmonic corresponds to the calculated value. Similar to first 
harmonic, the measured third and fifth harmonic of resonance was found to lie 
between expected values.
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Figure 7.11. Stress-strain curve of GO0° sample.
Table 7.2
Comparison of calculated and measured f„  for GO0°
n*
Harmonic
E
(GPa)
d
(kg/m3)
I
(mm)
f m (kHz)
Calculated Measured
1
111 7650 305
1.6 ± 0.14 1.75 ±0.13
3 4.7 ± 0.42 5.0 ±0.13
5 7.8 ±0 .69 7.75 ±0.13
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Power loss measurements were taken for GOO° to observe the power loss curve at 
resonant points. As mentioned in section 3.3.1, Thottuvelil et al reported an unusual 
behaviour of energy loss curves near resonance point for tape wound amorphous cores 
(figure 3.8) [7.3].
As shown in figure 6.13 and briefly discussed in section 6.3.1, similar unusual 
behaviour of power loss was observed for GOO° sample. Power loss increases with 
fmag up to 1 kHz and decrease by 44 W/kg at 1.5 kHz and increases again up to 3.5 
kHz and decreases by 257 W/kg at 4.25 kHz and continued to increase as a smooth 
curve up to 8 kHz for Bmax of 1.0 T. It is also reported in [7.3] that changes in core 
loss increases with increasing Bmax which also agrees to what is suggested in figure 
6.13. At Bmax = 0.5 T, power loss decreased by 12 W/kg from 1 kHz to 1.5 kHz and 
66 W/kg from 3.5 kHz to 4.25 W/kg.
The two points where power loss decreased was before the first two resonant points 
and no decrease in power loss was observed near 5th harmonic of resonance. In order 
to confirm the unusual behaviour of power loss, power loss of the GOO° sample was 
measured using the system described in [7.2] and similar behaviour was observed.
7.2.3. 3-Phase Transformer Core
The 3-phase transformer core as shown in figure 5.10 was built from 200 layers of 
GOO0 (UNISIL M089-27N) laminations and vertical displacement was measured at 
point 1, 2 and 3 and magnetostriction was measured at point 4. Corresponding 
acoustic noise was measured at point 1, 2, 3 and 5 respectively. This experiment was 
conducted to investigate different length laminations leading to the variability of noise 
output under PWM and sinusoidal excitation and predominant harmonics that exist 
near predicted resonant frequency of the core.
The 3-phase core was magnetized under sinusoidal and PWM voltage and the primary 
currents were independently adjusted to obtain balanced peak flux density, Bpeak 1.3 T
and 1.5 T in the limbs. Under PWM condition f s was varied between 1 kHz and 3 
kHz. The noise was measured in turn directly above point 1 to 5 and the
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corresponding core vibration was recorded.
Similar trends to figure 6.14 were found above the other points on the core surface at 
switching frequencies from 1 kHz to 3 kHz. In figure 6.14, the average values of 
acoustic noise and peak-to-peak displacement under sinusoidal excitation were 35.1 
dB and 2.0//mat 1.3 T. So as expected, maximum values of average acoustic noise 
and peak-to-peak displacement were found at m,= 0.5 (around 38.5% and 63.0% 
respectively more than under sinusoidal excitation). Atmy = 1.2, the acoustic noise and
displacements were around 25.9% and 39.0% respectively larger than under 
sinusoidal excitation because of over-modulation index reducing harmonic distortion 
in the kilohertz range in voltage waveforms. The decrease in peak-to-peak 
displacement and corresponding acoustic noise output with increasing modulation 
index was due to the lower harmonic content of the core flux density. It was also 
found that the noise and displacement fall with increasing fundamental frequency to 
100 Hz for the same reason. At 100 Hz, the average acoustic noise and peak-to-peak 
displacement were measured under PWM excitation for assigned modulation index, at 
1.3 T, f s = 3 kHz, the drop is more significant as shown in figure 6.15.
In figure 6.16, it was found that the average acoustic noise measured under PWM 
excitation was around 10-15 dB greater than under corresponding sinusoidal flux due 
to higher harmonics in the core vibration. It was also observed that an increase in 
switching frequency f s lead, under all conditions, to a reduction in the acoustic noise. 
At 1.3 T, it was found that around 2.0 dB (m, = 0.5) and around 2.5 dB (m, = 0.6) at 
lowest switching frequency (1 kHz) higher than at highest switching frequency (3 
kHz) respectively. In figure 6.17, it was found that around 1.9 dB ( m. = 0.5) and
around 2.0 dB ( mi = 0.6) at lowest switching frequency 1 kHz higher than at highest 
switching frequency 3 kHz respectively. So under all conditions, if switching 
frequency was varied from 1 kHz to 3 kHz, the maximal reduction of acoustic noise 
was around 2.5 dB. These results enhance the benefit on the performance of the 
transformer core at high value of switching frequency f s .
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It is suggested in figures 6.18 (a -  d) that displacement decreases with 
increasing f s where average peak-peak displacement for f s = 1 kHz is 3.9 jLUn , f s=  2
kHz is 3.7 j j m , f s=  3 kHz is 3.3 ( b n . Displacement results for both PWM and ac 
excitations correspond with acoustic noise results shown in figure. 6.14 where 
acoustic noise reduces with increasing f s .
From table 7.1, it can be observed that at point 2, both displacement and acoustic 
noise decrease with increasing modulation index. Also from table 7.2, it was observed 
that both displacement and acoustic noise decrease with increasing switching 
frequency. It was also observed that displacement and acoustic noise is much lower 
under sinusoidal excitation compared to PWM excitation. However, the displacement 
and acoustic noise produced at point 2 is higher than those produced in point 1. It was 
also observed in table 7.3 and 7.4 that at the corner regions of the limb, the 
displacement and acoustic noise at point 2 and point 3 were about 1 -  2 dB higher 
than those in point 1. Displacement and acoustic noise behavior at point 2 and point 3 
are similar and therefore only data from point 2 was used for analyzing.
Figure 6.19 (a - d) shows plots of displacement against flux density at point 2 and it 
can be seen that the displacement decreases with increasing switching frequency. It 
was observed in figure 6.20 that at lowest switching frequency f s=  1 kHz, the higher
harmonic contents of the displacement than at highest switching frequency f s=  3 
kHz, this was due to higher harmonic contents in the flux density waveform at lowest 
switching frequency f s=  1 kHz. Also, under all the PWM conditions, the harmonic 
contents of the displacement were much higher than under sinusoidal excitation.
The horizontal displacement on the side of the core at point 4 (see figure 5.12) was 
also measured and analyzed under sinusoidal and PWM excitation at 50 Hz and 100 
Hz respectively. From table 7.5, it was found that at low modulation index, m i -  0.5, 
average peak-to-peak displacement was 57.1% more than under sinusoidal excitation; 
at high modulation index, m, = 1.2, average peak-to-peak displacement was 14.3% 
more than under sinusoidal excitation.
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Table 7.6 shows that displacement decreases with increasing switching frequency. 
Compared with under sinusoidal excitation, it was found that the average peak-to- 
peak displacement was highest 71.4% at lowest switching frequency 1 kHz forB k at
1.3T; and lowest 47.6% at highest switching frequency 3 kHz for Bpeok at 1.3T. This
was due to the highest harmonic components of displacement at lowest switching 
frequency 1 kHz, and lowest harmonic components of displacement under sinusoidal 
excitation (figure 6.22).
Figure 6.23 (a) and (b) show the noise level measured above point 5 when the core 
was magnetized under sinusoidal flux and under PWM excitation with modulation 
indices of apparent 0.5 and 0.6 at three different f s . The noise measured under PWM 
excitation is around 10-15 dB greater than under corresponding sinusoidal flux.
As for magnetization under 100 Hz fundamental voltage, if m, was 0.5 and 0.6, the 
excitation voltage was not enough to magnetise the core to peak flux density of 1.3T. 
This is because of the limitation of variacs output range. Also, there was no 100 Hz 
(3-phase sinusoidal) power supply available and that is the reason why no 100 Hz 
sinusoidal excitation measurements were taken for all points.
Resultant acoustic noise level for the 3-phase transformer core under sinusoidal and 
PWM excitation was obtained from the average acoustic noise level of points 1, 2, 3 
and 5. It was found that the resultant acoustic noise measured under 50 Hz PWM 
excitation was around 8-13 dB greater than under corresponding sinusoidal flux due 
to higher harmonics in the core vibration. The resultant acoustic noise measured at 
low modulation, mi = 0.7 was around 3 dB greater than high modulation index, mi =
1.2 at /  = 100 Hz (table 7.7). From table 7.8, it was observed that at worst condition
(m;. = 0.5, 0.6, f s = 1 kHz), acoustic noise was around 14-15 dB and 13-14 dB greater 
than under corresponding sinusoidal flux at 1.3 T and 1.5 T respectively and the 
acoustic noise level decreased around 2 dB when the switching frequency was 
changed from 1 kHz to 3 kHz.
Results presented in section 6.3.2. indicate that a transformer core vibrates in a 
complex manner and it is difficult to relate core vibration to the longitudinal
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magnetostriction in any quantitative fashion. Due to inhomogenuities in the steel, the 
core vibrates not only in the plane of the laminations, but also perpendicular to them 
and it is this vibration which produces most noise [7.4].
Extrapolation of the results to larger cores infer that the phenomenon can possibly 
occur in cores with different length laminations (see figure 3.7) leading to variability 
of noise output according to how close the magnetising frequency or predominant 
harmonics are to the resonant frequency.
7.2.4. 3% Si-F eG 055°
G0550 sample is known as the hard to magnetise material compared to GO90° and 
GOO0 samples since the sample is magnetised along [111] directions. Magnetic 
domain in G0550 needs more energy to align towards the magnetising direction 
whereas, in GOO° sample, magnetic domains are more of less aligned towards to 
rolling direction, which is the magnetising direction. Although magnetostriction is 
near zero, G0550 sample is not of practical importance since it produces high losses. 
Magnetostriction of the Epstein sized G 0550 sample was measured not only to 
observed the amplitude of magnetostriction is near zero, but also to confirm 
mechanical resonance of such sample.
A large increase in peak-peak magnetostriction or the first resonant point was 
observed at f mag = 2.5 kHz for all Bmax (figure 6.24). At the first resonant point, 
magnetostriction increased up to 500% of magnetostriction at fmag — 2.25 kHz for Bmax 
= 1.0 T. It was only possible to magnetise up to fmag = 7.5 kHz for Bmax-  0.5 T and at 
this point, another increase in peak-peak magnetostriction was observed. This second 
increase at 7.5 kHz can be regarded as the 3rd harmonic of resonance assuming if 
Young’s modulus E  was not known.
From equation 7.1, assuming the 1st resonant point was at 2.5 kHz, E can be 
calculated as below.
fm
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2.5 x 103 
E
1
8x0.303 V 7650 
= 281 GPa
E of G055° was measured to be 266 GPa as observed in figure 7.12. Measured value 
of E from the stress-strain test was about 15 GPa difference from the E that is 
obtained from measured resonance peaks. Table 7.3 shows the comparison of 
calculated resonance frequency from measured E = 266 GPa with measured resonance 
frequency.
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Figure 7.12. Stress-strain curve of G 0550 sample.
y = 265.83 lE+9x - 41.069E+6
Rr = 999.672E-3
The calculated value of first resonance was 0.1 kHz less than the measured value and 
the 3rd harmonic of resonance was calculated to be 0.3 kHz less than the measured 
value. Here, the measurement interval at first harmonic of resonance was 0.25 kHz 
and 0.5 kHz at third harmonic. However, for both first and third harmonic, the 
measured value was found to be within the expected calculated value.
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Table 7.3
Comparison of calculated and measured f„  for G055°
----------71--------n
Harmonic
E
(GPa)
d
(kg/m3)
/
(mm)
f m (kHz)
Calculated Measured
1
266 7650 305
2 .410 .21 2 .510 .13
3 7.2 ± 0.64 7.5 10.25
It can be clearly seen in figure 6.24 that even in a material known to have near zero 
magnetostriction as the G 0550, mechanical resonance does exist and at first resonant 
point, peak-peak magnetostriction increases more than 10 times higher than other 
magnetising frequencies at Bmax = 1.0 T.
7.3. Magnetisation Induced Mechanical Resonance o f Non Oriented Samples
It is well known that non oriented steel is not isotropic and has small anisotropy, that 
is, both magnetic and mechanical properties are not quite the same in all directions in 
the sheet. In this section, magnetostriction measurement results of non oriented steels 
with 3 % and 6.5 % silicon content with 0.5 mm and 0.1 mm thickness respectively 
will be discussed.
7.3.1. 3% Si NO
At first resonance point, 2.25 kHz, peak-peak magnetostriction was 9.3 (i£ and 5.2 ji£ 
for 3rd harmonic of resonance, 6.5 kHz at BmaJC = 0.9 T (figure 6.25). Table 7.4 shows 
the comparison of calculated resonance frequency using the E = 191 GPa obtained 
from figure 7.13 with measured resonance frequency.
Similar to GO0° sample, the magnetostriction was measured at every f mag 0.25 kHz 
increments. Hence, the calculated value could between 1.8 kHz and 2.2 kHz whereas 
the measured value could be between 2 kHz and 2.25 kHz. Hence, the measured first 
harmonic corresponds to the calculated value. As for third harmonic of resonance, the 
calculated resonance frequency was 6.06 ± 0.54 kHz while the measured value of 6.5 
kHz lies within the expected value.
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Figure 7.13. Stress-strain curve of 3% Si NO sample.
Table 7.4
Comparison of calculated and measured/„, for 3% Si NO
IIth
Harmonic
E
(GPa)
d
(kg/m3)
I
(mm)
fm (kHz)
Calculated Measured
1
191 7850 305
2.02 ±0.18 2.25 ±0.13
3 6.06 ±0.54 6.5 ±0.13
7.3.2. 6.5% Si NO
Recently, a few electrical steel companies has produced a state-of-the-art flat-rolled 
non-oriented steel that is 0.1 mm thick with 6.5 % Si-Fe composition. This 6.5 % non­
oriented steel can be used in applications of high frequency transformer with its 
improved electrical resistance, low core losses, near zero magnetostriction, and high 
permeability. However, since mechanical resonance is a function of sample length (7), 
small high frequency transformers will exhibit a high resonance frequency. Although 
the material is said to have ‘zero’ magnetostriction, in practice, the right term for this 
material should be ‘near zero* magnetostriction since very small magnetostriction is 
still measured. Hence, at point of resonance, noise and vibration will still be a major 
concern.
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Variation of magnetostriction at various flux densities was measured for two samples 
of 6.5% Si NO with 0.1 mm thickness cut at 0° and 90° to the rolling direction.
As explained earlier in section 7.2.1, the non-linearity at the initial stage of the stress- 
strain curve was due to the clamping of the sample. Since the 6.5% Si NO materials 
are relatively thinner than the other electrical steel samples presented in this chapter, it 
is much more difficult to clamp the sample straight. Therefore in figure 7.14, although 
the stress is applied just above 0 MPa, the linear increase of the curve begins from 15 
MPa onwards. Figure 7.14 shows the measured E = 166 GPa for the 6.5% Si NOO° 
sample, of which the E value is used to calculate the resonance frequency of the 
sample and compared with the measured resonance frequency as shown in table 7.5. 
From figure 6.26, resonance peaks were measured at f mag — 2 kHz and 6 kHz for the 
6.5% Si NOO° sample whereas, resonance frequencies were calculated to be at 2.1 
kHz and 6.3 kHz for the 1st and 3rd harmonic respectively. Magnetostriction was 
measured at 0.5 kHz intervals and both first and third harmonic of measure resonance 
frequency was found to be within the expected range of calculated value.
140E+6
y = 166.293E+9x + 14.132E+6 
R2 = 999.544E-3 .120E+6
100E+6 
§  80E+6
60E+6co
40E+6
20E+6
000E+0
0.0001 0.0002 0.0003 0.0004 0.0005 0.0006 0.00070
Strain
Figure 7.14. Stress-strain curve of 6.5% Si NO0° sample.
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Table 7.5
Comparison of calculated and measured/„, for 6.5% Si NOO°
r r
Harmonic
E
(GPa)
d
(kg/m3)
I
(mm)
fm (kHz)
Calculated Measured
1
166 7430 280
2.1 ±0.19 2 ± 0.25 kHz
3 6.3 ±0.56 6 ± 0.25 kHz
Figure 7.15 shows the stress-strain curve of 6.5% Si NO90° sample from which E is 
213 GPa which is about 28% higher than E of 6.5% Si NOO° sample. Resonance 
peaks for 6.5% Si NO90° sample were measured at 2.5 kHz and 7 kHz. Table 7.6 
shows the comparison of calculated resonance frequencies with measured values of 
6.5% Si NO90° sample. Resonance frequencies were calculated to be 2.4 kHz and 7.2 
kHz for 1st and 3rd harmonics. The calculated resonance frequency was 2.4 ± 0.21 kHz 
and 7.2 ± 0.64 kHz for first and third harmonic respectively. Measured resonance 
frequency was found to agree within the uncertainty of the calculated value.
As mentioned in section 7.2.4, it is also shown in this section that although materials 
with higher silicon content that are known to have near zero magnetostriction, 
resonance does occur and at these resonance points, vibration increases significantly 
potentially causing additional noise to a transformer core that is built from such 
materials.
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Figure 7.15. Stress-strain curve of 6.5% Si NO90° sample.
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Table 7.6
Comparison of calculated and measured f m for 6.5% Si NO90°
---------- ----------
n
Harmonic
E
(GPa)
d
(kg/m3)
/
(mm)
f m (kHz)
Calculated Measured
1
213 7430 280
2.4 ±0.21 2.5 ± 0.25
3 7.2 ± 0.64 7.0 ± 0.25
7.4. Magnetisation Induced Mechanical Resonance of Ni-Fe Sample
Nickel is a very expensive material but when alloyed with iron in percentages of 30 -  
80%, nickel-iron (Ni-Fe) alloys having better magnetic properties than electrical 
steels such as high permeability and low coercivity. With very high relative 
permeability, low power loss and high electrical resistivity, Ni-Fe are much in 
demand for pulse transformers and like devices [7.5]. A sheet of 45% Ni-Fe was cut 
into 0.303 mm by 30 mm Epstein strips and since there might be stresses induced 
from cutting edges, the strips were then annealed. The Ni-Fe strips were annealed at 
1180 °C with 250 °C increments and cooled at the same rate to produced ideal 
magnetic properties of the samples. For 45% Ni composition, the saturation induction 
is about 1.6 T [7.6], the sample was magnetised from Bmax = 0.3 T to 0.9 T to have a 
sinusoidal flux without any feedback control.
In figure 6.28, first resonance peak was observed at 2 kHz and 3ld harmonic at 5.2 
kHz. Table 7.7 shows the comparison of calculated resonance using E as obtained 
from figure 7.16 with measured resonance frequencies. The calculated first harmonic 
of resonance frequency could between 1.58 kHz and 1.88 kHz whereas the measured 
value could be between 1.75 kHz and 2 kHz since magnetostriction was measured at 
fm a g  0.25 kHz increments. Hence, the measured first harmonic corresponds to the 
calculated value. At third harmonic of resonance, it was observed that the measured 
resonance frequency also agrees with the calculated value.
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Figure 7.16. Stress-strain curve of 45% Ni-Fe sample.
Table 7.7
Comparison of calculated and measured f„, for 45% Ni-Fe.
Harmonic
E
(GPa)
d
(kg/m3)
/
(mm)
fm (kHz)
Calculated Measured
1
120 8071 305
1.73 ±0.15 2 .010 .13
3 5 .21± 0 .46 5 .2510 .13
7.5. Damping
All matter such as solid, liquid and gaseous matter, is capable of vibration. Such 
vibration can be natural vibration or forced vibration. From the results shown in 
chapter 6 and the discussion in the previous sections, resonance can be described as 
the condition of maximum amplitude when the frequency of magnetostriction 
coincides with or when it is near the natural frequency of the electrical steel strips. In 
the absence of damping or other amplitude limiting devices, resonance is the 
condition at which a system gives an infinite response to a finite excitation. However, 
this is not the case for the results shown in this thesis. The resonance peaks are 
observed to be damped through dissipation of energy. At resonance the amount of 
energy lost due to damping is equal to the rate of energy supplied by 
magnetostriction.
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Damping has an effect on the 'sharpness' of a resonance or by the ‘Q-factor’ (quality
factor). The mathematical definition of the Q-factor is simply—ene,8y-st°l ( d—
energy dissipated
However, it is most easily understood as roughly the number of free oscillations the 
oscillator will complete before decaying to zero. Hence, a small amount of damping 
equates to a large Q, and a large amount of damping equates to a small Q as shown in 
figure 7.17.
f i - U
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E
<
_______i_______
Resonance frequency
Figure 7.17. Damping of resonance peaks in terms of Q
In the case of the electrical steel strips, damping is not localised and viscous but is 
usually distributed and mostly non-linear i.e. not simply proportional to velocity. 
Hence, other assumptions will have to be made and predictions regarding its 
behaviour damping can only be approximate.
7.6. Summary
A thorough investigation was carried out on Epstein sized GO90° sample to show that 
resonance occurs at the predicted resonance frequency offmag = 2 kHz. In addition, 2nd 
resonance mode (3rd harmonics of resonance) of the sample was also observed at f mag 
= 6.5 kHz during the investigation. Magnetostriction of GO90° strip was measured at
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fm a g  0.5 -  8 kHz under flux densities of 0.5, 0.7, 0.9 and 1.0 T. An increase in 
magnetostriction was found at resonance and this increase was also seen when 
measuring magnetostriction under magnetic fields of 200, 240 and 320 A/m. 
Magnetostriction was also measured at 6 various points along the sample to observe 
resonance at these points where increase in magnetostriction was found at f inag = 2 
kHz. The GO90° sample was then cut half in length (150 mm) and similar 
experiment was carried out to confirm predicted resonance at f mag = 4.2 kHz. 
Although the half cut sample was not magnetised up to f „ ag  = 4.2 kHz, no significant 
increase in magnetostriction was observed between f mag = 0.5 -  3 kHz. However, 
when s stack of five Epstein sized GO90° samples were bonded with adhesive tape 
and similar experiment was carried out, the 3rd harmonic of resonance was observed at 
fm a g  = 4.5 kHz; different from predicted 3rd harmonic at f mag = 6.3 kHz. The results 
from GO90° stack shows that the flux density distortion can affect the resonance 
mode of the sample or a transformer core.
As for the GO0° sample, 3 resonance modes were observed at f nag = 1.75, 5.00 and 
7.75 kHz for 1st, 2nd and 3rd harmonic of resonance respectively. An unusual 
behaviour of power loss curve was observed near resonance frequency where power 
loss increases with f mag up to 1 kHz and decrease by 44 W/kg at 1.5 kHz and increases 
again up to 3.5 kHz and decreases by 257 W/kg at 4.25 kHz. Acoustic noise and 
displacement results from the 3-phase transformer core show that both acoustic noise 
and displacement increases with increasing flux densities and magnetising 
frequencies. Acoustic noise output of a 3-phase transformer operating under PWM 
were around 10-15 dB higher than under sinusoidal flux showing the effect of the 
higher harmonics of the core vibration due to excitation waveform.
Results from near zero magnetostriction materials such as G 0550 and 6.5% Si NO 
also show that magnetostriction increases at predicted resonance frequencies and at 
least 2 resonance modes were observed for each material. Although higher silicon 
content and cut direction along the hard direction [111] produces low 
magnetostriction, at resonance point, magnetostriction is found to increase 
significantly. As for non oriented materials having very small anisotropy, mechanical 
resonance is found to be different for different cut directions of the samples where
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resonance modes occur at different f mag. Resonance frequency was also observed in 
45% Ni-Fe alloy with better magnetic properties than electrical steels. Again, two 
resonance modes were observed for 45% Ni-Fe.
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8.1. Conclusions
It is clearly shown in this thesis that materials that are used to make transformer cores, 
in particular, grain oriented, non oriented and nickel-iron alloys resonate at certain 
frequencies and at this point, the amplitude of vibration increases significantly; 
potentially adding to noise produced by transformer cores which already are a major 
environmental concern.
It can be concluded that there are five major factors to consider when designing a 
transformer core;
1) Dimensions
Equation 7.1 shows that the resonance frequencies are dependent on the length of 
the core. The smaller the transformer core is, the higher the resonance frequency 
will be. Hence, the length of the core where longitudinal vibration or 
magnetostriction occurs should be taken into consideration in particular small high 
frequency transformer core to avoid core being magnetised close to resonant 
frequency or its predominant harmonics.
2) Material selection
Having better magnetic properties by increasing silicon content in electrical steels 
not necessarily reduces the risk of a transformer core built from such material 
producing excessive vibration and acoustic noise. It was shown that near zero 
magnetostriction materials increases vibration at predicted resonance frequencies
3) Bonding method
Vibration and resultant acoustic noise output at clamped end was found to be 
smaller than free end. However, in a stack of bonded laminations, it was shown 
that flux density distortion can affect the resonance mode of a core. Although
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vibration and acoustic noise reduces at point of bonding, at resonance, vibration 
increases considerably. This is shown to imply that the phenomenon is indeed the 
cause of excessive noise found in some medium or high frequency power 
transformers and in transformers operating under distorted flux conditions. Hence, 
clamping or bolting a transformer core should be considered when designing a 
transformer core.
4) Excitation frequency
The resultant acoustic noise measured under PWM voltage was found to be 
greater than under corresponding sinusoidal condition due to higher harmonic 
contents in the core vibration. It was understood that care should be taken when 
selecting PWM magnetising frequencies especially in the case of inverters where 
the higher harmonic contents of vibration could indicate mechanical resonance 
phenomenon that is a possible cause of deterioration of a core performance by 
increasing vibration and acoustic noise.
Transformer cores having sinusoidal excitation such as power transformers 
operate at much lower frequencies (eg 50 Hz, 60 Hz) compared to PWM (eg 1 
kHz, 2 kHz etc) excitation. However, such power transformers can be larger in 
dimensions and as stated in 1), larger length of core will result in resonance 
occuning at much lower magnetising frequency.
Therefore, design of a transformer at desired excitation frequency should be 
careful selected to avoid excitation at or near resonance.
5) Harmonics o f vibration
Using equation 7.1, it can be calculated that a transformer core made from grain 
oriented material cut along rolling direction with length of 0.5 m would resonate 
at 0.95 kHz magnetisation. Although a transformer core of length 0.5 m may not 
be designed to operate at 0.95 kHz magnetisation, harmonics of vibration can 
coincide with the resonance frequency. It was shown that harmonics of vibration
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under PWM excitation can increase vibration and noise output of a transformer 
core.
Since, there are increasing numbers of renewable energy plants (e.g. wind 
turbines) the electrical energy is processed by means of PWM, there is a tendency 
to use the transformer as a "self-filtering" electromagnetic device. In such a case 
there are far more higher harmonics which can be dangerous if the natural 
frequency coincides with any of the higher harmonics. Hence harmonics of 
vibration should be taken into consideration when designing a transformer core.
8.2. Future Work
Harmonic analysis of the transformer vibration at different points on the core can be 
carried out at the normal operating frequency of such transformers. This can be 
followed by vibration measurement on the same points of the core but excited at 
expected mechanical resonance frequencies. Flux distortion of laminations should 
also be considered. Harmonics of transformer vibration can be quantified at the 
resonance frequencies and acoustic noise input from such harmonics can be analysed. 
It will also be useful to quantify long term transformer efficiency affected by such 
harmonics of vibration that coincide with the mechanical resonance of the transformer 
itself.
The present investigation has also given rise to extend mathematical approach in 
predicting mechanical resonance for cores made from materials used in this 
investigation but different geometries such as toroidal cores. Although the laser 
Doppler vibrometer has an advantage in ease of use to measure magnetostrictive 
vibration, in the case of toroidal cores, resistance strain gauges will be more 
advantageous. The Laser vibrometer can only measure vibration at a surface whereas 
strain gauges can measure displacement between the laminations of a toroidal core.
A further development to the current magnetostriction measurement system to an 
automated computer controlled system would be an added advantage. This can be 
done by using a high performance GPIB interface such as the NI-PCI-GPIB or a data
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acquisition card (DAQ) such as the NI-PXI-5922. Such interface or DAQ have only 
become commercially available in the last three years but the cost of the interface can 
be considerably high. LabVEEW can be used to communicate with signal generator, 
laser vibrometer and the oscilloscope. In addition, a digital feedback system can be 
integrated in the Lab VIEW program in order to magnetise to higher than 1.7 T while 
maintaining a sinusoidal B waveform. The computer controlled system would be able 
to produce more data points on the frequency against magnetostriction characteristic 
around the resonance points to improve the measurement accuracy.
T h a n t  P h y u  P h y u  P h w a y 8-4
a p p e n d ix  I -  P u b l is h e d  W o r k
Ap p e n d ix  I -  P u b l is h e d  W o r k
1. X G Yao, Thant P P Phway, A J Moses, F Anayi, “Magneto-mechanical resonance in a 
3-Phase transformer core under PWM voltage excitation”, Abstract submitted for poster 
contribution to IEEE International Magnetics Conference, January 2008, Madrid, Spain.
2. Thant P P Phway, A J Moses, “Magnetostriction trend of non-oriented 6.5% Si-Fe”, 
Contributed for poster presentation at 18th Soft Magnetic Materials, September 2007, 
Cardiff, UK. Paper to be published in Journal of Magnetism and Magnetic Materials.
3. Thant P P Phway, A J Moses, “Magnetisation induced mechanical resonance in 
electrical steels”, Journal of Magnetism and Magnetic Materials, Vol. 316, pages 468- 
471, 2007. Contributed oral presentation for 3rd Joint European Magnetics Symposia, 
June 2006, San Sebastian, Spain.
4. Yao X Guang, Thant P P Phway, A J Moses, F Anayi, “Acoustic noise and displacement 
analysis of a 3-phase transformer core under sinusoidal and PWM excitations”, XVII 
International Conference on Electrical Machines, 2006. Contributed oral presentation for 
XVII International Conference on Electrical Machines 514 OTM4-4, September 2006, 
Crete, Greece.
5. Thant P P Phway, S Zurek, T Meydan, D Walmsley, “Control tip oscillation in 
magnetostrictive dental scalers”, Journal of Sensors and Actuators A: Physical, vol 129/1- 
2, pages 167-171, 2006. Contributed oral presentation for 5th European Magnetic Sensors 
and Actuators Conference, July 2004, Cardiff, United Kingdom.
6. Thant P P Phway, A J Moses, D C Jiles, “Frequency dependence of magnetostriction for 
magnetic actuators”, Journal of Electrical Engineering, vol 55, No 10/S, pages 7-10, 
2004. Contributed oral presentation for Magnetic Measurements, June 2004, Prague, 
Czech Republic.
T h a n t  P h y u  P h y u  P h w a y
>AG-10<
Magneto-mechanical resonance in a model 3-phase 3-limb transformer 
core under sinusoidal and PWM voltage excitation
Xiao Guang Yao1, Thant. P. P. Phway2, A. J. Moses1 and F. Anayi1
*Wolfson Centre for Magnetics, School of Engineering, Caridff University, Queen’s Building, The Parade, Newport Road,
Cardiff CF24 3AA, Wales, UK 
2Schlumberger Drilling & Measurements, Unit 8, Kirkton Avenue, Pitmedden Industrial Estate, Dyce, Aberdeen AB21 OUB,
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This investigation presents the measurement results of acoustic noise and vibration for a model three-phase three-limb transformer 
core under sinusoidal and PWM voltage excitation for assigned value of modulation index with increasing switch frequency from 1 kHz 
to 3 kHz at no-load condition. Results imply that the acoustic noise decreased around 2 dBA with increasing switch frequency. 
However, the magneto-mechanical resonance phenomenon was observed at 1.5 kHz excitation frequency, which could cause excess 
acoustic noise under some excited conditions as well as affecting efficiency of the transformer core.
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I. In t r o d u c t io n
jNcreased environmental consciousness has given rise to 
further reduce the acoustic noise level of transformer core.
The causes and reduction of transformer noise has been the 
subject of extensive research articles even before discovering 
that magnetostriction was the main source of noise in 
transformer cores. However, only sinusoidal voltage supplies 
were considered in all these studies [1] [2].
Transformers subjected to PWM voltage excitation are 
becoming more common in industrial applications and 
renewable energy supply systems, such as active power line 
conditioning and wind turbine system [3] [4]. Therefore, 
improvement in the performance of transformer cores under 
PWM voltage excitation has become prominent. Very limited 
research work has been reported on acoustic noise level for 
transformer core under PWM voltage excitation [5], and also 
almost no study has been reported on magneto-mechanical 
resonance in transformer cores. If a transformer core is 
subjected to resonance under magnetisation, the vibration of 
the core can enhance the output acoustic noise of the core as 
well as flapping of laminations which could affect the 
efficiency of the transformer core.
In this investigation, acoustic noise and vibration behaviour of 
a model 3-phase 3-limb transformer core under sinusoidal and 
PWM voltage excitation for assigned value of modulation 
index with increasing switching frequency at no-load condition 
were analysed.
II. D efin itio n s
A. Modulation Index and Switching Frequency 
A PWM voltage waveform is obtained by comparing a
reference voltage waveform (modulating signal, usually 
sinusoidal) with a carrier voltage waveform (usually 
triangular). That is, the PWM waveform is a synthesis of a 
reference voltage waveform (amplitude A rej , frequency/)
and carrier voltage waveform (amplitude Ac , frequency f c) at
different frequencies. The PWM output voltage waveform 
synthesis is illustrated in fig. 1.
modulating
pulse width 
modulated
carrier
%
AM
Fig. 1. Pulse width modulating PWM waveform generated by comparison 
between sinusoidal control signal and carrier (triangular) signal.
Two key parameters which determine the performance of 
PWM inverters are modulation index ma and switching 
frequency f s (frequency of the carrier voltage waveform/ ). 
The modulation index ma is given by (1).
A.
=
r t f (1)
B. Sound Pressure Level
The acoustic A-weighted Sound Pressure Level (SPL) is 
given by (2):
Digital Object Identifier inserted by IEEE
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SPL(dBA) =  20 log
n_
10 (2)n ref
where n mea is the measured pressure level, n ref  is the
reference pressure level. The scale in (2) uses the hearing 
threshold o f 20 pPa as the reference level o f  0  dB.
C. Total Harmonic Distortion
The harmonic content o f a periodic waveform v (t)  is 
described by the Total Harmonic Distortion THD[% ] given by
THD [%] = & xlOO (3)
where v{t)  and are the amplitude o f  the fundamental and 
harmonic component o f order n , respectively.
III. E x p e r im e n t a l  s e t u p
A. M odel Transformer Core Construction
A  model 3-phase 3-limb transformer core was assembled by 
1000 laminations each o f 0.27 mm thick grain-oriented 3% 
silicon electrical steel which is believed to resonate when 
magnetised at approximately 1.5 kHz in the form o f  Epstein 
strips [6]. The core dimensions and positions at which acoustic 
noise and vibration were measured are shown in fig. 2. Since 
the transformer core is not necessarily symmetrical, an average 
noise should be measured instead o f  just one point o f  the 
transformer core. Therefore, noise level was measured at 4  
different point o f the core and acoustic noise level o f  the core 
was presented as an average value o f  the noise obtained at 
point 1, 2, 3 ,5  shown in fig 2.
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Fig. 2. Layout of the core showing positions o f measuring points.
B. Magnetising System
A 3-phase PWM inverter (Toshiba inverter TOSVERT VF- 
A3) was connected to three individual variacs, which supplied 
the three primary windings o f  the core and enabled the core to 
be magnetised at peak flux density value up to 1.5 ±  0.015 T at 
no-load condition. The primary and secondary windings, all
connected in delta configurations, had 50 turns o f copper wire 
each. The primary phase voltages could be adjusted by means 
o f  three individual variacs to produce equal flux densities in 
the three limbs. The magnetising system is shown in fig. 3.
Output voltage regulation function (OV %) is an important 
function in the PW M  inverter, which controls the modulation 
index and is varied over the range o f  40  % -  90  %, which 
corresponds approximately to modulation index ma from 0.5 
to 1.2. In this investigation work, OV % was selected 50 %, 
which corresponds approximately to modulation index ma = 
0.6 with switching frequency f s varied from 1 kHz to 3 kHz.
The fundamental magnetisation frequency was 50 Hz and 
the peak flux density was set to 1.5 T.
PW M  
Inverter  
Pow er —  V ariacSupplv^A^I -------|-£j_
3-Phase 
Transformer Core
-q fa -
Fig. 3. Magnetising circuit for the core under PWM voltage excitation.
C. Experim ental Procedure
The sound pressure level was recorded using a microphone 
(Briiel & Kjaer type 4231), which was placed 0.5 m vertically 
above points 1, 2, 3 and 5 in turn; the corresponding core 
vibration, which the vertical vibration o f  the core surface at 
points 1, 2, 3 and horizontal displacement on the side o f  the 
core at point 4  were measured using a single-point laser 
vibrometer (SPLV) [6]. The uncertainty o f  Sound Pressure 
Level measurement system u (d B )  is ±  0.2 dBA when 20 pPa
is at reference condition [2].SPLV is a non-contact vibration 
measurement technique that allows direct measurement o f  
velocity or displacement to an accuracy o f ±  2 nm. The sound 
pressure signal from microphone and vibration signal from 
SPLV were recorded by a digital oscilloscope (YOKOGAWA  
D L716 - 16CH), which displays and saves data in 16-bit 
resolution at 16 M s/s (sampling rate). The saved data was 
analysed using algorithms embedded in National Instrument 
Lab VIEW and Simplorer Simulation Centre software.
The core was assembled and dismamantled twice. At each 
time, the measurement was taken three times at each 
measuring point under each excitation condition. The 
repeatability o f  the resultant acoustic noise results was found 
to be around ± 1%  and the vibration results was around ±  2%.
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In order to measure the true acoustic noise and vibration 
produced only by the transformer core, the transformer core is 
isolated from the ambient noise, such as the noise generated by 
variacs, which could interfere with the measurement results. 
The transformer core, laser head and microphone was placed 
in the anechoic chamber (fig 4) while the magnetising system  
was placed outside the chamber. The anechoic chamber (width 
x length x height = 3.3 m x 2.1 m x 2.1 m) is insulated on all 
surrounding walls, including the ceiling with acoustically 
damped material.
Aneclioic Chamber
O scilloscope
C ondi tioiuiig 
Am plifier
— Acoustically Damping 
Material
Vibration Damping 
PaddingC o r e
The harmonic components o f vibration at point 2 and point 4 
were obtained by Fast Fourier Transform (FFT) method, 
performed with Day Post Processor in the Ansoft Simplorer 
environment. Fig. 5 to fig. 8 display the harmonic components 
o f vertical displacement at point 2, fig. 9 to fig. 12 display the 
harmonic components o f horizontal displacement at point 4 
under sinusoidal and PWM voltage excitation for assigned 
value o f  modulation index m a = 0.6 with switching frequency 
f s varied from 1 kHz to 3 kHz, at magnetising frequency /  = 
50 Hz, Bpeak=  1.5 T. The77/D[% ]of vibration at point 2 and
point 4 were also calculated using FFT analysis, which is 
shown in table 2.
„ - =  1 .1 0 9
^  0.750
Fig. 4. Vibration and acoustic noise measurement setup placed in an 
anechoic chamber.
IV. R e s u l t s  a n d  D i s c u s s i o n
Table 1 shows the resultant results o f  acoustic noise o f  the 
core, the average peak-to-peak vertical displacement at point 2 
and horizontal displacement at point 4 under sinusoidal and 
PWM voltage excitation for assigned value o f  modulation 
index m a = 0.6 with increasing switching frequency f s from 1 
kHz to 3 kHz, at f s = 50 Hz, = 1.5 T.
TABLE 1
Resu lta n t  a c o u stic  n o ise  a n d  a v e r a g e  d is p l a c e m e n t  u n d e r  sin u s o id a l
AND PWM VOLTAGE EXCITATION
Modulation Switching THD{%\
Waveform index frequency Point 2 Point 4
sine 50 Hz .. .. 27.5 11.1
1 kHz 42.4 43.2
PWM 50 Hz 0.6 2 kHz 39.7 40.4
3 kHz 38.4 37.2
0.5(H )
,52 0 .2 5 0
1.0 2.0 3 .0 4 .0 5 .0 6.0
s  Frequency Components of Displacement [kHz]
Fig. 5. Harmonic components of vertical displacement at point 2 under 
sinusoidal voltage excitation, f  = 50 Hz, B
peak
= 1.5 T.
Waveform Modulation
Switching
Resultant
acoustic
Displacement 
(micro meter)
index frequency noise
(dBA) Point 2 Point 4
sine 50 Hz - — 39.5 2.3 0.48
1 kHz 52.8 3.8 0.59
PWM 50 Hz 0.6 2 kHz 51.6 3.5 0.56
3 kHz 50.8 3.4 0.54
D.&
5
■©6
|
&
J
1 .7 8 1
1 .5 0 0
1 .2 5 0
1.0(H)
0 .7 5 0
0.5(H )
0 .2 5 0
0
0 2.0 3 .0 5 .0
TABLE2
THD[%] OF DISPLACEMENT UNDER SINUSOIDAL AND PWM VOLTAGE 
EXCITATION
Frequency Components of Displacement [kHz]
Fig. 6. Harmonic components o f vertical displacement at point 2 under 
PWM voltage excitation, f  = 50 Hz, nia = 0.6, f s = I kHz, Bpeak = 
1.5 T.
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Frequency Components of Displacement [kHz]
Fig. 7. Harmonic components of vertical displacement at point 2 under PWM 
voltage excitation, f  = 50 Hz, ffla = 0.6, f s = 2 kHz. B peak = 1.5 T.
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It is clearly noticed that the displacement decreases with 
increasing f s (see table 1). However, at f s =  3 kHz (fig. 8 and 
fig. 12), the amplitude of harmonic component at around 3 
kHz is higher than at f s =  1 kHz and 2 kHz, indicating
magneto-mechanical resonance.
The resultant acoustic noise measured under PWM voltage 
excitation is around 11-13 dBA greater than under 
corresponding sinusoidal condition due to higher harmonic 
contents in the core vibration (see table 2). The average 
vertical and horizontal displacement decreases by around 0.4 
pm  and 0.05 pm  with increasing switching frequency from 1 
kHz to 3 kHz is due to lower amplitude harmonic content o f  
the displacement. Similar trends were found for other points.
220.2
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Fig. 12. Harmonic components of horizontal displacement at point 4 under 
PWM voltage excitation, f  = 50 Hz, nia = 0.6, f s = 3 kHz, B pe^ k = 1.5 T.
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Fig. 8. Harmonic components of vertical displacement at point 2 under PWM 
voltage.excitation, f  = 50 Hz, m a = 0.6, f s = 3 kHz, B ^  = 1.5 T.
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Fig. 9. Harmonic components o f horizontal displacement at point 4
under sinusoidal voltage excitation, f  = 50 Hz, B
peak
= 1.5 T.
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Fig. 11. Harmonic components o f horizontal displacement at point 4 under 
PWM voltage excitation, f  = 50 Hz, VI0 = 0 .6 , f ^  = 2 kHz, = 1.5 T.
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Fig. 10. Harmonic components of horizontal displacement at point 4 under 
PWM voltage excitation, f  = 50 Hz, m a = 0.6, f s = 1 kHz, Bpe<]k = 1.5 T.
V . C o n c l u s io n s
Results shows that acoustic noise and displacement 
decrease with increasing switching frequency for the 3-phase 
core excited under PWM waveform. However, near the 
resonance frequency at f s = 3 kHz, amplitude of harmonic
component at around 3 kHz increases. The observed magneto- 
mechanical resonance phenomenon is a possible cause of
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deterioration o f a transformer core performance by increasing 
vibration and acoustic noise.
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Abstract
Non-oriented electrical steel is produced in strip form typically 0.35 mm to 1.0 mm thick and containing 0 % to 3 % (wt) silicon. It is well 
known that non-oriented electrical steel is not quite isotropic but has small anisotropy. In the last decade NKK produced 0.1mm thick, non- 
oriented steel 6.5 % Si which has applications such as in high frequency transformer due to its high electrical resistivity, low core losses, near 
zero magnetostriction, and high permeability. The magnetostriction of 6.5% silicon steel samples with dimensions 280 mm x 30 mm x 0.1 mm 
was measured when magnetized sinusoidally between 0.5 T and 1.0 T at frequencies between 0.5 kHz and 6 kHz. Test samples were clamped at 
one end and the peak to peak displacement of the free end was measured with the aid o f the Single Point Laser Vibrometer. The average peak- 
peak magnetostriction was 0.2 -  0.25 pe apart from a sharp rise to 1.2 pc at 2 kHz magnetizing frequency. This agrees well with the predicted 
value of 2 kHz for / = 0.28 m, d -  7430 kg/m3 and E = 166 GPa. This shows that although the 6.5 % silicon steel is often thought of as having 
near zero magnetostriction, care is needed to avoid lamination lengths corresponding to resonance points which could induce higher noise in 
laminated cores.
© 2008 Elsevier B.V. All rights reserved 
PACS: 43.35.+d: 42.79.Qx
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1. Introduction
NKK has produced a state-of-the-art flat-rolled non- 
oriented steel that is 0.1 mm thick with 6.5 % Si-Fe 
composition [1, 2]. This steel can be used in applications such 
as high frequency transformers due to its improved electrical 
resistance, low core losses, near zero magnetostriction, and 
high permeability.
Recently, the two most significant characteristics of 
transformer cores, i.e. power loss and noise, have been 
reduced considerably with improved material and core design. 
However, the base value of noise that results from 
magnetostriction is still a major environmental noise concern 
of the now highly industrialised world since noise is unwanted 
sound, a mellow sound to some, can be completely 
unacceptable to others. In addition to the noise caused by 
magnetostriction, all materials or bodies possessing mass and
elasticity are subject to vibration in the presence of external 
excitation [3]. Thus, transformer core materials generally 
require consideration of their oscillatory behavior especially at 
resonant frequency.
Magnetising frequency at resonance, f„  is described as the 
following in [4].
(1)
where E is the modulus of elasticity measured along the 
longitudinal direction of the sample, d  is its density, / is the 
sample length and n is the nth harmonic order.
From equation 1, it can be seen that the resonance 
frequencies are dependent on the length of the core where the
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smaller the transformer core is, the higher the resonance 
frequency will be. Although the 6.5 % Si-Fe material is said to 
have near zero magnetostriction, at point o f resonance, noise 
and vibration may be a major concern.
Variation of magnetostriction at various flux densities was 
measured for two samples of NO 6.5% Si-Fe 0.1 mm thick cut 
at 0° and 90° to the rolling direction.
2. Experimental Procedure
The purpose of measuring magnetostriction was to identify 
the magnetising frequency at resonance of the single strips of 
6.5% Si-Fe cut at 0° and 90° to the rolling direction. At 
resonance, displacement due to magnetostriction of the sample 
is expected to be high compared to the magnetostriction at 
non-resonance frequencies.
The measurement system was assembled from instruments, 
which were individually calibrated, where applicable. The 
system comprises two parts; the Single Point Laser 
Vibrometer [4] and a magnetising system. All measurements 
took place in an acoustically insulated room to help reduce 
external noise. The laser head and measured object was placed 
in a acoustic chamber (fig. 1) and the rest of the system was 
placed outside the chamber to ensure that noise and vibration 
from the equipments did not affect the measurement.
Sample
Solenoid
Clamp
Yoke
Laser head
Fig 1. Laser head, sample and magnetising setup located in the acoustic 
chamber
The magnetizing system was connected as shown in Fig. 2 
to study vibration modes o f the single laminations. A 40 MHz 
arbitrary waveform generator is used for ac signal generation. 
A pre-amplifier is connected in parallel with a power amplifier 
and it is used for the coarse and fine control of the audio 
power amplifier. The peak flux deasity was deduced from the 
emf induced in a secondary coil wound around the test sample. 
Displacement output from the SPLV, the voltage signal in the 
secondary coil and the magnetising signal in the primary coil 
were saved on a floppy disk using a digital oscilloscope (10 
Ms/s sampling rate). National Instrument Software LabVIEW 
7.0 was used for data collection and analysis.
The non-oriented samples (table 1) were sinusoidally 
magnetised at peak flux densities, B^  of 0.5 T to 1.0 T at 
frequencies between 0.5 kHz and 7 kHz. The instantaneous 
magnetic flux density, b o f the sample was measured using a 
secondary coil wound on the sample. Under sinusoidal ac 
conditions, source voltage is adjusted using the pre-amplifier 
to give an average value of the secondary rectified voltage Vmg,
which can be related to the amplitude of the maximum value 
of the intrinsic magnetic flux density, Birw by the equation:
vms =  4A f24 /„ „ s B „ „ (2)
where N, is the number of turns of the search coil, f  is theJ  mag
magnetising frequency and A is the cross sectional area of the 
test sample.
Each measurement was repeated 5 times and the average of 
peak-to-peak magnetostriction was found. To ensure good 
repeatability, each set of measurements was taken at different 
times between each sample being removed and re-clamped. 
The system had an uncertainty of 8.4% for 5 repeated 
measurements.
Signal Generator
Data analysed using LabVIEW
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Fig 2. Schematic diagram of the magnetising system.
Table 1
Sample
Cut 
Direction 
to lolling 
direction
Silicon
Content
(%)
Density,
d
(kg/m3)
Width
(mm)
Length, 
I (mm)
Thickness
(mm)
NO 0° 6.5 7430 30.0 280 0.10
NO 90° 6.5 7430 30.0 280 0.10
Young’s modulus of each sample was measured to 
calculate the magnetising frequency at resonance of the 
samples (equation 1). Each sample was clamped at both end 
and tensile load was applied continuously up to 1 kN. The 
load values were then divided by cross-sectional area of the 
sample to obtain stiess in N/m2 and plotted against 
corresponding strain. Young’s Modulus of each sample was 
obtained from the slope of the stress-strain curve.
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3. Results and Discussion
Fig 3. and fig. 4 show the peak-peak magnetostriction 
against various f mag at Bmax = 0.5 T to 1.0 T for the NOO° and 
NO90° sample respectively. Resonance peaks were observed 
at fmag = 2 kHz for NOO° sample. For the same material, 
another rise in peak-peak magnetostriction was observed from 
5 kHz to 6 kHz. Hence, vibration at 6 kHz could be regarded 
as the 3rd harmonic of resonance for the NOO° sample. As for 
NO90° sample, resonance peaks were observed at 2.5 kHz and 
7 kHz for all values of Bmax.
—  Bmax = 1 .OT
—  Bmax = 0.9T 
♦  Bmax = 0.7T
Bmax = 0.5T
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Fig 3. Peak-peak magnetostriction. A.T against magnetising frequency. 
f mng for NOO° at B„un = 0.3 T, 0.7 T. 0.9 T and 1.0 T.
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Fig 4. Peak-peak magnetostriction, An, against magnetising frequency./,,^ 
for NO90° at = 0.5 T. 0 J  T, 0.9 T and 1.0 T.
Table 2 shows the comparison of calculated resonance 
frequencies with measured values of both samples. In each 
case, the fundamental resonant point and its 3rd harmonic 
correspond well with the calculated theoretical value. 
Resonance frequencies were calculated to be at 2.1 kHz and
6.3 kHz for the 1st and 3rd harmonic respectively for NO0° and
2.4 kHz and 7.2 kHz for 1st and 3rd harmonics respectively for 
NO90°. Non-oriented steels have very small anisotropy and it 
was observed that resonant point o f NO0° and NO90° samples 
occur at different magnetising frequencies.
Similar resonance behavior has been found in Epstein sized 
3% Si-Fe grain-oriented strips cut at 0° and 90° to rolling 
direction [4].
The measurements were carried out on single strips but 
similar effects would be expected in longer laminations of 
stacked transformer cores. However, some small differences in 
actual values of resonant frequencies would occur due to non-
uniform flux density exists in stacks.
The results show that the magnetostriction can increase 
from close to zero to over 1 micro-strain if the core is 
magnetized or has significant harmonic flux corresponding to 
resonance frequency. So although a core made from such near 
zero magnetostriction material will have low noise, it can be 
much higher than expected from some dimension/frequency 
combinations which need to be avoided.
Table 2
Test sample parameters and comparison of calculated and measured resonance 
frequencies. _____________________________________________________
Sample E(GPa)
d
(kg/m3)
/
(m)
N
(harmonic
number)
(kHz)
Calculated Measured
NO0° 
(Fig 3.)
166 7430 0.28 1 2.1 2
3 6.3 6
NO90° 
(Fig 4.) 213 7430 0.28
1 2.4 2.5
3 7.2 7.0
4. Conclusions
The measured ac magnetostriction of 6.5% Si-Fe strips was 
confirmed to be close to zero provided mechanical resonance 
did not occur. If operated close to such resonance points, the 
magnetostriction is amplified and can lead to unexpectedly 
high acoustic noise from low magnetostriction transformer 
cores.
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Abstract
Extensive research has been carried out over the years to reduce the acoustic noise resulting from vibration of electromagnetic cores 
mainly caused by magnetostriction. This paper presents the results o f a basic experimental study of magnetostriction in strips of grain 
oriented electrical steel commonly used in electromagnetic cores which gives an important new understanding of the phenomenon. 
Results suggest that a transformer core assembled from laminations o f grain-oriented electrical steel around 0.3 m long would resonate at 
a magnetising frequency of 1.5 kHz which could result in excessive vibration and noise.
< 2007 Elsevier B.V. All rights reserved.
PACS: 43 .35 .+ d; 42.79.Qx
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1. Introduction
Grain-oriented 3% S i-F e  electrical steels are w idely used  
for m agnetic cores o f  transform ers and m otors. Extensive 
research has been carried out oxer m any years to reduce 
transformer acoustic noise resulting from  core vibration  
partly caused by m agnetostriction  o f  the core steel. 
However, not many researchers highlight the im portance  
of mechanical resonance in the m aterials.
Recently, the two m ost significant characteristics o f  
power transformer cores, i.e. loss and n oise, have been  
reduced considerably with im proved m aterial and core  
design. However, the base value o f  noise that results from  
m agnetostriction is still an environm ental noise concern o f  
the highly industrialised world.
M oses et al. [1], measured the variation o f  m agnetostric­
tion with m echanical stress and m agnetising frequency o f  
fully processed non-oriented electrical steels o f  different 
textures. They found that m agnetostriction  reduces with  
increasing m agnetising frequency and that stress sensitivity  
of m agnetostriction was dependent on the degree o f  
texture.
C  orresponding author. Tel.: + 442920876729: fax: + 442920879538. 
E-mail address: thantpfrtcf.ac.uk (T.P.P. Phway).
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M oses and Pegler [2], dem onstrated the possibility o f  
producing im proved transformers by bonding stacks o f  
silicon iron lam inations together with flexible adhesive 
thereby reducing m agnetostrictive vibrations o f  the lami­
nations. They showed that although the pattern o f  
vibration o f  certain lower frequencies and total noise 
output o f  a lOOkVA transformer core at the same 
m agnetising frequencies was reduced only by 3dB  
(A -w eighted noise) below  that o f  a bolted core. It was 
assum ed that other factors such as resonance o f  external 
parts o f  yoke clam ps, tie rods etc. were contributing to 
noise in transformer cores although the core vibration itself 
fell up to 10-fold.
W hen a sample is clamped at one end and magnetised, 
resonance occurs as a function o f  magnetising frequency and 
velocity o f  magnetostrictively-induced velocity o f  sound 
waves, r in the material as given in Eq. (1). The resonant 
condition occurs when the length o f the sample is one 
quarter o f  the w avelength o f  the sound, /.. Higher harmonics 
arise when the frequency is high enough to cause the waves 
to traverse the length an integer number o f  times. Therefore, 
the nth  harm onic o f  resonant frequency,/,, can be obtained 
as a function o f  sample length as in Eq. (2):
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where E  is the m odulus o f  elasticity measured along the 
longitudinal direction o f  the sam ple, d  is its density, / is the 
sample length and n is the »th harm onic order. M agnetos­
triction is simply defined as the change in length o f  the strip 
under magnetisation. The change in length is independent 
of the sign o f  the m agnetising waveform  and therefore, the 
magnetising waveform is half o f  the m agnetostriction  
frequency. Therefore, the m agnetising frequency at reso­
n a n c e , c a n  be described as
n [E
\~d' (3)
Fig. 1 shows calculated /„, in the fundam ental m ode o f  
vibration with corresponding core length using Eq. (3) for 
3% Si-Fe grain-oriented steel cut at 0° to the rolling 
direction. This suggests that a transformer core having 
length o f approximately 0.30 m would resonate under 
1.5 kHz magnetisation. In reality, a transformer core o f
0.30 m length is not magnetised at 1.5 kHz, however,
harmonics o f  induced flux can coincide with the resonance 
frequency. Also, vibration m odes o f  practical transformers 
would be different from those o f  single strips. However, 
existence o f  such resonance in single strips implies that 
similar resonance could exist in lam inations o f  practical 
transformer cores. Such resonance may produce excessive 
core vibration and noise as well as possible failure in 
transformer cores due to coating dam age by lam inations 
rubbing against each other. Hence, it is im portant to 
understand the vibration m odes o f  lam inations in order to  
avoid this situation particularly in high-frequency cores. 
The noise problem is becom ing o f  increasing industrial 
importance particularly in equipm ent subjected to high 
frequency and harmonic m agnetisation.
2. Experimental approach
Hirano et al. [3] com pared m easurement o f  m agnetos­
triction o f  silicon steel sheets using laser displacement
4.5-1 
4 -
metre and a laser vibrometer. The silicon steel sheet was 
500 mm x 100 mm and 50 Hz magnetisation was excited 
along 90 to the rolling direction o f  the sheet. They found 
that the characteristics o f  peak-peak magnetostriction 
measured by laser displacement metre agreed well with 
that obtained using the laser vibrometer. Such optical 
techniques open the possibility o f  measuring magnetostric­
tion in instances where it is not practical to attach strain 
gauges. A lthough optical techniques have much higher 
resolution than traditional resistance strain gauges or 
accelerometers in measuring magnetostriction, one must 
consider the cost and specifications that will suit individual 
applications.
In this investigation, magnetostriction o f  3% Si-Fe  
grain-oriented steel strips cut at 0° and 90° to rolling 
direction with dim ensions 303 mm x 30 mm x 0.27 mm was 
measured over the frequency range o f  0.5 kH z-8 kHz. One 
end o f  each test sample was clamped and the displacement 
amplitude o f  the free end was measured with the aid o f  the 
single-point laser vibrometer (SPLV) from which peak-to- 
peak m agnetostriction was determined. The SPLV (Polytec 
O FV -3001/303) has a resolution o f  0.002 pm and focuses 
sample surfaces as small as 25 pm.
A magnetising system was connected as shown in Fig. 2 
to study vibration m odes o f  the single laminations. 
A  40 M H z arbitrary waveform generator is used for AC  
signal generation. A pre-amplifier is connected in parallel 
with a power amplifier and it is used for the coarse and fine 
control o f  the audio power amplifier. The peak flux density
3 .5 -  
_  3 -N
SC 2 .5 -  m
¥  2_  
^  1.5-
1 -
0 .5 -
0--
0
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-0.H i.itw l B B  8
Laser Controller
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1— c G f t h r t e c
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Data analysed using Lab VIEW
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Fig. 1. fm as a function o f  length o f  core, / for single-phase transformer 
core assembled from 3% S i-F e grain-oriented cut at 0° to rolling 
direction.
Voltmeter
Fig. 2. Schematic diagram o f the magnetising system.
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was deduced from the E M F  induced in a secondary coil 
wound around the sam ple. A  flux closure yoke w as used to 
com pensate for air flux.
Displacement output from  the SPL V , the voltage signal 
in the secondary coil and the m agnetising signal in the 
primary coil were saved on a floppy disk using a digital 
oscilloscope (10 M s/s sam pling rate). N ation a l Instrument 
Software LabVIEW  7.0 was used for data collection  and  
analysis.
The samples were sinusoidally  m agnetised at peak flux 
densities, Bmilx o f 0 .5 -1 .0 T . The instantaneous m agnetic  
flux density, B o f  the sam ple w as m easured using a 
secondary coil wound on the sam ple. U nder sinusoidal A C  
conditions this gave an average output voltage, V.tvil which  
can be related to the am plitude o f  the m agnetic flux density
#mux by
r .ng =  4 NAJ'Bmax, (4)
where N  is the number o f  turns on the search coil ( =  10), 
/  is the magnetising frequency and A is the cross sectional 
area o f the sample ( =  8.1 x 10“ 6). Each m easurem ent was 
repeated five times and the average o f  peak-to-peak  
m agnetostriction was found. To have a good  repeatability, 
each set o f  m easurements w as taken at different times 
having the samples rem oved and re-clam ped. The peak-to- 
peak m agnetostriction values have uncertainty o f  3.5%  for 
five repeated measurements.
3. Results and discussion
Table 1 shows a com parison between calculated  
and measured f „  o f  both 0 and 90c grain-oriented  
material. In each case, the first resonant point and its 
harmonics correspond well w ith the calculated theoretical 
value.
Eigs. 3 and 4 show the variation in m agnitude o f  peak- 
to-peak m agnetostriction w ith m agnetising frequency for 
0 and 90: samples, respectively. A t 1.56 kH z the vibration  
increased by a factor o f  around 320%  due to resonance 
followed by an increase o f  200%  and 160% at 4.5 and
7.5 kHz, respectively. These correspond to  the m echanical 
resonance m odes o f  the 0 grain-oriented steel under test.
Similar resonance characteristics were found in the 90 
material where at 2 kH z resonant point occurred, vibration
caused by m agnetostriction increased 400% and 150% at
6.5 kH z. A lthough the 90° material is o f  no practical 
im portance, results confirm the predicted effect o f material 
param eters on resonance.
A lthough the m easurem ents were carried out on 
single strips, similar effects would be expected in 
stacks o f  transformer lam inations o f  the same dimensions 
as the strips. Therefore, som e differences would occur due 
to non-uniform  flux density wdiich is known to exist in 
stacks.
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Fig. 3. M agnetostriction as a function o f  magnetising frequency o f  3% 
S i-F e  grain-oriented 0 sample at Bmax =  0.5, 0.7, 0.9 and 1.0T.
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Fig. 4. M agnetostriction as a function o f  magnetising frequency o f  3% 
S i-F e grain-oriented 90 sample at Bnax =  0.5, 0.7, 0.9 and l.OT.
Table 1
Test sample parameters and com parison o f  calculated and measured resonance frequencies
Sample E  (G Pa) p (kg m3) / (m) N  (harmonic number) f„  (kHz)
Calculated Measured
1 1.56 1.70
3 4.69 5.00
7650 0.303 5 7.82 7.50
1 2.07 2.00
3 6.20 6.50
0 (Fig. 3) 110
90 (Fig. 4) 193
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4. Conclusions
The basic m agnetostriction o f  sim ilar size lam inations in 
a stacked transformer core o f  0 m aterial, w ould be likely 
to resonate if  m agnetised at 1.56 k H z resulting in excessive 
vibration and acoustic noise unless it was naturally  
damped. E xtrapolation o f  the results predict possible  
resonance effects in larger cores. This is show n to im ply  
that the phenom enon can be the cause o f  excessive noise  
found in som e m edium  frequency pow er transform ers and  
in transformers operating under distorted flux conditions. 
The high vibration in the resonant state could  also lead to 
long term deterioration o f  lam ination coatin g and possible  
core failure. Therefore, m ore care should be taken in such 
cases to control or avoid  the phenom enon.
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Acoustic Noise and Displacement Analysis of a 
3-Phase Transformer Core under Sinusoidal and 
PWM excitation
Yao X. Guang, Thant P. P. Phway, Anthony J. Moses and Fatih Anayi
Abstract—Transformers are key elements in power generation, 
transmission and distribution. In industrial applications such as 
line conditioning, electrified railway power systems, PWM dc-dc 
power converters, transformers subjected to PWM voltage 
excitation are becoming more common. Recently, increased 
attempts are being made to attain a better understanding of 
transformer core noise which is partly generated by core 
vibration due to magnetostrictive properties o f the core 
lamination. The variation o f the acoustic noise in a three-phase 
transformer core under no-load condition with switching 
frequency in the range 1 kHz - 3 kHz and different modulation 
indices were measured (magnetization frequency 50 Hz-100 Hz; 
induction 1.3 T-1.5 T). The noise under PWM excitation was 
around 10-15 dB more than under sinusoidal flux. The core 
surface vibration causes higher sound pressure level.
Index Terms—Acoustic noise, Laser vibrometer, PWM, 
Switching frequency.
i. In t r o d u c t i o n
P ulsating forms o f  voltage excitation produced by PWM (Pulse Width Modulation) frequency converters result in 
an increase in losses in soft magnetic materials compared to a 
sinusoidal supply [1], Now, more and more applications such 
as electrified railway power system, active power line 
conditioning, ac-ac converter and PWM dc-dc power 
converter are based upon classical rectifiers to store 
electrostatic energy by means o f  a dc-link while the inverter in 
active mode is used to inject power to the grid network [2-3]. 
In these applications, transformers are therefore subjected to 
PWM voltage excitation, due to PWM control o f  the converter 
[4-7], So tight regulations on energy management in the 
context o f distributed generation and renewable sources will 
strengthen the position in the market o f  active power line
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conditioners, o f  which transformers under PWM supply are 
essential elements [8]. Therefore, improvement in the 
performance o f  transformers under PWM supply is relevant.
Recently, increased attempts have been made to attain a 
better understanding o f  transformer core noise generated by 
core vibration. This has been prompted by the increased 
environmental importance o f  such noise.
In order to reduce the acoustic noise level, much extensive 
research has been carried out over the years. The 
magnetostriction in T-joints and comers had already been 
analyzed in [9-12] and acoustic noise for the cores had been 
analyzed under different configuration such as SSL (single- 
step lap joint assembling) and MSL (multi-step lap joint 
assembly) [13-17], However, only sinusoidal voltage supplies 
were considered in all these studies.
In this paper, vibration and its resulting no-load noise o f a 
3-phase transformer core have been measured under 
sinusoidal and PWM excitation, the results o f  acoustic noise 
and corresponding vibration had been analyzed, and 
contribute towards a better understanding for the influence o f  
modulation index and switching frequency on the 
performance o f  the core.
II. T h e o r e t ic a l  B a s i s
A PWM voltage waveform is obtained by comparing a 
reference voltage waveform (modulating signal, usually 
sinusoidal) with a carrier voltage waveform (usually 
triangular). That is, the PWM waveform is a synthesis o f a 
reference voltage waveform (amplitude A r e f , frequency f )
and carrier voltage waveform (amplitude A c , frequency f c ) at
different frequencies. The modulation index 777, and frequency
ratio 777^  are given by (1) and (2) respectively.
The PWM output voltage waveform synthesis is illustrated 
in Fig. 1.
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Fig. 1. Generation of PWM voltage waveform
The three significant parameters which determine the 
performance o f  PWM inverters are modulation index m i ,
carrier index (frequency ratio) m  f and the frequency o f  the
carrier voltage waveform or switching frequency / ’ .
The acoustic Sound Pressure Level (SPL) is given by:
S P L (dB )  =  20  log  j (3)
where n mca is the measured pressure level, n ref is the
reference pressure level. The scale in (3) uses the hearing 
threshold o f 20 pPa as the reference level o f  0 dB.
III. E x p e r im e n t a l  P r o c e d u r e
A three phase, three limb laminated transformer core was 
assembled from 200 layers o f  0.27 mm thick grain-oriented 
3% silicon steel (UNISIL M 089-27N). The density and 
resistivity o f the material were 7650 kg/m3 and 46 pQcm  
respectively. The core mass was 96.1kg. The overall 
dimensions as well as position o f  primary and secondary coil 
windings are shown in Fig.2.
Epstein strips (300 mm x 30 mm) o f  the same batch o f  
materials cut at parallel to the rolling direction were 
magnetized under sinusoidal flux density and PWM voltage 
waveforms in a single strip tester. The PWM waveforms were 
generated by a waveform generator (TGA1230 30MHz 
Arbitrary Waveform Generator). The single strip samples 
were magnetized individually at 1.3 T and 1.5 T respectively 
having one end clamped and magnetostriction, k  at the free 
end was measured with the aid o f  a single point laser 
vibrometer, SPLV [18], SPLV is a non-contact vibration 
measurement technique that allows direct measurement o f  
velocity or displacement to an accuracy o f ±  2 nm.
Three single strip samples were selected, and for each 
sample, the magnetostriction k  was measured three times. 
Table. 1 shows average peak to peak results in pe (micro 
strain). It can be observed that at low  m i , k  is larger than that
at high m i and that at the same m i , k  decreases with
Table.1
Corresponding magnetostriction of single strip under sinusoidal and PWM 
excitation.
Wavefor
m /(H z ) m i m f
A x  106(m) 
at 1.3 T
A x  1 O'6 (m) 
at 1.5 T
Sinusoidal 50 - - 0.21 0.50
PWM 50 0.5 15 0.36 0.64
PWM 50 0.8 15 0.32 0.61
PWM 50 0.8 55 0.26 0.55
PWM 50 1.0 15 0.29 0.58
PWM 50 1.2 15 0.27 0.56
PWM 100 0.8 15 0.61 0.88
The 3-phase transformer core was clamped with a non­
magnetic bar having bolts at each end (Fig. 2).
600min
lOnun
_L
llOmm
-Windings-
135inm
Point?
Point4
Fig. 2. Layout o f  experimental 3-phase transformer core showing positions of 
measuring points
Fig. 3. shows the magnetizing circuit o f the core assembly. 
A 3-phase PWM inverter (Toshiba inverter TOSVERT VF- 
A3) was connected to three independent variacs, which 
supplied the three 50-tum primary windings o f  the delta- 
wound transfonner core under no-load condition, and were 
used to keep the three winding voltages balanced. The voltage 
applied to the primary windings, the induced voltages in the 
50-tum secondary windings, the sound pressure level was 
recorded using a microphone (Brtiel & Kjaer type 4231) and 
vibration signal from SPLV were recorded by a digital 
oscilloscope (YOKOGAWA DL716 - 16CH Digital Scope). 
The digital oscilloscope has plug-in high voltage isolation 
modules which display and save waveforms in 12-bit 
resolution at 10 MS/s. All displayed wavefonns are saved in a 
floppy disk and data is analyzed using algorithms embedded 
in National Instrument Lab VIEW software.
increasing m
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Fig. 3. Magnetizing circuit o f the 3-phase transformer core
The transformer core was placed horizontally on a table in 
an acoustic chamber. The magnetizing system was located in a 
separate measurement room. Acoustic noise and vibration 
were measured using the setup shown in Fig.4 where amplifier 
is placed in the acoustic chamber and oscilloscope placed 
outside the anechoic chamber. The microphone was placed 0.5 
m vertically above the core and moved from points 1 to 5 in 
turn and moved between measurements. The vibration o f  the 
core surface at the same points was measured with the SPLV.
Amplifiei
M icrophoneL a se r
H e a d
O scilloscope
voltage and the primary currents were independently adjusted 
to obtain balanced peak flux density, B peak 1.3 T and 1.5 T in
the limbs. Under PWM condition f s was varied between 1
kHz and 3 kHz. The noise was measured in turn directly 
above point 1 to 5 and the corresponding core vibration was 
recorded. Figs. 5 and 6 show the noise level measured above 
point 5 when the core was magnetized under sinusoidal flux 
and under PWM excitation with two values of OV 
(corresponding to modulation indices o f  apparent 0.5 and 0.6) 
at three different f s . The noise measured under PWM
excitation is around 10-15 dB greater than under 
corresponding sinusoidal flux due to higher harmonics in the 
core vibration.
Noise Level 
SPL(dB)
■ PWM 50Hz 40% 
PWM 50Hz 50% 
Sine 50Hz
5 0 .0  -
1kHz 2kHz 3kHz Sine
Frequency
Surface of 
the Core
Fig. 4. Vibration and acoustic noise measurement setup placed in an anechoic 
chamber
Throughout the experimental work carried out, the Output 
Voltage Regulation Function, OV (%) in the PWM converter 
was varied in the range 40% - 90%, which corresponds 
approximately to the range o f  modulation indices 0.5 -  1.2. 
Moreover, the carrier signal frequency (switching 
frequency, f s ) was varied in the range 1 kHz - 3 kHz while
the reference signal frequency (fundamental frequency /  o l 
magnetization) was set to 50 Hz and 100 Hz respectively.
Vertical displacement o f  the core surface at points 1, 2, 3 
and 5 and horizontal displacement o f  the side ol the core at 
point 4 (Fig. 2) were measured using the SPLV.
IV. Ex p e r im e n t a l  R e s u l t s  a n d  D is c u s s io n s  
The core was magnetized under sinusoidal and PWM
Fig.5. Comparison o f SPL under PWM excitation with values of f  — 1 ,2  and 
3 kHz, OV%=40% and 50%, with that under sinusoidal conditions ( f  = 50 Hz,
^ =I3T>
Noise Level 
SPL(dB)
PWM 50Hz 40% 
-  C PWM 50Hz 50% 
n  Sim 50Hz
lk  Hz 2kHz 3kHz Sine
Frequency
Fig.6. Comparison o f SPL under PWM excitation with values of 1,2 and 3 
kHz, OV%=40% and 50%, with that under sinusoidal conditions ( f  =50 Hz,
* U =1-5T>
Fig. 7 shows the drop o f acoustic noise above point 5 on the 
core as the modulation index is increased over its full range at
1.3 T, 50 Hz fundamental, f s at 3 kHz. However, it is around 
8 dB higher than the sinusoidal value even at OV of 90%
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for f s at 3 kHz.
The noise was measured at 1.3 T, 100 Hz fundamental, 
f s at 3 kHz, and the drop was more significant as shown in
Fig. 8.
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Fig. 7. Acoustic noise SPL under sinusoidal ( f  = 50 Hz, Bpeak= L3 T) and 
PWM excitation at point 5 with f  50 Hz, f  ^= 3 kHz, Bpeak = 1.3 T and
OV %=40% - 90%
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Fig. 8. Acoustic noise SPL under PWM excitation at point 5 with f  — 100 Hz, 
f t = 3 kHz, £  = 13 T and OV %=40% - 90%
Under 100 Hz fundamental voltage, if  OV% was 40% and 
50%, the excitation voltage was not enough to magnetize the 
core to peak flux density o f  1.3T. This is because o f  the 
limitation o f  variacs output range. Also, there was no 100 Hz 
(3-phase sinusoidal) power supply available and that is the 
reason why no measurement o f  100 Hz was taken.
Fig. 9 shows the variation o f  both the peak-peak 
displacement above point 1 and the acoustic noise with 
modulation index at a fixed peak flux density, B peako {  1.3 T.
The similar trends were found above the other points on the 
core surface at switching frequencies from 1 kHz to 3 kHz. 
The decrease in displacement and corresponding noise output 
with increasing modulation index is due to the lower hamionic
content o f  the core flux density. It was also found that the 
noise and displacement fall with increasing fundamental 
frequency for the same reason.
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Fig. 9. Acoustic noise SPL and corresponding peak-peak displacement at point 1 
under 50 Hz PWM excitation, f  = 3  kHz. B  , = 1 3T, OV%=40%-90%
J  s peak
Fig. 10 to 12 show displacement against flux density plot o f 
the core under 50 Hz PWM excitation above point 1 at OV = 
40% ,Bpeak =  1.5 T and fs= 1, 2 and 3 kHz respectively
whereas Fig. 13 shows the displacement against flux density 
plot o f  the core under 50 Hz ac excitation at Bpeak =  1.5 T. It is
suggested in Fig. 10 to 12 that displacement decreases with 
increasing / ’ where average peak-peak displacement for f s =
1 kHz is 3 .9 jum , f s =  2 kHz is 3 .7 / a n , f s =  3 kHz is
3.3 fJJTl . Under sinusoidal 50Hz the average peak-peak 
displacement is 2.5 /.an . Displacement results for both PWM 
and ac excitations correspond with acoustic noise results 
shown in Fig.6 where acoustic noise reduces with 
increasing f  .
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Fig. 10. Displacement at point 1 under 50 Hz PWM excitation at f  = 1 kHz 
OV = 40% and R = 1.5 T.
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Fig 13. Displacement at point 1 under 50 Hz ac excitation at B k ” 1-5 T.
V. C o n c l u s i o n s
The results implied that acoustic noise output o f  3-phase 
transformer operating under PWM is far higher than under 
corresponding sinusoidal excitation. The noise under PWM 
excitation was around 10-15 dB more than under sinusoidal 
flux showed the effect o f  the harmonics in the core 
vibration. Under PWM conditions, it was found that an 
increase o f  f  from 1 kHz to 3 kHz resulted in acoustic noise
maximal reduction o f  2 dB and 3 dB at 1.3 T and 1.5 T
respectively ( /  =50 Hz, OV = 40%). The beneficial inpact on the
reduction of noise at the highest values of OV = 90% ( /  =100 Hz,
was 3 dB. From the results o f  material’s single
stripe magnetostriction along rolling direction and 
displacement on the core surface, it showed that surface 
vibration caused more sound.
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Abstract
Ultrasonic dental scalers are electronically powered dental cleaning tools which are commonly used by clinicians for dental cleaning. They were 
developed in the mid 1950s [S.C. Trenter, A.D. Walmsley, G. Landini. J.M. Shippen. Assessment of the ultrasonic dental scaler insert. Med. Eng. 
Phy. 24 (2002) 139-144]. Ultrasonic scalers are being widely used with few studies on the correct methods and techniques that should be used to 
obtain their maximum efficiency. Different types of inserts/tips do not show clearly which particular designs are best suited to the task of removing 
dental calculus to combat periodontal disease. The aim of this study is to begin preliminary investigation on whether the performance of these 
clinical instruments may be improved if the displacement waveform of the scaler tip could be controlled.
© 2005 Elsevier B.V. All rights reserved.
Keywords: Ultrasonic: Magnetostrictive dental scalers: Vibration: Displacement: Control algorithm
1. Introduction
Ultrasonic scalers involve a power-unit box that sits on the 
counter and a water source must be connected to it. The differ­
ence between sonic and ultrasonic scalers is power. The sonic 
scaler is a low-power device therefore not very effective on 
heavy calculus which can be easily  removed with an ultrasonic 
scaler [1]. However, clinical studies show that they are similar 
in efficacy to hand scalers with respect to preventing periodon­
tal attachment loss, maintaining periodontal attachment levels 
and/or preventing tooth loss |2].
The ultrasonic scaler may results in potential hazards to both 
patient undergoing treatment and to the clinical operator o f  the 
equipment. These potential hazards were highlighted in a num­
ber o f papers in literature by Trenter and W almsley 13].
Trenter et al. [3] published preliminary work on assessing  
the natural frequency o f  a straight internal ultrasonic scaler 
insert and measured displacement observed at the tip when oper­
ated under different generator settings. From their approach o f  
using finite element analysis and scanning laser vibrometry, they 
concluded that there is a large variation in the displacement 
observed at the scaler tip and have suggested that further research
* Corresponding author. Fax: +44 29 2087 9538.
E-mail address: meydan@cardiff.ac.uk (T. Meydan).
0924-4247/$ -  see front matter ©  2005 Elsevier B.V. All rights reserved. 
doi:10.1016/j.sna.2005.11.036
is required on the manufacturer and clinical use of ultrasonic 
scalers.
Magnetostrictive dental scalers produce ultrasonic vibrations 
via a stack o f laminated nickel placed in a coil carrying a dc 
signal with an ac signal o f smaller magnitude imposed upon 
it (Fig. 1). The generator then converts the electrical energy to 
ultrasonic waves via magnetostriction, X. Commercially avail­
able ultrasonic dental scalers oscillate at frequencies from 25 to 
42 kHz.
A similar coil to the commercial dental scaler was built 
and scaler tip displacement was measured at 15 kHz magnetis­
ing frequency. Displacements o f scaler tip (30 kHz Denstply 
International) were taken using Laser Doppler Vibrometer. The 
investigation has shown that tip scaler motion is not always sinu­
soidal, which may not be clinically efficient. This paper is aimed 
to demonstrate a control algorithm for the displacement out­
puts o f the magnetostrictive dental scaler. The control algorithm 
includes a PC based data acquisition with a digital feedback 
control.
2. Experimental work
A 40  MHz arbitrary waveform generator was used for ac sig­
nal generation (Fig. 2). A pre-amplifier was connected in parallel 
with the power amplifier. A digital muiltimeter was used to mon­
itor the average voltage induced in a secondary search coil.
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Fig. 1. A schematic diagram o f  30 kHz magnetostrictive dental scaler insert.
A digital oscilloscope with a high voltage isolation module 
(10 MS/s sampling rate) was used to display displacement output 
from the laser vibrometer, voltage signal in the search coil (Vincj) 
and magnetizing signal in the primary coil. The voltage signal 
in the primary coil was taken as a reference signal for triggering. 
To improve the accuracy of measurement. National Instrument 
Software LabVIEW 7.0 was used for data collection and analysis 
purposes. In the present research a single point laser vibrometer 
(SPLV) was used. The SPLV has 12-bit digital resolution could 
resolve signal differences of 0.0039 V, which corresponds to a 
change in length of A/=  1.95 nm.
Sam ple
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Fig. 3. Water and power settings on a magnetostrictive dental scaler.
Fig. 3 shows a diagram of 30 kHz magnetostrictive dental 
scaler generator at high, medium, low water and power set­
tings. In this research, measurements were taken only at different 
power settings without any water supply. An unused and used 
30 kHz dental scaler inserts were used for each measurement. 
Both inserts are of the same scaler tip design manufactured by 
Dentsply International.
Two sets of measurements were taken. Displacement was 
measured from the side and front (Fig. 4) of both unused and 
used scaler insert for each set. One set of measurements were 
taken using the commercial scaler generator and the other set 
was taken using a magnetising coil that operates similar to the 
commercial generator.
The magnetising coil carries an ac current fed from the signal 
generator with 25 number of turns to maintain low impedance 
at high frequency and a secondary search coil with 10 number 
of turns was also used for monitoring the flux density. Under 
sinusoidal ac conditions this gave an average output voltage, 
Vavg which can be related to the amplitude of the magnetic flux 
density Bmax by the equation [4]
1 /  A /A < w B m a x ~  A X T  A r r >Vavg — ------- 7^  =  4/V A fB max
V2 (1)
Clamp
Scaler Tip 
(Front)
u Laser Head
Level Block
Clamp,
Scaler Tip 
(Side)
u Laser Head
Level Block
Fig. 2. Block diagram of system set up.
Fig. 4. Diagram showing displacement measurements from front and side o f the 
dental scaler tip with laser vibrometer.
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where N  is the number o f turns in the search coil, co is 2 n f  with 
/b e in g  the magnetizing frequency and A is the cross-sectional 
area o f the search coil.
The secondary coil was connected to the oscilloscope and the 
multimeter. The coil and scaler insert was clamped to align the 
scaler insert with the laser beam. The laser beam was focused on 
a reflective thin film, which was attached on the tip for optimum 
reflection back to the laser.
3. Results and discussion
Figs. 5 -7  shows displacement (micrometer) waveform from 
the front o f an unused dental scaler insert at high, medium and 
low generator power settings. It was observed that the wave­
form exhibits a modulated pattern which is caused by the ac 
magnetising signal superimposed on dc signal that is supplied 
to the magnetising coil in the hand piece.
Figs. 8 -10  shows displacement o f  a used dental scaler tip 
measured from the side o f  the tip. Measurements were taken for 
high, medium and low power settings. Random displacement 
waveform pattern was observed with large variation in am pli­
tude.
The generator used was a 30 kHz generator and therefore, the 
coil was magnetised at 15 kHz with varying Vavg. Figs. 11-14  
shows displacement (from front o f  tip) measured for the unused
1 . 2]
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b  -6
Time (mili seconds)
Fig. 5. Graph of unused 30kH z scaler insert at high generator power settings 
of displacement from the side o f scaler tip.
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Fig. 6. Graph of unused 30 kHz scaler insert at medium generator power settings 
of displacement from the side o f scaler tip.
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Fig. 7. Graph o f  unused 30 kHz scaler insert at low generator power settings of 
displacement from the side of scaler tip.
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Fig. 8. Graph o f  used 30 kHz scaler insert at high generator power settings of 
displacement from the front o f scaler tip.
dental scaler tip magnetised with a coil made similar to that o f  
the generator handpiece. Here, with the aid o f the secondary 
search coil, the average voltage, Vavg passing through the lam­
inated stack o f  nickel was measured. It was observed that at 
1-3  V (Figs. 11-13) the displacement waveform appears to be 
sinusoidal with amplitude remaining constant throughout mag­
netisation. Displacement amplitude also increases as Vavg was 
increased. However, in Fig. 13, at 4 V, the displacement exhibits a 
randomize behaviour. By analysing these sets o f data, it could be
1.5
0.5
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Fig. 9. Graph of used 30 kHz scaler insert at medium generator power settings 
o f displacement from the front o f sealer tip.
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Fig. 10. Graph of used 30kHz scaler insert at low generator power settings of 
displacement from the front of scaler tip.
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Fig. 11. Graph of unused 30 kHz scaler insert at 1 V of displacement from the 
front of scaler tip.
concluded that scaler inserts are fragile and need regular replace­
ment to achieve its desired performance.
4. Digital feedback control
Magnetostriction, X is defined as d///, where d/ is the displace­
ment or change in length and / is the original length. X is plotted 
against magnetic field (A/m) or flux density (T). Therefore, the 
displacement of the tip o f  a dental scaler can be controlled by 
controlling the shape o f  the flux density or magnetic field.
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Fig. 12. Graph of unused 30 kHz scaler insert at 2 V of displacement from the 
front of scaler tip.
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Fig. 13. Graph of unused 30 kHz scaler insert at 3 V of displacement from the 
front of scaler tip.
The control o f  the shape o f a waveform can be achieved by 
means o f  analogue or digital feedback. Since there are digital 
devices already used in the system, the natural choice o f method 
is to use a digital feedback. Recently, a new adaptive digital 
feedback algorithm (ADFA) has been developed, which proved 
to be capable o f  controlling the shape o f  flux density waveform 
over wide range o f  frequency and in various magnetising yokes 
[5], The ADFA is written in LabVIEW and a simplified diagram 
o f the program is shown in Fig. 15.
The ADFA consists o f  four main parts. The first is the mea­
suring thread A  (Fig. 15) in which acquired signals are used to 
calculate and monitor flux density, displacement and voltage in 
magnetizing coil. The second thread B (Fig. 15) is responsible 
only for digital feedback with same input data that are used for 
the measuring thread. These data are then fed to a proportional 
controller, C (Fig. 15), which calculates the correction o f the 
shape o f  magnetising current, hence the shape of flux density 
and, in effect, the shape o f  displacement.
The algorithm initially assumes that the relationship between 
the magnetising current and the magnetostriction is linear. How­
ever, the overall non-linearity between measured displacement 
depends also on the shape and magnetic properties o f the yoke, 
sample used, and the transfer function o f components used such 
as power amplifier. In order to compensate for this, a module 
that calculates the phase lead/lag between the magnetising signal
m
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Fig. 14. Graph of unused 30 kHz scaler insert at 4 V of displacement from the 
front of scaler tip.
T.P.P. Phway et al. /  Sensors and Actuators A 129 (2006) 167-171 171
Displacement |Current 11 Voltage From
Factor[PBL) [DBL] [PBL]
Peak error %
I DBL llAcquire
Oala
THD
Fourier
Trans.
Get
angles
lHarmonicsl
Gain
Trans.
Digital
Angle Gain"]
Correct
phase
Main switch
Fig. 15. Block diagram o f ADFA program.
generated by the arbitrary waveform generator and actual mag­
netising current for each harmonic is implemented (D  in Fig. 15). 
The array o f phase shifts for all harmonics is continuously 
adapted in every subsequent iteration. Before the magnetising 
signal is generated, the waveform computed by the proportional 
controller (C in Fig. 15) is fed to the correct pJiase elem ent (see 
D in Fig. 15), which provides a Fourier transform o f the wave­
form, modifies the phase o f each harmonic, and then calculates 
an inverse Fourier transform.
5. Conclusion
The proposed algorithm is capable o f  controlling the out­
put waveform o f displacement with the aid o f  digital feedback  
control. The amplitude o f  the waveform could also be specified  
to give optimum performance. This w ill help in improving the
design o f  the dental scaler inserts and both manufacturer and 
user w ill understand magnetostrictive dental scalers better.
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FREQUENCY DEPENDENCE OF MAGNETOSTRICTION 
FOR MAGNETIC ACTUATORS
Thant P. P. Phway* —  Antony J. Moses** —  David C. Jiles*’**
The frequency dependence o f  magnetostriction is an important characteristic o f  magnetic materials when considering possible 
applications in sensors and actuators. In this study, magnetostriction o f  grain oriented silicon steel sheets, 303 mm long by 30 mm 
wide by 0.27 mm thick has been measured in the transverse rolling direction at frequencies in the range o f  500Hz to 3000Hz. One 
end o f  a sample was clam ped and displacem ent amplitude o f  the other end o f  the sample was measured using a “Single Point Laser 
Doppler Vibrometer” and from this, the magnitude o f  peak-to-peak magnetostriction was determined. Results show a large 
variation in magnitude o f  peak-to-peak m agnetostriction between 1500Hz and 2500H z. A  sharp increase in magnitude of 
magnetostriction was found at 2250H z.
Keywords: m agnetostriction, frequency, resonance, laser vibrometer, electrical steels
1 INTRODUCTION
M agnetostriction o f  m agnetic m aterials has been a 
subject o f  extensive study in recent years because its 
measurement and the related phenom enon o f  thermal 
expansion provide basic inform ation on m agnetoelastic  
coupling which is important in determining the 
applicability in sensors and actuators.
Distinction is drawn betw een the spontaneous 
magnetostriction that arises w hen a m aterial is coo led  
through its Curie point and field  induced or technical 
magnetostriction. The range o f  m agnetic field  induced  
changes in strain is from 5% in som e m agnetic shape 
memory alloys [1] through values o f  up to 2000  ppm in 
Terfenol [2], to 200  ppm in m anganese doped cobalt 
ferrite [3] and as low  at 10 ppm  in iron [4],
When the frequency dependence o f  m agnetostriction is  
measured a resonance occurs as the com bination o f  
frequency o f  excitation and ve lo c ity  o f  m agnetostrictively  
induced sound w aves causes an anti-node to be set up at 
the free end o f  a sam ple.
(a) I  (b)
Fig. 1. Resonance condition o f  the sample with (a) free end and (b) 
clamped end
If a sample is  clam ped at one end, as show n in Fig. 1 
(b), then the resonant cond ition  occurs w hen the length o f  
the sample is one quarter o f  the w avelength  o f  sound. 
Higher harmonics arise w hen the frequency is high  
enough to cause the w aves to traverse the length an
integer number o f  tim es. The /7th harmonic frequency f n 
occurs when
( l )
4 t \ p
W here the m odulus o f  elasticity, E  for the sample was 
193 GPa, the density p w a s  8051kg/m 3 having mass o f  
19.76g and volum e o f  303m m  (/ length) * 30mm (width) 
x 0.27m m  (th ickness) =  2.45 10'6 m3. Therefore, a 
resonant frequency o f  4166H z was expected.
2 PREVIOUS RESEARCH
Jagielinski et al [5] have measured the magneto­
striction coeffic ien ts A,m and >.]0o using the resonance 
m ethod under the action o f  applied stress. The 
m agnetoelastic coupling caused a shift in the resonance 
frequency under stress, so that
M s AH (a ) = jA A cr  (2)
and hence the magnetostriction can be determined from the 
equation
(3)
3 d a
Where Ms is the saturation magnetization, H res is field  
resonance and or is the uniaxial stress.
Various techniques have been used to measure the 
displacem ent caused by magnetostriction. Methods such 
as resistance strain gauges, semiconductor strain gauges, 
accelerom eters and laser velocim eters have been used to 
measure displacem ent at specific magnetizing frequencies. 
Previous researchers have investigated magnetostriction at 
m agnetizing frequencies o f  50H z -  2000H z. However at 
the higher m agnetizing frequencies within this range, 
typically at 1000H z and above, optical methods such as 
the laser displacem ent meter and the laser vibrometer have 
becom e more w idely used. The main advantage o f  the
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laser vibrometer is that it a llow s non-contact measurement 
o f  displacement with high spatial resolution, w hich is  
needed in the case o f  materials with low  m agnetostriction. 
It also has the advantage o f  being not susceptible to 
magnetic fields or extrem e operating temperatures. It 
allows measurement o f  m agnetostriction in any direction  
o f  anisotropic material.
Results obtained by Kakuno and G ondo [6] using the 
laser vibrometer method was validated using strain 
gauges. Nakakta et al [7] have a lso  measured  
magnetostriction coefficients using the laser Doppler 
vibrometer method and were able to achieve resolution o f  
displacements o f  4 * 10'8 m. W akiwaka et al [8] have 
measured the mechanical vibrations o f  sam ples indirectly  
through the determination o f  im pedance characteristics. 
They have described the behavior o f  an acoustic vibration  
element in which the m easurements were made using a 
laser doppler vibrometer but their analysis w as based on  
an analogy with the vibration o f  a m ass on a spring w hich  
is not appropriate for this situation. A nalysis in terms o f  
standing waves in a solid continuum  is the correct 
procedure to use where the w hole specim en is vibrating 
and the mass is distributed.
Takada [9] investigated m agnetom echanical resonance 
in both strip and toroidal sam ples and w as able to show  
that the resonance occurred at the expected frequency. 
M ogi et al [10] have also used a laser Doppler vibrom eter 
to measure the ac m agnetostriction at frequencies up to 
4000H z. Benda and Klima [11] calculated m agneto­
striction using laser speckle interferometer, by w hich they  
obtained a resolution o f  5 * 10'6 m. Karimi et a l  [12] have 
looked at the m agnetom echanical behavior o f  alloy film s. 
Resonant behavior similar to that show n elsew here was 
observed. Chicarro [13] has demonstrated that the elastic 
modulus can be calculated from the resonance frequency. 
Bayou et al [14] have investigated the field  dependence o f  
elastic modulus by m easuring the AE effect through 
changes in the resonance and anti-resonance frequencies.
Hirano e t a. [15] described m easurement o f  m agneto­
striction using a laser d isplacem ent m eter and compared  
the results to those obtained w ith a laser Doppler  
vibrometer. The laser displacem ent meter w as able to 
measure displacements as lo w  as 5 * 10"8 meter and there 
was good agreement betw een  the results obtained by the 
two methods. M oses e t a l  [16] have reported a reduction  
o f  magnetostriction w ith  frequency in non-oriented  
electrical steels. Here, the stress sensitivity o f  m agneto­
striction was dependant on the degree o f  texture.
3 EXPERIMENTAL DETAILS
A 40M H z arbitrary w aveform  generator w as used for 
ac signal generation. A  pre-am plifier w as connected in 
parallel w ith the pow er am plifier and was used for 
feedback control o f  the pow er am plifier. A  digital 
multimeter was used to m onitor the average voltage  
induced in a secondary search co il w hile a power analyser
w as used to display its fonn factor (FF). A  digital 
osc illo scop e  w ith a high voltage isolation m odule (10  
M S/s sam pling rate) was used to display displacement 
output from the laser vibrometer, voltage signal in the 
search co il (V ind) and m agnetizing signal in the primary 
coil. The voltage signal in  the primary coil was taken as a 
reference signal for triggering. National Instrument 
Software Labview  7 .0  was used for data collection and 
analysis purposes.
Fig. 2 show s the experimental setup. The primary coil 
had only 39 turns to maintain low  im pedance at high  
frequency. A  10 turn secondary coil was used for 
m onitoring the flux density. The secondary co il was 
connected to the osc illoscop e and the multimeter. The 
sam ple w as clam ped at one end with the laser beam  
directed on the other. The laser beam was focused on a 
reflective thin film , w hich w as attached on the sample for 
optimum reflection back to the laser.
Fig. 2. Diagram o f experimental setup
In the present research a single point laser vibrom eter 
(SPLV ) w as used. The laser vibrom eter has 12-bit digital 
resolution could resolve signal differences o f  0 .0039  
volts, w hich corresponds to a change in length o f  A l =  
1.95 nm. For sam ples o f  length 300 mm this corresponds 
to a strain resolution o f  6.5 x 10'9.
The m agnetic flux density, B  o f  the sample was 
m easured using a flux coil wound on the sample. Under 
sinusoidal ac conditions this gave an average output 
voltage V  w hich can be related to the amplitude o f  the 
m agnetic flux density 2?max by the equation
V =  NAco0_™* £  4 NAJBV (4)
Where N  is the number o f  turns in the search coil, to is 
2 r f  w ith / b e in g  the m agnetizing frequency and A  is the 
cross sectional area o f  the search coil.
The m agnetic field was generated using a solenoid. 
Excitation frequencies from dc to 3000H z were used 
under voltage control to determine the magnetostrictive 
response o f  the material. The amplitude o f  the field  
strength generated by the solenoid changed with 
frequency even when the voltage amplitude remained
Primary Coil
Laser Beam 
Laser
Secondary Coil
Solid block tor levevl
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constant. The characteristics o f  solenoid  are defined in 
Table 1.
Tab. 1. Characteristics o f  Solenoid
ls Length o f  solenoid 0.17 m
d Diameter o f  Solenoid 0.1 m
R Resistance o f  Solenoid 0.3 Q
L Inductance M oM rA X  =0.088  
ls
mH
Where As is the cross sectional area o f  the solenoid  and 
Ns is the number o f  turns in the solenoid.
From these characteristics the im pedance Z was 
determined at various frequencies, from the standard
equation, z  = VR2 + to2L2 and from this the current (/' =  — )
Z
was determined at a function o f  voltage at different 
frequencies. Once the current was know n the m agnetic 
field strength was determined using the equation for a 
finite length solenoid [ 17]
H  = N i
M  + d2)
(5)
The strength o f  the m agnetic field  generated by the 
solenoid for various applied voltages at different frequen­
cies is shown in the follow ing table.
Table 2. Magnetic Field Strength in Solenoid for Various 
Applied Voltages at Different Frequencies
from the start o f  m agnetizing at Bn 
frequency range o f  500H z to 4000H z.
= l.OT over the
80
Temperature (°C)
M agnetostriction w as measured at Bmax =  0.7T, 0.9T  
and l.OT and frequencies from 500H z to 3000H z at 250H z  
increm ents. At these flux densities, the form factor 
remained within 1 %  o f  1.11.
In order to validate the reproducibility o f  the system , 
measurements were taken: firstly at the initial condition o f  
the digital osc illo scop e  and secondly after resetting it. 
This was carried out because the start and end o f  
m easurement points saved by the digital oscilloscope  
differed every tim e it is reset.
Freq
(Hz)
Voltage
(V)
Resistance
(O)
Ind u c tan ce
(Henries)
Impedance
(Q)
Current
(Amps)
Field
(A/m)
Field
(Oe)
10 1 0.30 0.000088 0.30 3.333 659.0 8.28
10 5 0.30 0.000088 0.30 16.664 3295.1 41.41
10 10 0.30 0.000088 0.30 33.328 6590.1 82.82
10 20 0.30 0.000088 0.30 66.655 13180.3 165.64
10 30 0.30 0.000088 0.30 99.983 19770.4 248.47
10 40 0.30 0.000088 0.30 133.311 26360.5 331.29
10 50 0.30 0.000088 0.30 166.638 32950.7 414.11
20 30 0.30 0.000088 0.30 99.932 19760.3 248.34
50 30 0.30 0.000088 0.30 99.575 19689.7 247.45
100 30 0.30 0.000088 0.31 98.331 19443.7 244.36
500 30 0.30 0.000088 0.41 73.402 14514.3 182.41
1000 30 0.30 0.000088 0.63 47.543 9401.0 118.15
2000 30 0.30 0.000088 1.15 26.085 5158.0 64.82
4000 30 0.30 0.000088 2.24 13.389 2647.4 33.27
4 RESULTS AND DISCUSSION
Eddy current heating can be a sign ificant factor when  
making measurements o f  the properties o f  these materials 
at high frequencies. This has to be taken into account 
preferably by m aking the m easurem ents before significant 
rise in temperature has occurred, or b y m onitoring and 
allowing for changes in  temperature w hen comparing  
results. Fig. 3 show s the increase o f  temperature with time
Fig. 4. Magnetostriction, X vs Flux Density, B at 500Hz, 1000Hz, 
2000Hz at B ^  l.OT
Figs. 4-5 show  the peak-to-peak magnetostriction, X 
versus flux density Bmax at l.OT and magnetic field H at 
500H z, 1000H z and 2000H z. It was observed that peak-to-
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Fig. 3 . Increase o f  temperature with time o f  magnetisation at 
different m agnetising frequencies (Bmax =  1 0T)
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Fig. 5. Magnetostriction, X vs Magnetic Field, H  at 500Hz, 1000Hz, 
2000Hz at Bmax l .OT
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peak magnetostriction differs by less than 10% in the 
reproducibility tests.
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Fig. 6. Magnetostriction, X vs Flux Density, B at 2250Hz at Bum = 1.0T
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Fig. 7. Magnetostriction, X vs Magnetic Field, H, at 2250Hz at 5 niax = 
l.OT
Figs. 6-7 shows peak-to-peak m agnetostriction versus 
flux density, B and m agnetic field, H at 2250H z. A  phase 
change in the plots w as observed compared to figs. 4-5 , 
confinning the characteristic o f  passing through a 
resonance point. Fig. 8 show s a plot o f  peak-to-peak  
magnetostriction X versus m agnetizing frequency at flux  
densities 07T, 09T and 1.0T. The plot sh ow s a sharp rise 
o f  magnetostriction at 2250H z. Another sharp rise in 
magnitude o f  peak-to-peak m agnetostriction is expected  at 
4500H z since the calculated resonant frequency for the 
sample is 4166Hz.
Magnetostriction p-p (pE)
— Bmax0.7T 
Bmax0.9T 
-*■ Bmax 1.0T
500 1000 1500 2000 2500 3000 3500
Magnetising Frequency (Hz)
Fig. 8. Peak-peak Magnetostriction, A. vs Magnetising Frequency, v at 
Bmax= 0.7T, 0.9T and l.OT
5 C O N C L U SIO N
It w as observed that m agnetostriction is not only a 
function o f  m agnetic properties but also dependant on the 
physical condition o f  the sam ple. A  resonant frequency at
2250H z w as found for the sam ple used under the given  
experim ental conditions and physical dimensions. Tem­
perature was found to rise with m agnetising time and 
frequency but this did not significantly affect magneto­
striction.
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APPENDIX II
A p p e n d ix  II -  C o r r e c t io n  T a b l e
| Correction T = t/k
k= 1 k = 2 k = 3
3 1-32 2-21 _
4 1-20 1-66 3-07
5 114 1*44 2*21
6 M l 1*33 1-84
7 109 1-26 1-63
8 108 1*22 1-51
9 107 1*19 1-43
10 106 116 1-36
11 105 1-14 1*32
12 105 1-13 1-28
13 104 1-12 1-25
14 104 111 1-23
15 1-04 1-10 1-21
16 1-03 1-09 1-20
17 1-03 1*09 1-18
18 1-03 108 1-17
19 1-03 1-08 1-16
20 1-03 1-07 115
Examples: a) For n=l 0 measurements and k=l, the correction factor is 1.06
i.e. standard uncertainty = 1.06 x estimated standard deviation
b) For n=5 measurements of the sole source of uncertainty at a 95%
confidence level, k=2, the correction factor is 1.44.
i.e. standard uncertainty = 1.44 x estimated standard deviation
and expanded uncertainty = 2 x standard uncertainty
II. 1 Table of correction to be applied to the standard deviation for the number of measurements, nu [6.1]
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